.

PUBLIC HEARING
BOARD OF HOUSING QUALITY APPEALS
CITY HALL McCLOSKEY CONFERENCE ROOM

August 10, 2011
4:00 P.M.

ROLL CALL

REVIEW OFSUMMARY

OLD BUSINESS

(1)

)

11-TV-26 305 E. 18" Street, John Stevens. Request for an extension of time to
complete repairs. Previously heard on March 9, 2011. pp. 4-9

11-TV-62 1900 S. Oakdale Drive West, Wapehani Hills Apartments, LLC. Request
for an extension of time to complete repairs. Previously heard on June 8, 2011.
pp. 10-73

11-TV-67 252 N. Wainut Street, Omega Properties. Request for an extension of
time to complete repairs. Previously heard on June 8, 2011. pp. 74-81

11-TV-83 316 S. Buckner Street, Joe & Trina Burkholder. Request for an
extension of time {o complete repairs. Previously heard on June 8, 2011.
pp. 82-88

NEW BUSINESS

&)

(6)

11-AA-103  601-603 W. 4™ Street, David B. Willibey. Request for relief from an
administrative decision to consider this a rental property. pp. 89-91

11-TV-104 105 E. 1 Street, Catherine Cournoyer. Request for an extension of
time to complete repairs. pp. 92-97

11-TV-105 2428-2432 W. Marlene Drive, Kelly Harding. Request for an extension
of time to complete repairs. pp. 98-108

11-TV-106 2511 E. 2" Street, Gertrude Gibson Limited Family Partnership, LLC.
Request for an extension of time to complete repairs. pp. 109-117

11-TV-107 424 N. Washington Street, Fierst Rentals. Request for an extension of
time to complete repairs. pp. 118-126

11-TV-108 211 $. Kimble Drive, Peter Nguyen. Request for an extension of time
to complete repairs. pp. 127-134

11-TV-109 2455 E. Tamarack Trail, Five Star Quality Care-IN, LLC. Request for
an extension of time to complete repairs. pp. 135-156

11-TV-110 573 E. Graham Place, Robert Greelsema. Request for an extension of
time to complete repairs. pp. 157-167

11-TV-111 809 W. Countryside Lane, Robert Sheffler. Request for an extension of
time to complete repairs. pp. 168-175



(14) 11-Tv-112 819 W. Graham Drive, Peek & Associates. Request for an extension of
time to complete repairs. pp. 176-179

V. GENERAL DISCUSSION

V1. PUBLIC COMMENT

Vil.  ADJOURNMENT




BOARD OF HOUSING QUALITY APPEALS
CONSENT AGENDA
CITY HALL McCLOSKEY CONFERENCE ROOM

August 10, 2011, 4:00 P.M.

Extension of time

M 11-TV-26 305 E. 18" Street, John Stevens. Request for an extension of time to
complete repairs. Previously heard on March 8, 2011, pp. 4-9

(3) 11-TV-67 252 N. Walnut Street, Omega Properties. Request for an extension of
time to complete repairs. Previously heard on June 8, 2011. pp. 74-81

(4) 11-TV-83 316 S. Buckner Street, Joe & Trina Burkholder. Reguest for an
extension of time to complete repairs. Previously heard on June 8, 2011.

pp. 82-88

(6) 11-TV-104 105 E. 1*" Street, Catherine Cournoyer. Request for an extension of
time to complete repairs. pp. 92-97

{7} 11-TV-105 2428-2432 W. Marlene Drive, Kelly Harding. Request for an extension
of time to complete repairs. pp. 98-108

(8) 11-TV-106 2511 E. 2" Street, Gertrude Gibson Limited Family Partnership, LLC.
Request for an extensicon of time to complete repairs. pp. 109-117

(9) 11-TV-107 424 N. Washington Street, Fierst Rentals. Request for an extension of
time to complete repairs. pp. 118-126

(10 11-TV-108 211 S. Kimble Drive, Peter Nguyen. Request for an extension of time
to complete repairs. pp. 127-134

{11) 11-TV-109 2455 E. Tamarack Trail, Five Star Quality Care-IN, LLC. Request for
an extension of time to complete repairs. pp. 135-156

{12) 11-TV-110 573 E. Graham P'Iace, Robert Groelsema. Request for an extension of
time to complete repairs. pp. 157-167

(13) 11-TV-111 809 W. Countryside Lane, Robert Sheffler. Request for an extension of
time to complete repairs. pp. 168-175

(14) 11-TV-112 819 W, Graham Drive, Peck & Associates. Request far an extension of

time to complete repairs. pp. 176-179
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City of Bloomington
H.AN.D.
Board of Housing Quality Appeals
Staff Report: Petition for Extension of Time
Meeting Date: August 10, 2011
Petition Type: An extension of time to complete repairs

Petition Number: 11-TV-26 (old)

Address: 305 E. 18" Street

Petitioner: John Stevens

Inspector: Jo Stong

Staff Report: January 4, 2011: Conducted cycle inspection

January 11, 2011: Cycle report mailed

January 19, 2011: Received appeal

March 9, 2011: BHQA granted an extension of time until July 10, 2011 to
secure a variance from the State of Indiana for the ceiling height in the basement
bedrooms.

July 13, 2011: Received 2™ appeal

During a cycle inspection it was noted that the ceiling in the recently remodeled basement

did not meet minimum height requirements. The existing ceiling height is 6° 8”. The required

height is 7°. The petitioner has applied for a variance from the State of Indiana but has not yet

heard a response.

Statf recommendation: Grant the extension of time

Conditions: All repairs must be completed and re-inspected no later than the deadline
stated below, or this case will be turned over to the City of Bloomington
Legal Department for further action including the possibility of fines.

Compliance Deadline: September 12, 2011

Attachments: Cycle report, application for appeal
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305 E. 18" Street

January 5, 2011
Page 1 of 3
City of Bloomington
Housing and Neighborhood Development
Cycle Report
4033
OWNERS
STEVENS, JOHN J.
1732 DURHAM DRIVE
BLOOMINGTON, IN 47401
Prop. Location: 305 E 18TH ST Number of Units/Structures: 1 /1
Date Inspected: 01/04/2011 Number of Bedrooms: 4
Inspectors: Jo Stong Max # of Occupants: 5
Primary Heat Source: Gas Foundation Type: Basement
Property Zoning: RH : Attic Access: No
Number of Stories: 1 Accessory Structure: None
INTERIOR:

Living Room (20-0 x 11-6):
No violations noted.

Kiichen (15-0 x 10-4}:
No violations noted.,

Southeast Bedroom (11-5 x 11-3):
No violations noted.
Existing Egress Window Measurements (double-hung; both sashes removable):
Height: 52 inches
Width: 26 % inches
Sill Height: 31 inches
Openable Area: 9.56 sq. ft.

Note: These measurements are for reference only. There is no viclation of the
emergency egress requirements.

401 N. Morton Street ~ City Hall Rental Inspections: (812) 349-3420
Bloomington, IN 47404 Neighborhood Division: (812) 349-3421 7
Fax: (812) 349-3582 www.bloomington.in.gov Housing Division: (812) 349-3401



305 E. 18" Street
January 5, 2011
Page 2 of 3
Bathroom:
No violations noted.

Northeast Bedroom (11-4 x 10-7):
No violations noted.
Note: Egress window measurements are the same as in the southeast bedroom.

BASEMENT
General Violation:
The ceiling height in the basement does not meet minimum cetling height requirements. Use of this
room as habitable space shall be contingent upon securing a variance to the Property Maintenance
Code from the Board of Housing Quality Appeals (BHQA).

Existing measurements: 6 feet 8 inches

Required: 7 feet
PM-404.3

Living Room (27-1 x 12-1):
No violations noted.
Note: Furnace and water heater are new as of recent upgrade.

Northwest Bedroom (12-3 x 10-2);

No violations noted.

Note: A door leading directly to the exterior serves as the emergency egress for this sleeping
room.

Southwest Bedroom (11-9 x 9-8):

No violations noted.

Note: A door leading directly to the exterior serves as the emergency egress for this sleeping
room.

Bathroom:
No violations noted.

EXTERIOR:

No violations noted.

OTHER REQUIREMENTS:

Required documentation:

A completed copy of the Tenants & Owners Rights and Responsibilities Summary must be
provided to the office or reviewed with the inspector within 60 days of the date of the
inspection or a $25.00 fine will be levied.BMC16.12.050 (d).




305 E. 18" Street
January 5, 2011
Page 3 of 3

Required documentation:

The owner or his agent shall contact the tenant and arrange a joint inspection of the
premises to occur within ten days of the tenant’s occupancy of the rental unit. The owner or
his agent and the tenant shall at that time jointly complete an inventory and damage list, and
this shall be signed by all parties to the tenancy agreement. Duplicate copies of the
inventory and damage list shall be retained by all parties and shall be deemed a part of the
tenancy agreement. A completed copy of the Inventory & Damage List must be provided to
the office or reviewed with the inspector within 60 days of the date of the inspection or a
$25.00 fine will be levied. BMC16.12.040

When issued, a copy of the new Rental Occupancy Permit shall be posted as required by
BMC 16.12.080 (b): All rental units shall be required to have a current occupancy permit
displayed in an accessible location inside the unit, The permit shall contain the name of the
owner or his agent and the expiration date of the permit. BMC 16.12.080 (b)

Thank you for your cooperation in the Residential Rental Occupancy Permit Program.
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City of Bloomington
H.ANN.D.
Board of Housing Quality Appeals
Staff Report: Petition for Extension of Time

Meeting Date: August 10, 2011

Petition Type: An extension of time to complete repairs

Petition Number: 11-TV-62 (Old)

Address: 1900 S. Oakdale Drive West

Petitioner: Lorelei Flohr-Cascio-Sperry

Inspector: Maria McCormick & Robert Hoole

Staff Report: December 14, 2010 Completed Cycle Inspection
March 21, 2011 Received Application for Appeal
May 25,2011 F1 Tornado hit property
June 8, 2011 Extension of Time Granted by BHQA
June 15, 2011 Deadline for smoke detector, fire extinguisher and electrical
violations. June 30, 2011 Deadline for all other violations.
June 15, 2011 Owner sent in letter requesting additional time for repairs
due to the storm damage.
July 8, 2011 Sent Orders to Repair for the storm damage the property after
receiving complaints on the property that the storm damage was not being
addressed. Deadline August 31, 2011 for all storm damage repairs.
During the cycle inspection there were multiple violations noted including
several life safety violations and a general violation (all apartments in the
complex) of the windows not being weather tight, opening and closing
correctly and locking properly. The petitioner originally requested an
additional 90 days to complete repairs and is now asking of additional
time (30 days) due to because damage done by a storm has put them
behind in their repairs.

Staff recommendation: Deny the extension of time.

Conditions: None

|0



Compliance Deadline:

Attachments:

None

Application for Appeal, Cycle Report, Letter from the property owner
requesting additional time.

i
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June 17, 2011

Ms. Lisa Abbott
Director, HAND

401 N. Morton Street
Bloomington, IN 47404

Dear Ms. Abbott:

Our problems with meeting your deadline are deeper than recovering from the
effects of the tornado. We are also trying to recover from the effects of a property
management company, Hallmark Rentals, who was retained by my ex-husband to
manage Wapehani Hills. This was after the first management company, Buckingham
Management, who he also retained quit last August. Hallmark quit in May.

At this point | should tell you that it was Halimark who urged me to request the
extension. Additionally, until Brenda Lewis tendered her resignation letter to me, there
was very little communication because Brenda i.ewis felt that my ex-husband, who
signed her contract, was still the Owner's Agent. Judge Hoff changed that on
November 16, 2010.

On May 162011, we “blitzed” both the Wapehani Hills rental office and the main
office of Halimark Rentals. We were assisted by our new management company,
Hayes-Gibson International, selected by me. Not only had Hallmark not addressed the
city inspection issues, but also hey left us with 37 vacancies after reporting 23. in the
last 30 days Hayes-Gibson has procured signed leases and deposits for each of those
37 vacancies. They have filled 3 of the 7 vacancies occurring at the end of this month
and expect to be 100% by the end of June.

Hayes-Gibson hired 2 full-time maintenance men {o catch up on all maintenance
that had not been done by Halimark. Hayes-Gibson conducted a 100% audit of units
when they took charge and directed their maintenance men to cure all problems starting
with the most urgent to the cosmetic. They are doing a terrific job. There is no doubt in
my mind that any defects that your inspectors reported that affect the quality of life of
our tenants have been addressed.

So that we do not waste your time, we request an additional 30 days to ensure
that we have completed al! of the items on your inspection report.

Very truly yours,

Mrs.Lorelei Flohr-Cascic-Sperry

A



' : Application for Appeal
: - o To The ‘
o (R, SRR Board of Housing Quality Appeals
_ : P.0. Box 100~

’ ‘ R Bloomington, IN 47462
- $12-3493420

Petitioner’s Name: L onereT Frowl- Caseio - R e

Petitioner’s Address & Phone Number: VAo paAToe Uiy , £y 2411-11R L

Owner’s Name: Lo feves  Cigu - CateTo - R U}“j\-)

Owner’s Address & Phone Number: _ DA Py ABou [

. Address of Property: | 2770\ "R DALD L. | Yoy — wAPL\QA#I g AP‘{‘S.

. Ve ek TS
Occupant(s) Name(s):

The following conditions must be found in each case in order for the Board to consider the request:

1. That the value of the area about the property to which the exception is to apply will not be adversely affected.

2. That the exception is consistent with the intept arid purpose of the housing code and promotes public health,
safety, and general welfare. '

Tdentify the variance type that you are requesting from the following list and attach the required inforinatiou.

K A. An extension of tirne to complete repairs. (Petition type: TV)
Y Specity the items that need the extension of time to completc
& Bxplain why the extension is needed .
' = Specify the time requested
B. A modification or exception to the Housing Property Maintenance Code. (Petition type: V)
L Specify the code reference number you are appealing
L Detail why you are requesting the variance ’
+  Specify the modifications and or alterations you are suggesting
C Rehef from an administration decision. (Petition type: AA)
" b+ Specify the decision being appealed and the relief you are seekmg
b. Rescind a variance, (Petition type RY).
“  Detail the existing variance
L+ Specify the reason the variance is no longer needed

¥ certify that all information submitied with this request is correct and I have enclosed the $20.00 filing fee. - '

(Will be assigned by BHQA)
- 1 -TV-62
Name (prirt): Lerele. p5 f {hr ~ C 5 by m( Petition Number:

(Please use the reverse side for further explanation and/or rcquest)




Since December of 2009, my ex-husband, Matthew
Cascio, was responsible for selecting a management
company for Wapehani Hills. The first management
company, Buckingham, quit after about a year. Matthew
selected a second management company, Hallmark,
contrary to our original property settiement. On November
16, 2010, the court took that responsibility of owner’s
representative away from Matthew and awarded it to me.
However, during that period Matthew and his management
companies did not maintain the property.

When my husband, Phillip Sperry, and | took over as
owner’s representative, we volunteered our efforts to fix up
units that were deemed “unrentable’. There were 16 of
these units when we started and now there are 8.

As we will be doing the majority of the work to correct
the items on the list, we request another 90 days to complete
our work.



City of Bloomington
Housing and Neighborhood Development

Cycle Report

OWNERS

WAPEHANT HILLS APARTMENTS, LLC
2201 S. OAKDALE DRIVE
BLOOMINGTON, IN 47403

Prop. Location: 1900 S OAKDALE WEST DR W
Date Inspected: 12/14/2010
Inspectors: McComick/Hoole
Primary Heat Source: Electric
Property Zoning: RH '
‘Number of Stories: 2

Note: Room inventory and dimensions are in the file.

© All bedrooms:

Existing Egress Window Measurements
Height: 27 inches
Width: 32 inches
Sill Height: 24 inches
Openable Area: 6.0 sq. ft.

5023

Number of Units/Structures: 161 /31
Number of Bedrooms: 2,3,4

Mazx # of Occupants: 4,5,5
Foundation Type: Crawl Space

Attic Access: Yes

Accessory Structure: none

Note: These measurements are for reference only. There is no violation of the

emergency egress requirements.

General Violation — All Apartments:

Repair the window to be weather tight. The sashes shall fit snugly and properly within the
frame. Windows shall be easily and fully openable and shall remain fully open using
hardware that is part of the window. PM-303.13, PM-303.13.2

All basement and ground floor windows and all upper windows adjacent to porch roofs,
decks or other accessible exterior elements shall be capable of latching securely. Repair all

windows to lock. PM-303.13.2

401 N. Morton Street

Bloomington, TN 47404
oo (@17 A0 TEQY

i5

i

www.hloominotonineoy

Rental Inspections: (812) 349-3420
Neighborhood Division: (812) 349-3421
Housing Division: (812) 349-3401



INTERIOR:

1861 -
See general violation.

Kitchen:
* Install GFCI protected receptacles in this room. All countertop receptacles in shall be GFCI
protected. PM-604.3

A minimum 1A 10BC classification fire extinguisher shall be mounted in a visible,
accessible location, in or adjacent to the kitchen, away from the range, and in the path
of egress. The securing mechanism must be no more than 5 feet above the floor. PM-
704.3.

Bathroom; . ,
Replace non-finctioning or incorrectly wired electrical receptacle with a GFCI-protected
receptacle(s), per Indiana Electric Code requirements. PM-605.1

1863 —
See general violations.

All Rooms:
Replace missing or non-functioning hard-wired inter-comnected smoke detector in a manner
that allows them to function as intended, and is in accordance with NFPA 72. PM-704.1

Kitchen:
Install GFCI protected receptacles in this room. All countertop receptacles in shall be GFCI
protected. PM-604.3

Rear Bedroom: ,
Every window shall be capable of being easily opened and held in position by its own
hardware. Remove the window air conditioner to allow the window to function as intended.
PM-303.13.2 '

1865 -
See general violation.

Living Room:
Repair the entry door to be weather tight. No gaps shall be visible around the edges. PM-

303.13
Kitchen:

Install GFCI protected receptacles in this room. All countertop receptacles in shall be GFCI
protected. PM-604.3 '

2 0f 59
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Hallway:
' Replace the missing smoke detector. If the missing smoke detector was hard wired it must

be replaced with a hard wired model. PM-704.1

Rear Bedroom:
Replace the missing smoke detector. If the missing smoke detector was hard wired it must
be replaced with a hard wired model. PM-704.1

Front Bedroom: _
* Replace the missing electrical receptacle covers. PM-605.1

1867 -
See general violation.

Kitchen: ,
Install GFCI protected receptacles in this room. All countertop receptacles in shall be GFCI
protected. PM-604.3

1860 —
See general violation.

1862 — _
See general violation.

Kitchen:
Install GFCI protected receptacles in this room. All countertop receptacles in shall be GFCI
protected. PM-604.3

Hallway:
Replace the missing smoke detector. If the missing smoke detector was hard wired it must

be replaced with a hard wired model. PM-704.1

Bathroom: ‘
Secure toilet to its mountings. PM-504.1

1864 —
See general violation.

Kitchen:
Replace the discharged fire extinguisher, A minimum 1A 10BC classification fire
extinguisher shall be mounted in a visible, accessible location, in or adjacent to the
kitchen, away from the range, and in the path of egress. The securing mechanism must
be no more than 5 feet above the floor. PM-704.3.

3 of 59
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1866 —
See general viclation.

Kitchen:
Tnstall GFCI protected receptacles in this room. All countertop receptacles in shall be GFCI

protected. PM-604.3

1871 -
See general violation.

Kitchen:
Install GFCI protected receptacles in this room. All countertop receptacles in shall be GFCI

protected. PM-604.3

1873 -
See general violation.

Kitchen:
Install GFCI protected receptacles in this room. All countertop receptacles in shall be GFCI
protected. PM-604.3 '

1875 -
See general violation.

Living Room: _
Repair or replace door knob/lock assembly on the front entry door int a manner so that it
functions as intended. PM-102.8 & PM-304.6

Kitchen:
Install GFCT protected receptacles in thls roonm. All countertop receptacles in shall be GFCI
protected. PM-604.3

Rear Bedroom:
Install/replace the back-up batteries in smoke detectors so that they function as intended.
PM-704.1

Bathroom: ,
Replace non-functioning or incorrectly wired electrical receptacle with a GFCI-protected
receptacle(s), per Indiana Electric Code requirements. PM-605.1

1877 —
See general violation.

Kitchen:

Install GECI protected receptacles in this room. All countertop receptacles in shall be GFCI
protected. PM-604.3 '
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1880 —
See general violation.

Kitchen:
A minimum 1A 10BC classification fire extinguisher shall be mounted in a visible,
accessible location, in or adjacent to the kitchen, away from the range, and in the path
of egress. The securing mechanism must be no more than 5 feet above the floor. PM-

704.3.

Bathroom:
Repair or replace exhaust fan so that it functions as intended. PM-603.1

Replace the missing toilet tank lid. PM-504.1

Front Bedroom:
Repair or replace existing smoke detector in a manner so that it functions as intended. PM-
704.1°

1882 —

See general violation.

Hallway:.
Replace existing smoke detector in a manner so that it functions as intended. PM-704.1

1884 —
See general vielation.

Kitchen:
Tnstall GFCI protected receptacles in this room. All countertop receptacles in shall be GFCIL

protected. PM-604.3

1886 -
See general violation.

Kitchen:
Install GECI protected receptacles in this room. All countertop receptacles in shall be GFCI
protected. PM-604.3

Bathroom:
Properly repair or replace broken or missing vanity cabinet doors. PM-304.3

Hallway:
Replace missing or non-functioning hard-wired inter-connected smoke detector in a manner

that allows them to function as intended, and is in accordance with NFPA 72. PM-704.1
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1900 —
See general violation.

1* Floor Bathroom:
Repair or replace exhaust fan so that it functions as intended. PM-603.1

2™ Floor [allway:
Replace the missing smoke detector. If the missing smoke detector was hard wired it must

be replaced with a hard wired model. PM-704.1

Front Right Bedroom:
Replace the missing protective cover for the light fixture. PM-605.1

Repair or replace closet doors so they function as intended. PM-304.6

Front Left Bedroom:
Repair or replace existing smoke detector in a manner so that it functions as intended. PM-

704.1

2" Floor Bathroom:
Seal the perimeter of the shower surround including along where lt meets the floor. PM-

304.1

Rear Left Bedroom:
Properly repair or replace loose, damaged, or missing floor covering at the entrance to the

room. PM-304.4

1902 — :
See general violation.

2" Floor Bathroom:
Seal edge of floor covering adj acent to bathtub. PM- 304.1

Interior walls shall be free of holes, cracks, peeling paint and deteriorated drywall/plaster.
Properly repair the damaged drywall above the shower surround. PM-304.3

~ Replace the broken toilet. PM-504.1

1904 -
See general violation.

Kitchen: -

Tnstail GFCI protected receptacles in this room. All countertop receptacles in shall be GFCI
protected. PM-604.3
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Right Bedroom; Left Bedroom: _
Replace missing or non-functioning hard-wired inter-connected smoke detector in a manner
that allows them to function as intended, and is in accordance with NFPA 72. PM-704.1

Replace the missing protective cover for the light fixture. PM-605.1

1906 — -
See general viclation.

Kitchen: :
Replace the discharged fire extinguisher. A minimum 1A 10BC classification fire
extinguisher shall be mounted in a visible, accessible location, in or adjacent to the
kitchen, away from the range, and in the path of egress. The securing mechanism must
be no more than 5 feet above the floor. PM-704.3.

Install GECT protected receptacles in this room. All countertop receptacles in shall be GFCI
protected. PM-604.3

Bathroom:
Replace non-functioning or incorrectly wired electrical receptacle with a GFCI-protected
~ receptacle(s), per Indiana Electric Code requirements. PM-605.1

1908 —
See general violation.

1910 —
See general violation.

Kitchen:
Replace non-functioning electrical receptacle to the left of the sink with a GFClI-protected
receptacle(s), per Indiana Electric Code requirements. PM-605.1

A minimum 1A 10BC classification fire extinguisher shall be mounted in a visible,
accessible location, in or adjacent to the Kitchen, away from the range, and in the path
of egress. The securing mechanism must be no more than 5 feet above the floor. PM-
704.3. :

1914 -
See general violation.
Kitchen:

Replace non-functioning or incorrectly wired electrical receptacle adjacent to the back door
with a GFClI-protected receptacle(s), per Indiana Electric Code requirements. PM-605.1
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Kitchen continued: :
Replace the discharged fire extinguisher. A minimum 1A 10BC classification fire
extinguisher shall be mounted in a visible, accessible location, in or adjacent to the
kitchen, away from the range, and in the path of egress. The securing mechanism must
be no more than 5 feet above the floor. PM-704.3.

Rear Bedroom:
Replace missing or non-functioning hard-wired inter-connected smoke detector n a manner
that allows them to function as intended, and is in accordance with NFPA 72. PM-704.1

Master Bedroom/Bath:
Replace non-functioning or incorrectly wired electrical receptacle with a GFCl-protected
receptacle(s), per Indiana Electric Code requirements. PM-605.1

1920 -
See general violation.
Stairway:
Repair the hole in the wall. PM-304.3
1922 —
See general violation.
29 Floor Hallway:
Replace missing or non-functioning hard-wired inter-connected smoke detector in a manner
that allows them to function as intended, and is in accordance with NFPA 72. PM-704.1
Rear Bedroom: :
Repair or replace existing smoke detector in a manner so that it functions as intended. PM-
704.1
1924 —
See general violation.
There was no electrical service at the time of initial inspection. Service must be
restored and any violations corrected in the same 60 day deadline as other violations.
All Rooms:
Replace missing or non-functioning hard-wired inter-connected smoke detector in a manner
that allows them to function as intended, and is in accordance with NFPA 72. PM-704.1

. A minimnm 1A 10BC classification fire extinguisher shall be mounted in a visible,
accessible Iocation, in or adjacent to the kitchen, away from the range, and in the path
- of egress. The securing mechanism must be no more than 5 feet above the floor. PM-
704.3.
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Kitchen continued:
Install GECT protected receptacles in this room. All countertop receptacles in shall be GFCI
protected. PM-604.3

1926 —
Sec general violation.

Kitchen:
Install GFCI protected receptacles in this room. All countertop receptacles in shall be GFCI
protected. PM-604.3

1928 — -
See general violation.

Kitchen:
Install GECI protected receptacles in this room. All countertop receptacles in shall be GFCI
protected. PM-604.3

1930 —
See general violation.

Kiichen:
A minimum 1A 10BC classification fire extinguisher shall be mounted in a visible,
accessible location, in or adjacent to the kitchen, away from the range, and in the path
of egress. The securing mechamsm must be no more than 5 feet above the floor. PM-
704.3.
Install GECI protected receptacles in this room. All countertop receptacles in shall be GFCI
protected. PM-604.3

Mechanical Closet: . '
Install an air gap between the TPR tube and the drain. PM-505.4

1932 —
See general violation.

Kitchen:

' A mimimum 1A 10BC classification fire extinguisher shall be mounted in a visible,
accessible location, in or adjacent to the kitchen, away from the range, and in the path
of egress. The securing mechanism must be no more than 5 feet above the floor. PM-
704.3. ,

1934 —

See general vielation.
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1940 —
' See general vielation.

Master Bedroom/Bath:
Replace non-functioning or incorrectly wired electrical receptacle with a GFCl-protected
receptacle(s), per Indiana Electric Code requirements. PM-605.1

1942 —
See general violation.

Kitchen:
Repair the back door to be weather tight. No gaps shall be visible around the edges. PM-
303.13

Left Rear Bedroom:
Repair or replace existing smoke detector in a manner so that it functions as intended. PM-

704.1

Bathroom:
Re-install the towel rack., PM-304.3

1944 —
See general violation.

Living Room:
Repair or replace door knob/lock assembly on the front entry door in a manner so that it
functions as intended. PM-102.8 & PM-304.6

1946 —
See general violation.

Living Room: _
Repair the entry door to be weather tight. No gaps shall be visible around the edges. PM-

303.13

Kitchen: '
Tnstall GFCI protected receptacles in this room. All countertop receptacles in shall be GFCI

protected. PM-604.3

1948 -
See general violation.

Install GFCI protected receptacles in this room. All countertop receptacles in shall be GFCI
protected. PM-604.3 :
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1950 —
See general violation.

Bathroom:
Repair the toilet in 2 manner so that it functions as intended. PM-504.1

2000~
See general violation.

Livingr Room:
Repair the entry door to be weather tight. No gaps shall be visible around the edges. PM-

303.13

Kitchen:
All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the |
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3 .

1* Floor Bathroom: :
Seal the top of the shower surround. PM-304.1

2" Floor Bathroom: ' :
Repair the toilet in a manner so that it functions as intended and prevents the water from

constantly running. PM-504.1

Seal the perimeter of the shower surround including along where it meets the floor. PM-
304.1

2001 —
See general violation.

Kitchen:
Repair or replace the peeling linoleum. PM-304.4

All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subj ected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securcly attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3 '
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Laundry Closet: _
Properly repair the dryer vent to function as mtended. PM-403.3

Bathroom:
Repair the toilet to flush as infended. PM-504.1

Seal the perimeter of the shower surround including along where it meets the floor. PM-

304.1

2002 —
See general violation.

Kitchen: :
All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NEPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

Hallway: : _
Install/replace back-up batteries in smoke detectors so that they function as intended. PM-
704.1

Bathroom:
Seal the perimeter of the shower surround including along where it meets the floor. PM-
304.1

Master Bedroom/Bath:
Seal edge of floor covering adjacent to bathtub. PM-304.1

2003 —
See general violation.

Kitchen:

All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

Repair garbage disposal to function as intended. PM-504.1 & PM-605.1
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Kitchen continued:
Repair the faucet to eliminate the leak. PM-504.1

Properly re-caulk around the countertop to eliminate water infiltration. PM-304.3

Hallway:
Repair or replace the damaged closet doors so they function as intended. PM-304.6

Rear Bedroom;

Repair or replace existing smoke detector in a manner so that it functions as intended. PM-
704.1

Bathroom:
Seal the perimeter of the shower surround including along where it meets the floor. PM-
304.1

2004 -

See general violation.

Kitchen:
All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 ycars per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3 :

Properly re-caulk around the countertop to eliminate water infiltration. PM-304.3

Bathroom:
Properly secure the toilet tank to the base of the toilet. PM-504.1

Interior walls shall be free of holes, cracks, peeling paint and deteriorated drywall/plaster.
Properly repair the damaged drywall above the shower surround, including the removal of
all mold and mildew. PM-304.3

Master Bedroom/Bath: ,
Replace the missing heating/air conditioning vent cover. PM-603.1

Seal the perimeter of the shower surround including along where it meets the floor. PM-
304.1

Left Rear Bedroom:
Install/replace back-up batteries in smoke detectors so that they function as intended. PM-

704.1
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2005 -
See general violation.

Kitchen: ‘
All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the 1dentity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

Bathroom:
Seal the perimeter of the shower surround including along where it meets the floor. PM-
304.1

2006—

See general violation.

Entry: : :
Replace the missing protective cover for the light fixture on the front porch. PM-605.1

Living Room; 7
Repair the entry door to be weather tight. No gaps shall be visible around the edges. PM-

303.13

Kitchen:
All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

Bathroom:
Seal the top of the shower surround. PM-304.1

Hallway:
Interior walls shall be free of holes, cracks, peeling paint and deteriorated drywall/plaster.

Properly repair the damaged wall. PM-304.3
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2008 —

Kitchen:

See general violation.

All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

Repair the faucet to eliminate the constant dripping. PM-504.1
Repair garbage disposal to function as intended. PM-504.1 & PM-605.1
Properly repair or replace broken or missing cabinet drawer. PM-304.3

Repair the back door to be weather tight. No gaps shall be visible around the edges. PM-
303.13 .

Bathroom:

Seal the perimeter of the shower surround including along where it meets the floor. PM-
304.1

Hallway:

Repair the surface of the ceiling to be free of holes, cracks, peeling paint and sagging
materials. PM-304.3

Install/replace the back-up batteries in smoke detectors so that they function as intended.
PM-704.1

Right Rear Bedroom:

2009 —

Replace the broken electrical receptacle cover on the right wall. PM-605.1

See general violation.

Unable to enter apartment at time of initial inspection. Check at re-inspection. All
violations found must be brought into compliance in the same 60 day deadline as the
rest of the complex.
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2010 —
See general violation.

Kitchen:
All fire extinguishers must be inspected every 30 dajzs and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the mamtenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NEPA-10. PM-704.3

Repair the back door to be weather tight. No gaps shall be visible around the edges. PM-
303.13

2" Eloor Bathroom:
Seal the top of the shower surround. PM-304.1

2011 —
See general violation.

Kitchen: :

All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

2012 -
See general violation.

Living Room:
Repair the entry door to be weather tight. No gaps shall be visible around the cdges. PM-

303.13

Kitchen:
All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3
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Kitchen continued:
‘ Repair the back door to be weather tight. No gaps shall be visible around the edges. PM-

303.13

2013 -
See general violation.

Living Room: | :
Properly secure the floor covering at threshold in the exterior doorway. PM-303.15

Repair the entry door to be weather tight. No gaps shall be visible around the edges. PM-
303.13 '

Kitchen:
All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subj ected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFEPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

Bathroom:
Seal edge of floor covering adjacent to bathtub. PM-304.1

2014 -
See general violation.

Living Room:
Repair the entry door to be weather tight. No gaps shall be visible around the edges. PM-
303.13

Kitchen:
All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subj ected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

Properly re-caulk around the countertop to eliminate water infiltration. PM-304.3
Bathroom:

Seal the perimeter of the shower surround including along where it meets the floor. PM-
304.1
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Master Bedroom/Bath:
. Properly repair floor and wall adjacent to the tub and toilet. This includes but is not Iimited
to replacing or repairing damaged or deteriorated floor covering, decking and structural
members. PM-304.2 & PM-304.4

Remove the deteriorated and mildewed caulk and re-seal the shower surround. PM-304.1

2015 -
See general violation.

Kitchen:
All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subj ected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3 '

Bathroom:
Seal the perimeter of the shower surround including along where it meets the floor. PM-
304.1 ' '

Interior walls shall be free of holes, cracks, peeling paint and deteriorated drywall/plaster.
7 Properly repair the damaged wall above the shower. PM-304.3

2016 —
See general violation.

Kitchen: :
All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) vear and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

Repair dishwasher to function as intended. PM-504.1

Repair the back door to be weather tight. No gaps shall be visible around the edges. PM-
303.13
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2018 —

See general violation.

Living Room:

Repair the entry door to be weather tight. No gaps shall be visible around the edges. PM-
303.13

Kitchen:

All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not.
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the mainienance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extingnishers must be
replaced every 12 years per NFPA-10. PM-704.3

Bathroom:

2020 —

Seal the perimeter of the shower surround including along where it meets the floor. PM-
304.1

See general violation.

Kitchen:

All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the .

‘person/company performing the service. Metal head extinguishers must be recharged every

2022 -

six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

Repair dishwasher to function as intended. PM-504.1 -

See general violation.

Kitchen:

All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six vears and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3
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Kitchen continued:

Repair the back door to be weather tight. No gaps shall be visible around the edges. PM-
303.13

2™ Floor Bathroom;

2024 —

Seal the perimeter of the shower surround. PM-304.1

See general violation.

Living Room:

Repair the entry door to be weather tight. No gaps shall be visible around the edges. PM-
303.13

Kitchen:

2026 -

All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3 ‘

Repair the back door to be weather tight. No gaps shall be visible around the edges. PM-
303.13 ,

Replace the damaged and deteriorated threshold at the rear door. PM-303.15

See general violation. .
I's

Living Room:

Repair the entry door to be weather tight. No gaps shall be visible around the edges. PM-
303.13

Kitchen:

All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3
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Bathroom: :
Repair or replace exhaust fan so that it functions as intended. PM-603.1

2028 -
See general violation.

Living Room:
Repair the entry door to be weather tight. No gaps shall be visible around the edges. PM-
303.13

Mechanical Closet:
Properly re-attach the cover for the controls (top) on the water heater. PM-505.4

Bathroom:
Seal edge of floor covering adjacent to bathtub. PM-304.1

Master Bedroon/Bath:
Replace the missing smoke detector. If the missing smoke detector was hard wired it must
be replaced with a hard wired model. PM-704.1

Right Rear Bedroom:
Replace missing or non-functioning hard-wired inter-connected smoke detector in a manner
that allows them to function as intended, and is in accordance with NFPA 72. PM-704.1

Hallway:
Replace missing or non-functioning hard-wired inter-connected smoke detector in a manner

that allows them to function as intended, and is in accordance with NFPA 72. PM-704.1

2030 -
See general violation.

Kitchen:
All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to mainienance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3 '
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2032 —
See general violation.

Kitchen: ,
All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the idenfity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

Front Bedroom:
Repair or replace existing smoke detector in 2 manner so that it functions as intended. PM-

704.1

Rear Bedroom:
Replace the missing smoke detector. If the missing smoke detector was hard wired it must
be replaced with a hard wired model. PM-704.1

2034 —
See general violation.
Unable to enter apartment at time of initial inspection. Check at re-inspection. All
violations found must be brought into compliance in the same 60 day deadline as the
rest of the complex. -

2036 —

See general violation.

Living Room: - :
Repair the entry door to be weather tight. No gaps shall be visible around the edges. PM-

303.13

Kitchen: : :

All fire extinguishers must be inspected every 30 days and a record of that inspection shall

"be kept. Metal head extinguishers shall be subj ected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six vears and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

Repair the entry door to be weather tight. No gaps shall be visible around the edges. PM-
303.13 |
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Bathroom:
Seal the perimeter of the shower surround including along Where it meets the floor. PM-

304.1

2038 -
See general violation.

Living Room/Dining Room:
Replace the missing protective cover for the light fixture. PM-605.1

Repair the surface of the ceiling to be free of holes, cracks, peeling paiot and sagging
materials. There are cracks where the walls meet the ceilings. PM-304.3

Bathroom:
‘Repair the surface of the ceiling above the bathtub to be fiee of holes, cracks peeling paint

and sagging materials. PM-304.3

Seal the perimeter of the shower surround including along where it meets the floor. PM-
304.1

Master Bedroom/Bath:
Properly repair or replace broken vanity countertop and cabinet. PM-3 043

Replace the missing protective cover for the light fixture. PM-605.1

Left Rear Bedroom:
Replace the missing protective cover for the light fixture. PM-605.1

Right Rear Bedroom:
Determine the source and eliminate the water leak in the ceiling. PM-504.1

Repair the surface of the ceiling to be free of holes, cracks, peeling paint and sagging
materials. PM-304.3

Hallway:
Repair the surface of the ceiling to be free of holes, cracks, peeling paint and sagging

materials. PM-304.3

2040 —
See general violation.

1% Floor Bathroom:
Seal the perimeter of the shower surround including along where it meets the floor. PM—
304.1

Repair or replace exhaust fan so that it functions as mtended. PM-603.1

37
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Kitchen: .
Repair the entry door to be weather tight. No gaps shall be visible around the edges. PM-
303.13

All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjecied to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

Replace the missing burners for the stove. PM-404.7
Repair or replace the laundry closet doors so they function as intended. PM-304.6
1*' Front Bedroom:

Replace the missing smoke detector. If the missing smoke detector was hard wired it must
be replaced with a hard wired model. PM-704.1

2™ Floor Bathroom:
Seal the perimeter of the shower surround including along where it meets the floor. PM-
304.1 ‘

2™ Rear Bedroom:
Replace the missing protective cover for the light fixture. PM-605.1

2042 —
See general violation.

Kitchen:

- All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the ‘
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

Re-mount the existing fire extinguisher. A minimum 1A 10BC clagsification fire
extinguisher shall be mounted in a visible, accessible location, in or adjacent to the
kitchen, away from the range, and in the path of egress. The securing mechanism must
be no more than 5 feet above the floor. PM-704.3.

Repair the back door to be weather tight. No gaps shall be visible around the edges. PM-
303.13 -
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2044 — _
See general violation.

Living Room: :
Install/replace back-up batteries in smoke detectors so that they function as intended. PM-
704.1

Properly repair or replace loose, damaged, or missing carpet. PM-304.4

Kitchen:
All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

Re-locate the existing fire extinguisher from inside the laundry closet. A minimum 1A
10BC classification fire extinguisher shall be mounted in a visible, accessible location, in
or adjacent to the kitchen, away from the range, and in the path of egress. The
securing mechanism must be no more than 5 feet above the floor. PM-704.3.

Properly re-caulk around the countertop to eliminate water infiltration. PM-304.3
2" Floor Bathroom:

Seal the perimeter of the shower surround including along where it meets the floor. PM-
304.1

Hallway: .
Tnstall/replace back-up batteries in smoke detectors so that they function as intended. PM-
704.1

2046 —
See general violation.

Kitchen: ‘
A minimum 1A 10BC classification fire extinguisher shall be mounted in a visible,
accessible location, in or adjacent to the kitchen, away from the range, and in the path

of egress. The securing mechanism must be no more than 5 feet above the floor. PM-
704.3.

Repair garbage disposal to function as intended. PM-504.1 & PM-605.1
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| 2048 —
! See gemeral violation.

Living Room:;
Repair the entry door to be weather tight. No gaps shall be visible around the edges. PM-

303.13

1 Floor Bathroom: A ,
Seal the perimeter of the shower surround including along where it meets the floor.” PM-

304.1

2" Floor Bathroom:
Seal the perimeter of the shower surround including along where it meets the floor. PM-

304.1

Secure toilet to its mountings. PM-504.1

2050 -
See general violation.
Unable to enter apartment at time of initial inspection. Check at re-inspection. All
violations found must be brought into compliance in the same 60 day deadline as the
rest of the complex.

2052 — -
See general violation.

Living Room: : : .
Repair the entry door to be weather tight. No gaps shall be visible around the edges. PM-
303.13

Kitchen: :

“ All fire extinguishers must be inspected every 30 days and arecord of that inspection shall.
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

1** Floor Bathroom:
Seal the perimeter of the shower surround including along where it meets the floor. PM-
304.1
Rear Bedroom: :
" Determine the source and eliminate the water leak between the closets. PM-504.1 Lo
i
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Rear Bedroom continued:
Tnterior walls shall be free of holes, cracks, peeling paint and deteriorated drywall/plaster.
Properly repair the damage done by the water leak. PM-304.3

Repair fhe surface of the ceiling to be free of holes, cracks, pecling paint and sagging
materials. Properly repair the damage done by the water leak. PM-304.3

Front Right Bedroom: ‘
Repair or replace existing smoke detector in a manner so that it functions as intended. PM-
704.1

2054 —

See general violation.

Unable to enter apartment at time of initial inspection. Check at re-inspection. All
violations found must be brought into compliance in the same 60 day deadline as the
rest of the complex.

2056 —
See general violation.

Kitchen: -

~ All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

Properly repair the damaged countertop. PM-3 04.3

1* Floor Bathroom: ‘
Repair the surface of the ceiling to be free of holes, cracks, peeling paint and sagging
materials. Remove the cardboard and properly repair the hole in the ceiling. PM-304.3

2" Floor Bathroom:
Seal the top of the shower surround. PM-304.1

2058 —
See general vielation.

Living Room:;
Properly secure the floor covering at threshold in the exterior doorway. PM-303.15

Repair or replace doors on the mechanical closet so they function as intended. PM-304.6
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1* Floor Bathroom:
Properly repair floor adjacent to the bathtub. This includes but is not limited to replacing or
repairing damaged or deteriorated floor covering, decking and stractural members. PM- .
304.2 & PM-304.4

Seal the top of the shower surround. PM-304.1

Kitchen:
Al fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3 '

Repair the back door to be weather tight. No gaps shall be visible around the edges. PM-
303.13

Repair the surface of the ceiling in the dining area to be free of holes, cracks, peeling paint
and sagging materials. PM-304.3

Rear Left Bedroom.
Repair/replace the damaged door. PM-304.6

Replace the missing electrical receptacle cover to the right of the door. PM-605.1

Repair the hole in the wall behind the door. PM-304.3 .

Hallway:
Repair the light fixture so that it is mouated as intended. PM-605.1

2" Floor Bathroom: |
Repair the lights to function as intended. PM-605.1

Tnterior walls shall be free of holes, cracks, peeling paint and deteriorated drywall/plaster.
Properly repair the damaged drywall above the tub surround. PM-304.3

Seal the perimeter of the shower surround including along where it meets the floor. PM-
304.1

Right Rear Bedroom:
Replace the missing protective cover for the light fixture. PM-605.1

He
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2060 —
See general violation.

Kitchen:
All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3 '

Right Rear Bedroom:
Repair or replace existing smoke detector in a manner so that it functions as intended. PM-
704.1 '

2062 —

See general violation.

Kitchen:
Properly re-caulk around the countertop to eliminate water infiltration. PM-304.3

Bathroom: ) ‘
Seal the perimeter of the shower surround including along where it meets the floor. PM-

304.1

Interior walls shall be free of holes, cracks, peeling paint and deteriorated drywall/plaster.
Properly repair the wall on both sides of the cabinet above the toilet. PM-304.3

Hallway:; ‘
Repair or replace existing smoke detector in 2 manner so that it functions as mtended. PM-

704.1

Master Bedroom/Bath:
Interior walls shall be free of holes, cracks, peeling paint and deteriorated drywall/plaster.

PM-304.3

Repair the surface of the ceiling to be free of holes, cracks, peeling paint and sagging
materials. PM-304.3

2064 —
See general violation.

Kitchen: -
All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
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Kitchen continued:

month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-fested every 12 years per NFPA-10. Plastic head extingunishers must be
replaced every 12 years per NFPA-10. PM-704.3

Repair the faucet sprayer on the sink to function as intended by the manufacturer, or remove
and properly terminate the line for the sprayer. PM-504.1

Properly repair or replace damaged door jamb on the back door. PM-303.15

Bathroom:

2066 —

Repair the surface of the ceiling to be free of holes, cracks, peeling paint and sagging
materials. PM-304.3

Propetly repair floor adjacent to the bathtub. This includes but is not limited to replacing or
repairing damaged or deteriorated floor covering, decking and structural members. PM-
304.2 & PM-304.4

Interior walls shall be free of holes, cracks, peeling paint and deteriorated drywall/plaster.
Properly repair the wall adjacent to the bath tub and above the shower surround. PM-304.3

See general violation.

Kitchen:

Repair dishwasher to function as intended. PM-504.1

All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

Repair or replace the laundry closet doors so they function as intended. PM-304.6

Hallway:

Replace the missing smoke detector. If the missing smoke detector was hard wired it must
be replaced with a hard wired model. PM-704.1

Rathroom: .

Seal edge of floor covering adjacent to bathtub. PM-3 04.1
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2071 -
‘See general violation.

Kitchen:
Repair or replace closet doors so they function as intended. PM-304.6

2™ Front Bedroom:
Repair the light fixture in the closet to function as intended. PM-605.1

Repair or replace closet doors so they function as intended. PM-304.6

2™ Rear Bedroom:
Install/replace back-up batteries in smoke detectors so that they function as intended. PM-
704.1

2073 -

See general violation.

Kitchen: '
Replace the discharged fire extinguisher. A minimum 1A 10BC classification fire
extinguisher shall be mounted in a visible, accessible location, in or adjacent to the
kitchen, away from the range, and in the path of egress. The securing mechanism must
be no more than 5 feet above the floor. PM-704.3.

Right Rear Bedroom:
Install/replace back-up batteries in smoke detectors so that they function as intended. PM-
704.1

2077 — ‘
See general violation.

Living Room; Hallway; All Bedrooms:
Properly repair or replace loose, damaged, or missing carpeting. PM-304.4

Kitchen: ,
Replace non-functioning or incorrectly wired electrical receptacle (to the left of the sink)
with a GFCI-protected receptacle(s), per Indiana Electric Code requirements. PM-605.1

All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3 -
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2079 -
See general violation.

Kitchen:
Properly secure the wiring cover on the water heater in the mechanical closet. PM-505.4

2081 —
See general violation.

Living Room:
Replace the missing smoke detector. If the missing smoke detector was hard wired it must

be replaced with a hard wired model. PM-704.1

1* Floor Bathroom:
Repair or replace exhaust fan so that it functions as intended. PM-603.1

Mechanical Closet:
Repair the hole in the ceiling. PM-304.3

Kitchen:
A minimum 1A 10BC classification fire extinguisher shall be mounted in a visible,
accessible location, in or adjacent to the kitchen, away from the range, and in the path
of egress. The securing mechanism must be no more than 5 feet above the floor. PM-

704.3.

2™ Rear Bedroom:
Replace the missing smoke detector. If the missing smoke detector was hard wired it must

be replaced with a hard wired model. PM-704.1

2™ Floor Bathroom:
Seal edge of floor covering adjacent to bathtub. PM-304.1

2" Floor Hallway:
Replace the missing smoke detector. If the missing smoke detector was hard wired it must

be replaced with a hard wired model. PM-704.1

2083 —
See general violation.

All Rooms;

Replace missing or non-functioning hard-wired inter-connected smoke detector in a manner
that allows them to function as intended, and is in accordance NFPA 72. PM-704.1

32 0f 59

He



Living Room:
Repair the entry door to be weather tight. No gaps shall be visible around the edges. PM-
303.13

Repair or replace the entry closet doors so they function as intended. PM-304.6

Hallway:
Replace missing or non-functioning hard-wired inter-connected smoke detector in a manmner

that allows them to function as intended, and is in accordance with NFPA 72. PM-704.1

Bathroom: )

Repair or replace exhaust fan so that it functions as intended. PM-603.1
. 2085 -
' See general violation.
All Rooms:
Properly repair or replace deteriorated carpeting. PM-304.4
Kitchen:
Replace the discharged fire extinguisher. A minimum 1A 10BC classification fire
extinguisher shall be mounted in 2 visible, accessible location, in or adjacent to the -
kitchen, away from the range, and in the path of egress. The securing mechanism must
be no more than 5 feet above the floor. PM-704.3.
Properly repair or replace broken or missing cabinet drawer. PM-304.3
Repair or replace existing smoke detector in a manner so that it functions as intended. PM-
704.1 o
Front Bedroom:
Install/teplace back-up batteries in smoke detectors so that they function as intended. PM-
704.1
Bathroom.:
Repair/replace the damaged door so that it will latch as intended. PM-304.6
2087 —

See gelieral violation.

Living Room:
Repair the entry door to be weather tight. No gaps shall be visible around the edges. PM-
303.13

Properly repair the loose deadbolt lock to function as intended. PM-303.13
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. Kitchen:

Replace non-functioning or incorrectly wired electrical receptacle (to the left of the sink)
with 2 GFCIL-protected receptacle(s), per Indiana Electric Code requirements. PM-605.1

Front Right Bedroom: /
Tnstall/replace back-up batteries in smoke detectors so that they function as intended. PM-
7041

Hallway: ‘ |
Install/replace back-up batteries in smoke detectors so that they function as intended. PM-
704.1 .

2089 — ‘
See general violation.

Living Room: ‘ :
Repair the entry door to be weather tight and latch as intended. No gaps shall be visible
around the edges. PM-303.13 : ‘

Kitchen:
Replace the discharged fire extinguisher. A minimum 1A 10BC classification fire
extinguisher shall be mounted in a visible, accessible location, in or adjacent to the
kitchen, away from the range, and in the path of egress. The securing mechanism must
be no more than 5 feet above the floor. PM-704.3.

Front Bedroom:
* Re-arrange the furniture to create a clear path to the window. PM-702.1

2091 -
See general violation.

Living Room:
Repair the entry door to be weather tight. No gaps shall be visible around the edges. PM-
303.13

Kitchen:
All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely aftached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be

replaced every 12 years per NFPA-10. PM-704.3

A minimum 1A 10BC classification fire extinguisher. shall be mounted in a visible,
accessible location, in or adjacent to the kitchen, away from the range, and in the path
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Kitchen continued:
of egress. The securing mechanism must be no more than 5 feet above the floor. PM-

704.3.

Properly repair or replace broken or missing cabinet drawer. PM-304.3

Front Bedroom:
Re-arrange the furniture to create a clear path to the window. PM-702.1

2093 -
- See general violation.
Kitchen: .
All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intexrvals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and vear the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3 P
2095 -
See general violation.
2097 -
See general violation.
2100 - _
See general violation.
2102 —
See general violation.
Front Bedroom: ‘
~Re-arrange the furniture to create a clear path to the window. PM-702.1
2104 —
See general violation.
2106 —
See general violation.
Mechanical Closet:

Install an air gap between the TPR tube and the drain. PM-505.4
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2110 —
See general violation.
Mechanical Closet:
Tnstall an air gap between the TPR tube and the drain. PM-505.4
2112 -
- See general violation.
2114 —
See general violation.
All Rooms:
Repair all smoke detectors in this unit to be interconnected. PM-704.1
2116 —
See general violation.
All Rooms:
Repair all smoke detectors in this unit to be interconnected. PM-704.1
2120 -
See general violation.
2122 -
See general violation.
2124 -
See general violation.
Mechanical Closet: _
Install an air gap between the TPR tube and the drain. PM-505.4
Hallway:
Replace missing or non-functioning hard-wired inter-connected smoke detector in a manner
that allows them to function as intended, and is in accordance with NFPA 72. PM-704.1
2126 —
See general violation.
All Rooms:
Install/replace back-up batteries in smoke detectors so that they function as intended. PM-
704.1
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2130 - _
See general violation.

Kitchen:
Repair or replace the furnace blower to function as intended. (it is too loud.) PM- 603 1

2132 -
See general violation.

2134 -
See general violation.

Kitchen:
Repair or replace the loose electrical receptacle to the right of the stove and provide it with
GFCI Protection. PM-6035.1

2136 -
See general violation.

2140 —
See general violation.

Enfry: '
Replace the missing protective cover for the light fixture on the front porch. PM-605.1

Living Room.
Repair the entry door to be Weather tight. No gaps shall be v151ble around the edges. PM-

303.13

Repair or replace existing smoke detector in a manner so that it functions as intended. PM-
- 704.1

Bathroom:
Seal edge of floor covering adjacent to bathtub. PM-304.1

Front Bedroom:
Re-arrange the fumiture to create a clear path to the window. PM-702.1

- 2142 -
See general violation.

Bathroom;
(Clean and service the exhaust fan so that it functions as intended. PM-603.1

2144 —
See general violation.
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Kitchen:
Repair or replace the leaking TPR valve on the water heater. PM-505.4

Front Bedroom: :
Repair or replace existing smoke detector in a manner so that it functions as intended. PM-
704.1

2146 — :
See general violation.

Bathroom:
Secure toilet to its mountings. PM-504.1

2150 -
See general violation.

All Rooms:
Replace missing or non-functioning hard-wired inter-connected smoke detector in a manner
that allows them to function as intended, and is in accordance NFPA 72. PM-704.1

2152~
See general statement.

2154 —
See general statement.

Kitchen: :
Repair the back door to be weather tight. No gaps shall be visible around the edges. PM-
303.13

2156 —
See general violation.

Living Room:
Repair the entry door to be weather tight. No gaps shall be visible around the edges. PM-

303.13

Kitchen:
Replace broken electrical receptacle (2™ Left of the stove). PM-605.1

Hallway:
Repair or replace existing smoke detector in a manner so that it functions as ntended. PM-

704.1

2158 -
See general viclation.
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Bathroom:
Repair the toilet in a manner so that it functions as intended and prevents the water from
constantly running. PM-504.1

2200 —
See general violation.

Replace the missing protective cover for the light fixture on the front porch. PM-605.1

Unable to enter apartinent at time of imitial inspection. Check at re-inspection. AL~

violations found must be brought into compliance in the same 60 day deadline as the
rest of the complex.

2204 —
See general violation.

Seal the perimeter of the shower surround including along where it meets the floor. PM-

304.1
2206 —
See general violation.

Kitchen:

' All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

Back Porch:
Remove and properly dispose of all accumulated or scattered trash on property. PM-302.1

2208 -
See general violation.

Kitchen: '

All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintcnance was performed as well as the identity of the
person/company performing the service. Metal head extmguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extingoishers must be
replaced every 12 years per NFPA-10. PM-704.3
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Front Bedroom; _
Install/replace back-up batteries in smoke detectors so that they function as intended. PM-

- 7041
2210 -
See general violation.
Kitchen:
_ Repair the back door to be weather tight. No gaps shall be visible around the edges. PM-
303.13

All fire extingaishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

2212 -
See general violation.

Kitchen:
Repair the back door to be weather tight. No gaps shall be visible around the edges. PM-

303.13

All fire extinguishers must be inspected every 30 days and a record of that mspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the ‘
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

2214 -
See general violation.

Living Room.:
Repair or replace damaged entry door in a mamner so that it is reasonably weather tight and

functions as intended. PM-304.6

Repair the hole in the wall to the left of the entry door. PM-304.3

Kitchen/Dining Room:
Repair the back door to be weather tight. No gaps shall be visible around the edges. PM-

303.13
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KitchenfDiﬁing Room continued:

All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

Relocate the existing firé extinguisher. A minimusit 1A 1TOBC classification fire
extinguisher shall be mounted in a visible, accessible location, in or adjacent to the
kitchen, away from the range, and in the path of egress. The securing mechanism must
be no more than 5 feet above the floor. PM-704.3.

Properly repair, then clean and surface coat damaged or stained ceiling area. PM-304.3

1% Floor Bathroom:

2216 —

Seal the perimeter of the shower surround including along the floor. PM-304.1

See general violation.

Kitchen/Diming Room:

Repair the back door to be weather tight. No gaps shall be visible around the edges. PM-
303.13

All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
personi/company performing the service. Metal head extinguishers must be recharged every

. six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be

2220 -

Kitchen:

replaced every 12 years per NFPA-10. PM-704.3
Relocate the existing fire extinguisher. A minimum 1A 10BC classification fire
extingnisher shall be mounted in a visible, accessible location, in or adjacent to the

kitchen, away from the range, and in the path of egress. The securing mechanism must
be no more than 5 feet above the floor. PM-704.3.

See general violation.

Repair the back door to be weather tight. No gaps shall be visible around the edges. PM-
303.13
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Kijtchen continued: :
All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

Relocate the existing fite extinguisher. A minimum 1A T6BC classification fire
extinguisher shall be mounted in a visible, accessible location, in or adjacent to the
kitchen, away from the range, and in the path of egress. The securing mechanism must
be no more than 5 feet above the floor. PM-704.3.

Rear Bedroom: :
Install/replace back-up batteries in smoke detectors so that they function as intended. PM-
704.1

2222 —

See general violation.

Living Room: ‘
Repair the entry door to be weather tight. No gaps shall be visible around the edges. PM-
303.13

Kitchen: -
Repair the back door to be weather tight. No gaps shall be visible around the edges. PM-
303.13

All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subj ected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3 '

Relocate the existing fire extinguisher. A minimum 1A 10BC classification fire
extinguisher shall be mounted in a visible, accessible location, in or adjacent to the
kitchen, away from the range, and in the path of egress. The securing mechanism must
be no more than 5 feet above the floor. PM-704.3.

Repair the faucet sprayer on the sink to function as intended by the manufacturer, or remove
and properly terminate the line for the sprayer. PM-504.1
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2™ Floor Bathroom: -
Seal the perimeter of the shower surround including along the floor. PM-304.1

2" Floor Hallway: ,
Replace broken (scorched) electrical receptacle at the end of the hall. PM-605.1

Repair or replace existing smoke detector in a manner so that it finctions as intended. PM-
704.1

I* Front Bedroom; Rear Bedroom: : _
Replace the missing smoke detector. If the missing smoke detector was hard wired it must
be replaced with a hard wired model. PM-704.1

2™ Front Bedroom:
Replace the missing protective cover for the light fixture. PM-605.1

2224 —
See general violation.

Living Room:
Repair the entry door to be weather tight. No gaps shall be visible around the edges. PM-
303.13
Tnterior walls shall be free of holes, cracks, peeling paint and deteriorated drywall/plaster.
Properly repair the damaged door adjacent to the front entry door. PM-304.3

Kitchen:

Repair or replace damaged back door in a manner so that it is reasonably weather tight and
functions (locks) as intended PM-304.6

All fire extinguishers must be nspected every 30 days and a record of that inspection shall

~ be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3 ' :

Relocate existing fire extinguisher. A minimum 1A 10BC classification fire extinguisher
shall be mounted in a visible, accessible location, in or adjacent to the kitchen, away
from the range, and in the path of egress. The securing mechanism must be no more
than 5 feet above the floor. PM-704.3.
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2226 —
See general vielation.

Front Porch:
Replace the missing protective cover for the light fixture. PM-605.1

Kitchen:
Repair or replace the damaged countertop on the island. PM-304.3

All fire extinguishers must be inspecied every 30°days and a record of that imspectionshatt——————

be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

1* Floor Bathroom:
Replace the cracked toilet bowl. PM-504.1

Rear Bedroom: :
Replace the missing smoke detector. If the missing smoke detector was hard wired it must
be replaced with a hard wired model. PM-704.1 -

 1* Front Bedroom: _

Install/replace the back-up batteries in smoke detectors so that they function as intended.
PM-704.1

2" Floor Bathroom:
Seal the top of the shower surround. PM-304.1

2228 — ,
See general violation.

Kitchen:
All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at infervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Meial head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

Repair or replace laundry closet doors so they function as intended. PM-304.6
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1* floor Hallway:
Repair or replace mechanical closet doors so they function as intended. PM-304.6

Living Room:
Repair the entry door to be weather tight. No gaps shall be visible around the edges. PM-

303.13

2™ Floor Bathroom:
Repair tub drain to function as ntended. PM-504.1

Seal the perimeter of the shower surround including along the floor. PM-304.1

- 2™ Front Bedroom:
Repair or replace existing smoke detector in a manner so that it functions as intended. PM-

704.1

Replace the missing protective cover for the light fixture. PM-605.1

2230 —
See general viclation.

Living Room:
Repair the entry door to be weather tight. No gaps shall be visible around the edges. PM-

303.13

Kitchen: .
Repair or replace damaged back door in a manner so that it is reasonably weather tight and
functions (locks) as intended PM-304.6

All fire extingnishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) vear and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

2% Floor Hallway/Stairs:
Properly repair or replace loose, damaged, or missing floor covering at the top of the stairs

and in the thresholds for all the bedrooms. PM-304.4

Replace the missing smoke detector. If the missing smoke detector was hard wired it must
be replaced with a hard wired model. PM-704.1
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2™ Floor Hallway/Stairs continued:
Repair the surface of the ceiling to be free of holes, cracks, peeling paint and sagging
materials. Properly repair the hole adjacent to the attic access. PM-304.3

2" Front Bedroom:
Replace the missing smoke detector. If the missing smoke detector was hard wired 1t must
be réplaced with a hard wired model. PM-704.1

1% Front Bedroom:

Replace the missing smoke detector. 1i the missing smoke detector was hard wired itmust
be replaced with a hard wired model. PM-704.1

2232 -
See geperal violation.

Living Room;
Properly secure the floor covering at the threshold in the exterior doorway. PM-303.15

Kitchen:
All fire extinguishers must be inspected every 30 days and a record of that inspection shall |
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label sccurely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

Bathroomnu
Seal edge of floor covering adjacent to bathtub. PM-304.1

Right Rear Bedroont:
Tnstall/replace back-up batteries in smoke detectors so that they function as intended. PM-
704.1 :

Left Rear Bedroom:
Tnstall/replace back-up batteries in smoke detectors so that they function as intended. PM-
704.1

2234 -

See general violation.

Living Room:
Repair the entry door to be weather tight. No gaps shall be visible around the edges. PM-

303.13
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Kitchen:
All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
persor/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

Bathroom:
Seal the perimeter of the shower surround including along the floor. PM-304.1
/

Front Bedroom Bedroom: -
Install/replace back-up batteries in smoke detectors so that they function as intended. PM-
704.1 "

Master Bedroom/Bath: A
Unable to enter this room at the time of initial inspection. Check at re-inspection. All
violations found must be brought into compliance in the same 60 day deadline as the
rest of the complex.

2236 —
See general violation.

Kitchen: '
All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

Repair the back door to be weather tight. No gaps shall be visible around the edges. PM-
303.13

Back Porch:
Repair or replace storage closet door so they function as intended. PM-304.6

Bathroom.:
Seal edge of floor covering adjacent to bathtub. PM-304.1

Left Rear Bedroom: ,
Repair the surface of the ceiling to be free of holes, cracks, peeling paint and sagging
materials. At the entrance to the room from the hallway. PM-304.3
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2238 -
See general violation.

Kitchen:
All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every

six years and hydro-tested every 12 years per NFPA-10. Plastic head extimgmistersmaustbe ™~
replaced every 12 years per NFPA-10. PM-704.3

Bathroom;
Interior walls shall be free of holes, cracks, peeling paint and deteriorated drywall/plaster.
Properly repair the wall above the shower surround. PM-304.3

2250 —
See general violation.

Kitchen: :

All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3 '

252 —
See general violation.

Kitchen:
All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

2254 —
See general violation.

Living Room: : -
Repair the entry door to be weather tight. No gaps shall be visible around the edges. PM-

303.13 . CZ
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Kitchen:
All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely aitached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extingunishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extingunishers must be
replaced every 12 years per NFPA-10. PM-704.3

2256 — :
See general violation.

Unable to enter apartment at time of initial inspection. Check at re-inspection. All
violations found must be brought into compliance in the same 60 day deadline as the
rest of the complex.

2258 —
See general violation.

Living Room:
Repair the entry door to be weather tight and function as intended. No gaps shall be visible

around the edges. PM-303.13
Properly repair or replace the torn carpet. PM-304.4

Bathroom:
Seal edge of floor covering adjacent to bathtub. PM-304.1

Kitchen:
All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12.years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3 '

Master Bedroom/Bathroom:
Seal edge of floor covering adjacent to bathtub. PM-304.1

2260 -
See general violation.

All Rooms: _
Sanitize and dry, or replace all floor covering that have been damaged or exposed to

moisture from pet feces. PM-304.3

¢3
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Kitchen:
All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3.

2262 —
See general violation. -

Living Room: -
Repair the entry door to be weather tight. No gaps shall be visible around the edges. PM-

303.13

Mechanical Cloget:
Properly repair or replace the funace to function as intended. PM-603.1

Kitchen: :

All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the

. person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

Right Rear Bedroom:
Repair or replace existing smoke detector in a manner so that it functions as intended. PM-
704.1

2264 —

See general violation.

Kitchen: :

All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3
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Kitchen continued:
Remount the fire extinguisher to an approved location. A minimum 1A 10BC classification
fire extinguisher shall be mounted in a visible, accessible location, in or adjacent to the
kitchen, away from the range, and in the path of egress. The securing mechanism must
be 1o more than 5 feet above the floor. PM-704.3.

2266 —
See general violation.

Kiichen:
All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

Repair the back doorto be Weathér tight. No gaps shall be visible around the edges. PM-
303.13

2268 —
See general violation.

Living Room:
Repair the entry door to be weather tight. No gaps shall be visible around the edges. PM-

303.13

Kitchen: , :

Properly repair the floor adjacent to the back door. This includes but is not limited to
replacing or repairing damaged or deteriorated floor covering, decking and structural
members. PM-304.2 & PM-304.4

Right Rear Bedroom:
Interior walls shall be free of holes, cracks, peeling paint and deteriorated drywall/plaster.
Properly repair the wall to the right of the door. PM-304.3

Bathroom:
Seal edge of floor covering adjacent to bathtub. PM-304.1

Master Bedroom/Bath:
Seal the perimeter of the shower surround including along the floor. PM-304.1
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2270 -
See general violation.

Kitchen:
" All fire extinguishers must be inspected every 30 days and a record of that inspection shall

be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not

more than one (1) year and shall have a tag or label securely attached that indicates the

morith and year the maintenance was performed as well as the identity of the '

person/company performing the service. Metal head extinguishers must be recharged every _

WHYWWWi@WMW&%G— '

replaced every 12 years per NFPA-10. PM-704.3 :

Repair the back door to be weather tight. No gaps shall be visible around the edges. PM-
303.13

Front Bedroom:
Repair the hole(s) in the door or replace the door. PM-304.6

Bathroom:
Seal the top of the shower surround. PM-304.1

2272 -
See general violation.

Kitchen:
Properly re-caulk around the countertop to eliminate water infiltration. PM-304.3

All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

Laundry Closet:
Properly reattach the dryer vent, PM-403.3

Hallway:
Repair or replace existing smoke detector in a manner so that it functions as intended. PM-

704.1

Bathroom:
Seal the top of the shower surround. PM-304.1

66
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Master Bedroomy/Bathroom.
Repair or replace exhaust fan so that it functions as intended. PM-603.1

Seal the top of the shower surround. PM-304.1

2274 —
See general violation.

Tl a4 nln mome
AT

Repair garbage disposal to function as intended. PM-504.1 & PM-605.1
Repair the dishwasher to function as intended. PM-504.1

All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

Determine the source and eliminate the water leak above the back door. PM-504.1

Repair the entry door to be weather tight and latch properly. No gaps shall be visible
around the edges. PM-303.13

Right Rear Bedroom:; Master Bedroomn:
Properly repair or replace the torn carpet. PM-3 04.4

2276 —
See general violation.

Kitchen:
All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3
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Mechanical Closet:
Install a Temperature/pressure relief (TPR) valve discharge tube on the water heater. [t must
meet the following: '
o shall not be reduced in size from the valve outlet
e shall be rigid galvanized, rigid copper, or any CPVC pipe
o shall not have a threaded discharge end
e drain by gravity
o shall have a minimum 17 air gap where discharging into a sanitary drain, or an
approved air break

e shall extend to within 6" of floor. PM-5035.4

2278 ~
See general violation.
This unit had no water service at the time of initial inspection. Check all plumbing
fixtures at re-inspection. All violations found must be brought into compliance in the
same 60 day deadline.

Kitchen: -
All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

Bathroom.:
Seal the perimeter of the shower surround. PM-304.1

Master Bedroon/Bath: :
Seal edge of floor covering adjacent to bathtub. PM-304.1

Right Rear Bedroom:
Install/replace back-up batteries in smoke detectors so that they function as intended. PM-
704.1

2280 — _
See general violation.

Kitchen:

All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
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Kitchen continued:
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

Bathroom:
Tnterior walls shall be free of holes, cracks, peeling paint and deteriorated drywall/plaster.
Properly repair the damaged drywall around the shower head. PM-304.3

2282= :
See general violation.

Kitchen:
All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subj ected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3 '

2284 —
See general violation.

Living Room: :
Repair the entry door to be weather tight and lock as intended. No gaps shall be visible

around the edges. PM-303.13

Hallway: -
Install/replace back-up batteries in smoke detectors so that they function as intended. PM-

704.1

Bathroom: ‘
Seal the perimeter of the shower surround. PM-304.1

Kitchen:
All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subj ected to maintenance at intervals of not
more.than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3
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2286 -
See general violation.

Living Room:
Repair the entry door to be weather tight and latch properly. No gaps shall be visible

around the edges. PM-303.13

Kitchen:

o Repair-the back door to-be-weather tight- No-gaps-shall bevisible-around the-edges. PM=
303.13

All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

Back Porch:
Repair or replace closet door so it functions as intended and is weather tight. PM-304.6

2288 —
See general violation.

Kitchen:
All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

Right Rear Bedroom:
Install/replace back-up batteries in smoke detectors so that they function as intended. PM-
704.1 : ‘ :
2290 —
See general violation.

Unable to enter apartment at time of initial inspection. Check at re-inspection. All

violations found must be brought into compliance in the same 60 day deadline as the
rest of the complex.

fo
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2292 —
Sece general violation.

Unable to enter apartment at time of initial inspection. Check at re-inspection. All
violations found must be brought into compliance in the same 60 day deadline as the
rest of the complex.

2294 —
See general violation.

Living Room:
Properly secure the floor covering at the threshold in the exterior doorway. PM-303.15

Kitchen:
All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extingnishers shall be subj ected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that indicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged every
six years and hydro-tested every 12 years per NEPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

Bathroom:
Tnterior walls shall be free of holes, cracks, peeling paint and deteriorated drywall/plaster.
Properly repair the damaged wall above the light switch. PM-304.3

Master Bedroom/Bath:
Replace the missing electrical receptacle cover under the window. PM-605.1

Install/replace the back-up batteries in smoke detectors so that they function as intended.
PM-704.1

Right Rear Bedroom: :
Tnterior walls shall be free of holes, cracks, peeling paint and deteriorated drywall/plaster.
Properly repair the damaged wall behind the door. PM-304.3

2296 —
See general violation.

Living Room:
Repair the eniry door fo be weather tight and latch as properly. No gaps shall be visible
around the edges. PM-303.13
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Kitchen:
All fire extinguishers must be inspected every 30 days and a record of that inspection shall
be kept. Metal head extinguishers shall be subjected to maintenance at intervals of not
more than one (1) year and shall have a tag or label securely attached that mdicates the
month and year the maintenance was performed as well as the identity of the
person/company performing the service. Metal head extinguishers must be recharged cvery
six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

Properly re-caulk around the countertop to eliminate water infiltration. PM-304.3

Bathroom:
Repair sink drain to function as intended. PM-504.1

Left Rear Bedroom:
Repair or replace existing smoke detector in a manner so that it functions as miended. PM-
704.1

EXTERIOR:

Trim all trees and shrubs that encroach on the sidewalks. PM-302.4.1

Fill all depressions under the rear deck of apartment 1934 to eliminate the collection of
stagnate water. PM-302.2

Reposition and properly support the fallen HVAC unit adjacent to apartment 1871. PM-
603.1

Repair or replace the fallen retaining wail in the parking area across from building R. PM-
302.7

Fill the hole near the parking area adjacent to building T. PM-302.2
Fill the hole near the sidewalk adjacent to apartment 2102. PM-302.2
Replaice the missing vent louvers on Building R. PM-303.6

Re-label the clectrical disconnects for building AA. PM-604.1

Fill all depressions under the rear deck of apartment 1934 to eliminate the collection of
‘stagnate water. PM-302.2
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Common arca adjacent to Apartment 1875 —
Secure the guardrail along the 2% story landing so it is capable of withstanding normally
imposed loads. PM-303.12 '

Common area adjacent to Apartment 2140 —
Repair the light fixture adjacent to the entrance to function as intended. PM-605.1

Fueled equipment, including but not limited to motorcycles, mopeds, lawn-care equipment
and portable cooking equipment, shall not be stored, operated or repaired within a building.
(National Fire Code 315.2.5) PM-102.3

Exception: Buildings or rooms constructed for such use in accordance with the International
Building Code.

Common area adjacent to Aparfment 2152 —
Fueled equipment, including but not limited to motorcycles, mopeds, lawn-care equipment
and portable cooking equipment, shall not be stored, operated or repaired within a building.
(National Fire Code 315.2.5) PM-102.3
Exception: Buildings or rooms constructed for such use in accordance with the Intemational
Building Code.

Building I —
Remove and properly dispose of all accumulated trash in the common hallway/stairwell.
PM-302.1 '

Building Q —
Properly secure loose shingles, and/or replace damaged or missing shingles on structure.
PM-303.7

Building X —
Repair the light fixture in the common hall/stairway to function as intended. PM-605.1

When issued, a copy of the new Rental Occupancy Permit shall be posted as required by BMC
16.12.080 (b): All rental units shall be required to have a current occupancy permit displayed in an
accessible location inside the unit. The permit shall contain the name of the owner or his agent and
the expiration date of the permit. BMC 16.12.080 (b)
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k. 3
City of Bloomington
H.AN.D.
Board of Housing Quality Appeals
Staff Report: Petition for Extension of Time
Meeting Date: August 10, 2011
Petition Type: An extension of time to complete repairs

Petition Number: 11-TV-67

Address: 252 N. Walnut Street

Petitioner: Omega Properties

Inspector: Maria McCormick & Norman Mosier
Staff Report: January 6, 2011 Completed Cycle

April 5, 2011 Completed Re-inspection

At the cycle inspection it was noted that several of the wooden windows
had started to rot. The petitioner came to the board in the June meeting
requesting an additional 90 days to repair or replace 13 damaged windows.
They had discovered that that the windows were no longer manufactured
and replacement parts were unavailable, During the first extension they
tried to locate other replacement windows that would match the other
existing wooden windows in the building. They have determined that the
13 windows will have to be custom made to match the existing windows.
The petitioner is requesting until October 31, 2011 to complete the
fabrication and installation of the windows.

Staff recommendation:

Conditions:

Compliance Deadline:

Attachments:

Grant the extension of time.

All repairs must be completed and re-inspected no later than the
deadline stated below, or this case will be turned over to the City
of Bloomington Legal Department for further action including the
possibility of fines.

October 31, 2011

Application of Appeal, Remaining Violations Report, Photos

FY



* & Apphcatmn for Appeal
: : : To The ‘
_ gﬁw WW& S . Board of Housing Quality Appeals
' : ' P.O. Box 100~
‘ ‘ ‘ I Bloomington, IN 47402
: 812-349-3420

< .
Petitioner’s Name: d/f{é‘ Lo e Pe o Foes

Petitioner’s Address & Phone Number: lis™ Lot - @/w,, .?f?Z" o ST )
Owner’s Name: _/4}/7’ /é// o et e B B 23 3 -0 qq-s
oo ' / =

Owner’s Address & Phone Number: &W _QL?/% A fti e

Address of Property: 257, 47 Lf/_ﬂ///v.//

Occup ant(é) Name(s):

The following conditions must be found in each case in order for the Board to consider the request

i. Thatthe vahie of the area about the property to which the exception is to apply will not be adversely affected.

2. That the exception is consistent with the intent and purpose of the housing code and promotes public health,
safety, and general welfare. '

Identify the variance type that you are requesting from the following list and attach the required infoﬁnatiun.

il

A. Ap extension of time to complete repairs. (Petmon type: TV}
“  Specify the items that need the extension of time to completc
L+  Bxplain why the extension is needed :
b+ Specify the time requested
B. A modification or exception to the Housing Property Maintenance Code. (Petition type: ’V)
L+ Specify the code reference mumber you are appealing
L+ Detail why you are requesting the variance '
. % Specify the modifications and or alterations you are suggesting
C Rellef from an administration decision. (Petition type: AA)
Y+ Specify the decision being appealed and the refief you are seel{_mg
D. Rescind a variance, (Petition type: RY)
b Defaijl the existing variance
L+ Specify the reasen the variance is no longer needed

i

I certify that all information submitted with this request is correct and X have enclosed the $2¢.00 filing fee. - '

Signature: {Will be assigned by BHQA) ’
- | - . J1-TV- 67 (0w}
Name (print): g.@f /‘%«V a . . Petition Number:

(Please use the reverse side for further explanation and/or request)



Application for Appeal ~

> ' " ¢ o . ToThe g
A, | _ Board of Housing Quality Appeals
_ : P.O. Box 100 _
‘ ‘ . S Bloomington, IN 47402
812-349-3420 "

(Please write a brief narrative in the space provided below. Be specific as to what you are requesting, the reasen(s) or
justification(s) for your request, the amount of time needed to bring the property info compliance,.as well as any
niodifications and/or alterations you are suggesting.) - ' ‘

ﬁd’ e Hee. a8 ¢ qﬂ/dlm-ﬁfo/L’/fv(/.‘.Qw/ e ]6?///; . 74'-/f’ Ciber b e d

T Lepper tpidons Hoeef Foot g G PR | SIS/

Lt yye ST ?7,;; T der Ths etwjeed Coagpleld

| /Aj /V{gxc, 7/1C " _7445/4”

Sigunature: ' Date:

E2G



- City of Bloomington
Housing and Neighborhood Development

Remaining Violations Report

APR 0 7 2011
6432

OWNERS

FRIEDMAN, MARY & DAN
629 S. WOODSCREST DRIVE
BLOOMINGTON, IN 47401

AGENT

OMEGA PROPERTIES

115 E. 6THST. STE.#1

BLOOMINGTON IN 47408

Prop. Location: 252 N WALNUT ST Number of Units/Structures: 13 /1
Date Inspected: 01/06/2011 Number of Bedrooms: 2 & 3
Inspectors: Mccormick/Mosier Max # of Occupants: 4 & 5
Primary Heat Source: Electric Foundation Type: Slab

Property Zoning: CD Attic Access: No

Number of Stories: 4 Accessory Structure: None

REINSPECTION REQUIRED

This report is your final notice from the Housing and Neighborhood Development Office that this
rental property continues to be in violation of the Housing-Property Maintenance Code of
Bloomington.

If you have made all of the repairs on this report, contact our office immediately to schedule the
required re-inspection.

Failure to make repairs or to schedule the required re-inspection will result in this matter being
referred to the City Legal Department. Legal action may be initiated against you under Section
16.12.100 of the Bloomington Municipal Code.

It is your responsibility to contact the Housing and Neighborhood Development Office to schedule
the required re-inspection. Our mailing address and telephone number are listed below.
{
b g
401 N. Morton Street Gty Hall Rental Inspections: (812) 349-3420

Bloomington, IN 47404 Neighborhood Division: (812) 349-3421
Fax: (812) 349-3582 _ www,bloomington,in.gov Housing Division: (812) 349-3401




INTERIOR:
Apartment A —
Half Bathroom;
Repair or replace exhaust fan so that it functions as intended. PM-603.1

Apartment D —
Kitchen: o

Repair or replace the broken window. Every window shall be capable of being easily
opened and held in position by its own hardware. PM-303.13.2

2™ Floor Bathroom:
Repair or replace exhaust fan so that it functions as intended. PM-603.1

2™ Floor Hallway:
Repair or replace the windows to function as intended. Every window shall be capable of
being easily opened and held in position by its own hardware. PM-303.13.2

Apartment & —

Living Room:
Repair or replace all the window so that they may function as intended. Every window shall
be capable of being easily opened and held in position by its own hardware. PM-303.13.2

Apartment I —

East Bedroom; .
Repair or replace the damaged window to function as intended. Every window shall be
capable of being casily opened and held in position by its own hardware. PM-303.13.2

Apartment K —

Living Room. ,
Repair or replace the damaged window to function as intended. Every window shall be
capable of being easily opened and held in position by its own hardware. PM-303.13.2

East Bedroom: _
Replace or properly repair the rotten window frames so that the windows function as
intended. Every window shall be capable of being casily opened and held in position by its
own hardware. PM-303.13.2

West Bedroom:
Replace or properly repair the rotten window frames so that the windows function as
intended. Every window shall be capable of being casily opened and held in position by its
own hardware. PM-303.13.2 ‘




Apartment L —

Living Room:
Replace or properly repair the rotten window frames so that the windows function as
intended. Every window shall be capable of being easily opened and held in position by its
own hardware. PM-303.13.2 '

SW Bedroom:
Replace or properly repair the rotten window frames so that the windows function as
intended. Every window shall be capable of being easily opened and held in position by 1ts
own hardware. PM-303.13.2

Apartment M —

South Bedroom:
Replace or properly repair the rotten window frames so that the windows function as
intended. Every window shall be capable of being easily opened and held in position by its
own hardware. PM-303.13.2

(17
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City of Bloomington

H.AN.D.

Meeting Date:

Petition Type:

Petition Number:

Address:
Petitioner:
Inspector:

Staff Report:

Board of Housing Quality Appeals
Staff Report: Petition for Extension of Time
August 10, 2011
An extension of time to complete repairs
11-TV-83 (old business)

316 S. Buckner

Ronald Maire

John Hewett

March 1, 2011 Cycle Inspection

March 10, 2011 Report sent

May 19, 2011 Received Appeal

June 8, 2011 Extension granted until July 8, 2011
July 6, 2011 Agent requested additional time

The electrician hired to do the work was not able to complete the work in the time
granted by the BHQA. Agent is asking for additional time.

Staff recommendation: Grant the extension

Conditions:

All repairs must be completed and re-inspected no later than the deadline
stated below, or this case will be turned over to the City of Bloomington
Legal Department for further action including the possibility of fines.

Compliance Deadline: August 31, 2011

Attachments:

2™ Request for extension, 1¥ request for extension, Cycle report

g



: Occupant(s;) Name(s):

812-349-3420

i
Petitioner’s Name: 1% O'v\o.d\ cg\ m&_)\ e

Petitioner’s Address & Phone Number: (5 Cj@ ] OP\ o D J Ay = 5 //C/% {f //—(’

oA~  BlZ2 3ATHE22. S/R EPEgSOR

Owner’s Name: N{“Ul\[yﬂr —EQ = [t HC" (O\@\/‘

Owner’s Address & Phoue Number:

Address ofProperty5 é 5 %QQ\(U\QS S A“ (chc)w‘v\ql—o«ﬂ\ﬂd

The following conditions must be found in each case in order for the Board to consider the request:

1. That the value of the area about the property to which the exception is to apply wiil not be adversely affected.

2. That the exception is consistent with the intent anid purpose of the housing code and promotes public health,
safety, and general welfare.

{df’ai}ﬁfy the variance-type that you are requ'esting from the following list and attach the required inforﬁlaﬁon.

<

‘A, An extension of time to cbmp!ete repairs. (Petmon type: TV)

L Specify the itemns that need the extension of time to compIctc
L+ Explain why the extension is needed :
Ls  Specify the time requested

B. A modification or exception to the Housing Property Maintenance Code. (Petition type: ‘V}
'+ Specify the code feference number you are appealmg
=+ Detail why you are requesting the variance
. L+ Specify the modifications and or alterafions you are suggesting
C Rehef from an administration decision. (Petition type: AA) ’ :
Y Specify the decision being appealed and the relief you are seekmg

Db, Rescind a variance. (Petition fype: RY) .
L+ Detajl the existing varance
Y+ Speoify the reason the variance is no longer needed

'

wrforoaytion submitted with this request is correct and I have enclosed the $20.00 filing fee. -

Slgnatwre < / - (Will be assigned by BHQA)

/a .
O W , //“T(/f?\g (OL.D)
Name (print): LM / 9/ @A P | Pefition Number: _ _

(Please use the reverse s1de for forther explanation and/or requast)

Apphcatlon for Appeal ' E ©EE Vig

‘- & To The .
B counGToR : Board of Housing Quality Appeals JuL 0 ¢ 2011
' : P.0. Box 100 BY: , :
A ‘ ‘ Bloomington, IN 47402 T

33



* A l 7 Application for Appeal -
' ' To The

S, ' _ " Board of Housing Quality Appeals
' . P.O. Box 100

»‘ ‘ Bloomington, IN 47402
_ 812-349-3420

(Please write a brief narrative in the space provided below. Be specific as fo what you are requesting, the reason{s) or
justificatien(s) for your request, the amount of time needed to bring the property into comphancs a8 WeII as any
medzﬁcauons and/or aiteratlons you are suggesting,} -

bocol 2lecdtyishou b\a@} set é@c,zga»\ot c;au\

pots Complede wourlk £, Ve  Esofenthss [hle

e s ;C Vool pek tosile Regoest witl <L,
- M Ao s '/ﬁedv ZNE gaueuc;uﬁap aﬂz; o S8y U
Lhond_geo fho yoou Ae/,? i he Wﬁf/k
/Z e /MMW

Signature: /}Kﬂz’icﬂ /W&,ﬁp ' Da;e: 7"" K q—f/ /
7 =S -

g4



’ ' & S Ap plicatlon for App eal ' _
: : - To The : o -
o AT, S . : B'oard of Housing Quality Appeals | E @ E EVE
: ‘ , ' P.O.Box 100 | . ‘
’ K S Bloomington, IN 47402 MAY 0 9 2011
812-349-3420

Petitioner’s Name: /‘2 TQwveqg \CSL m &L\FC_,

Petitioner’s Address & Phone Number: g_}(D(’) pop\@.ubg L?\L < [/‘1‘5!}15\3{_ \’t_ M $L ¥ J’O a

‘ Owner’s Name: rll\l&_ %L\— Qt&@\cgi’)f
Owner s Address & Phone Number: _}_Rl Lﬂm@&[x@i wﬂq _ WW\%QA@

Address of Propexjty: Al Phoe \4.,‘_\n ex “\‘K‘ :P)‘ mwub'?l{}\-\ § :t?\}\

Occupant(é) Name(s): bff)cy_;‘ .,'\u (D»e =S G-

The following conditions must be found in each case in order for the Board to consider the request:

1. That the vale of the area about the property to which the exception is to apply will not be adversely affected.

2. That the exception is consistent with the intent arid purpose of the housmg code and promotes public health,
safety, and general welfare

Identify the variance type that you are requesting from the folloving fist and attach the required information,

A, Anextension of thme fo compleie repairs. {Fetition type: TV) o
_ b Specify the items that need the extension of time to completc
+ Explain why the extension is needed -
L+ Specify the time requested
B. A wmodification or exception to the Housing Property Maintenance Code, (Petition type: V)
“+  Specify the code reference number you are appcahng
t+  Detail why you are requesting the variance
: L Specify the modifications and or alferations you are suggesting
C. Relief from an administrafion decision. (Petition type: AA) .
o Specify the decision being appealed and the relief you are se,ekmg
D. Rescind a variance. (Petition type: RV) .
Y~  Detail the existing variznce
L+ Specify the reason the variance is no longer needed

information submitted

ith this request is correct and I have enclosed the $20.00 filing fee. - 7

p% C (Will be assigned by BHQA)
T | J1-TV-33

ﬁ\ \ \—m vy A PetxhonNumber:

Name {print):

{Please use the reverse side for further explanation and/or request)

%
BY\ o T O 0 ey



Application for Appeal -

To The
imm& ‘ Board of Honsing Quality Appeals
_ . P.O. Box 100 _
, S Bloomington, IN 47402

812-349-3420

(Please write a brief narrative in the space provided below. Be specific as to what you are requesting, the reason{s) or
justification(s) for your request, the amount of time needed to bring the property into comphance ag Wcll as oy

mod1ﬁcatzons andfor alteratlons you are suggesting.) -

Lo Cowplehe jJueded P pulas cud o

:DQATWM ;7? i?\i‘@a?ék;\\_} @‘ W be ‘Sg«--‘\J\‘ ~\?6

/”‘Putv{;%* Oyt 5\2 {J

Date:

Signature:



City of Bloomington |
Housing and Neighborhood Development

" Cycle Report
1807

OWNERS

BURKHOLDER, JOE M.
121 WAGON WHEEL WAY
I.AKE MARY, FL 32749

AGENT

MAIRE, RON
500 POPLAR DR.
ELLETTSVILLE IN 47429

Prop. Location: 316 S BUCKNER ST Number of Units/Structures: 1/ 1

Date Inspected: 03/01/2011 Number of Bedrooms: 3
Inspectors: John Hewett Max # of Occupants: 3
Primary Heat Source: Gas Foundation Type: Cellar
Property Zoning: RC Attic Access: N/A
Number of Stories: 1 Accessory Structure:
Interior

Living room 15-5 x 15-1, % bath, bath, Mechanical closet
Na violations noted.

Kitchen

12-9 x 18-10

Show documentation that the wood burning stove has been inspected within the last twelve months, or
permanently and visibly seal the fireplace to prevent its use. Service and inspection shall include the firebox,
damper, chimney and/or flue. Cleaning by a professional service is highly recommended. PM-603.1

Al fire extinguishers must be inspected every 30 days and a record of that inspection shall be kept. Metal
head extinguishers shall be subjected to maintenance at intervals of not more than one (1) year and shall
have a tag or label securely attached that indicates the month and year the maintenance was performed as
well as the identity of the person/company performing the service. Metal head extinguishers must be

. recharged every six years and hydro-tested every 12 years per NFPA-10. Plastic head extinguishers must be
replaced every 12 years per NFPA-10. PM-704.3

E bedroom 11-0 x 12-5, Center bedroom 10-1 x 10-10, W bedroom 11-0x 12-5
Existing Egress Window Measurements: Slider double pop.

—_

401 N. Morton Street City Hall Rental Inspections: (812) 349-3420
Bloomington, IN 47404 Neighborhood Division: (812) 349-3421
Tav- {R1I2Y 240.IZRY - worwwvwe hlanmiinatnn 11 one Haoanoirng Fhwviciame (2179 240 2A01




Height: 34 inches

Width: 29 inches

Sill Height: 45 inches
Openable Area: 6.84 sq. ft.

Note: Thése measurements are for reference only. There is no violation of the
emergency egress requirements.

Exterior
Replace the deteriorated service entrance cable. The outer insulation is deteriorated to the point that the
inner insulation is visible above the porch roof, Below the porch roof the cable has been wrapped in black
tape, which is not an approved insulation for this use. PM-605.1

Cellar/ crawl
Not accessible.

(Garage _
No violations noted.

When issued, a copy of the new Rental Occupancy Permit shall be posted as required by BMC 16.12.080

{(b): All rental units shall be required to have a current occupancy permit displayed in an accessible location

inside the unit. The permit shall contain the name of the owner or his agent and the expiration date of the
-permit. BMC 16.12.080 (b)
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City of Bloomington
H.AN.D.
Board of Housing Quality Appeals
Staff Report: Petition for Relief from an Administrative Decision
Meeting Date: August 10,2010
Petition Type: Relief from an administrative decision

Variance Request:  Relief from loss of 5 year permit length.

Petition Number: 10-AA-103

Address: 601-603 W, 4th
Petitioner: David Willibey
Inspector: Robert Hoole
Staff Report:

In 2008 this property was cited for egress violations. The BHQA granted a
variance and required hard-wired smoke detection be installed and a 3 year permit was issued.
The Court overturned the variance. The petitioner requests a five year permit on this property for
the Cycle inspection conducted on May 5, 2011,

Staff recommendation: Grant the relief from administrative decision.
Conditions: none

Compliance Deadline: none

Attachments: Petitioner’s letter



Apphcatwn for Appeal

' = ' ' To The : '
21 0oMNGTON S - Board of Housing Quality Appeals
g k | P.O. Box 100 E@EWE
. Bloomington, IN 47402 CJUN 21 201t

812-349-3420

BY: creinmmeanananmasnma

Petitioner®s Name: D AulH B kI LisA f}" _ .

Petitioner’s Address & Phone Number: 4.5 (4™ v/, Afoo X weocd IR, Hmem}gyeg{“zp Hoyel ¥ Db4j205

Owner's Name:  Dgvin A IRy E/V .

Owner’s Address & Phone Number: ijf {565 4/ pRoci wee D PR 157 LooA !t}@)ﬁr;/_p/:/ Y7Yyey F veipes”

Address of Property: LoI-B W, Vi X s, _3;‘_00'/*4#-4’-/@ wahrar H7Hel

Occupant(s) Name(s): L/f,}’/f//—: Lreler

The following conditions must be found in each case in order for the Board to consider the request:

1. That the value of the area about the property to which the exception is to apply will not be adversely affected.

2. ‘That the exception is consistent with the intent arid purpose of the housing code and promotes public health,
safety, and general welfare. ‘

Ideitify the variance type that you are requesting from the following list and attach the required ihforinatiﬁn. : -~

A.  An extension of time fo camplete repairs. (Petxtmn type: TY)
& Specify the items that need the extension of time to complete
& Explain why the extension is needed
Y Specify the time requested
B. A modificafion or exception to the Housing Property Maintenance Code. (Petition type: ’V)
L+ Specify the code reference number you are appealmg
/ L Detail why you are requesting the variance
A - Specify the modifications and or alterations you are suggesting
C. Relief from an administration decision. (Petition type: AA)
' "L+ Specify the decision being appealed and the relief you are seekmg
D. Rescind a variance. (Petition type: RV) .
Y Detail the existing variance
= Specify the reason the variance is no longer needed

I certify that all information submitted with this request is correct and I have enclosed the $20.00 filing fee. - '

— 3 - 7 ’ ) . .

Signature: @Mu/ g %/% T (Wil be assigned by BHQA) |
| | J . - AR -103

Name (print): D A¢JD B Alliie] ﬁ;’y - Petition Number:

(Please use the reverse side for further explanation and/or request)

qo



6/15/2011
Board of Housing Quality Appeals

I am requesting reinstatment of a 5 year occupancy permit which | held at 601 W. 4th St.
untif the egress requirment went into effect. | was informed since | could not change the egress
I needed to install hard wired smoke detectors, which I did, but could only receive a 3 year
permit. The court overturned the egress requirment for grandfathered properties. | recently
had routine inspection and was informed | could only be granted a 4 year permit coming off a 3
year permit. [ think | am entitiled to a 5 year occupancy permit since it should have never been
revoked in the first place. | have owned this property for 24 years and have always maintained
it in good condition.

David and_Donetta Willibey

91
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City of Bloomington

H.AN.D.
Board of Housing Quality Appeals

Staff Report: Petition for Extension of Time

Meeting Date: 10 August 2011

Petition Type: An extension of time to complete repairs

Petition Number: 11-TV-104

Address: 105 E. 1% St.

Petitioner: Catherine H. Cournoyer

Inspector: Michael Arold

Staff Report: 27 April 2011 Cycle Inspection
13 May 2011 Cycle Report Sent
05 July 2011 Received Appeal

During the recent storms this property had multiple trees come down, severely
damaging the roof and destroying the fence. The trees have been removed and the
roof has been repair. They have ordered replacement windows and they are four
to six weeks on back order. They would like additional time to complete the
repairs required by the cycle inspection report.

Staff recommendation: Grant the extension of time.
Conditions: All repairs must be completed and re-inspected no later than the

deadline stated below, or this case will be turned over to the City
of Bloomington Iegal Department for further action including the

possibility of fines.
Compliance Deadline: 10 November 2011
Attachments: Cycle Report, Application
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Application For Appeal
ToThe
Board of Housing Quality Appeals
P.O.Box 100
Bloomington, IN 47402
812-349-3420
hand@bloomington.in.gov

Property Address: 105 E. Ist Street, Bloomington, Indiana

Petitioner's Nante: Catherine H. Cournoyer

Address: 8417 Spring Mill Road

City: Indianapolis State: Indiana Zip Code: 46260 :

Phone Number: (317)255-7982  E-mail Address; chcourmnoyer@comcast.net

Owner's Name: Barry & Catherine Coumoyer

Address: 8417 Spring Milt Road

City: Indianapolis State: Indiana Zip Code: 46260

Phone Number: 317-259-7982 E-mail Address: chcournoyer@comcast.net

Occupants: Claire Crouse

[FIRRItAE T e R T N 1
The following conditions must be found in each case in order for the Board to consider the request:
1. That the exception is consistent with the intent and purpose of the housing code and promotes public

health, safety, anc general welfare.
2. That the value of the area about the property to which the exception is to apply will not be adveréely

affected. )
e T el FFYY ST | TR TS T 7 O i iy == " —— == au i}

Identify the variance type that you are requesting from the following drop down menu:

Variance Type: An extension of time to complete repairs. (Petition Type: TV)

Reminder: ‘

A $20.00 filing fee must be submitted with the Appeal
Application or the application will not be considered to be
complete! A completed application has to be submitted l-TV-]0 L/
prior to the meeting application deadline in order tc be
placed on that months agenda!

(Will be assigned by BHQA)

Petition Number:
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In the space provided below please write a brief narrative regarding your request. Be specific as to what you are
requesting, the reason(s) or justification(s) for your request, the amount of time needed to bring the property into
compliance, as well as any modifications and/or alterations you are suggesting. The following information must be
included dependent upon the type of variance you are requesting:
A. An extension of time to complete repairs, (Petition type: TV}
1. Specify the itemns that need the extension of time to complete.
2. Explain why the extension is needed.
3. Specify the time requested.
B. A modification or exception to the Housing Property Maintenance Code. (Petition type: V)
1. Specify the code reference number you are appealing.
2. Detall why you are requesting the variance.
3. Specify the modifications and or alterations you are suggesting.
C. Relief from an administration decision. (Petition type: AA)
1. Specify the decision being appealed and the relief you are seeking.
D. Rescind & variance. (Petition type: RV}
1. Detall the existing varfance.
2_Specify the reason the variance is no longer needed.

Barry and Catherine Cournoyer are in the process of improving the property to address the deficiencies (e.g., secure
door, windows that stop at half-way point, closing fireplace, etc.). The process was interrupted by the recent major
storm (June 2011} that caused major roof damage, took down six trees, and damaged a fence. We have installed a
new roof and had the fallen trees removed. We are now shifting our focus to the windows and door and the
remaining deficiencies. We have secured estimates from contractors and will sign an agreernent within the next
week. We anticipate that all will be rectified within six weeks. Therefore, we request an extension until August 17,
2011,

Signature (Required):

Name [(Print): Barry R. Cournoyer & Catherine H. Cournoyer Date: 6/30/11

important information regarding this application format:

1. This form is designed ¢o be filled out electronically, printed, then returned/submitted manually
(e.g. postal mail}.

2. This document may ba saved on your computer for future use, however, any data that you have
entered will not be savad.

: ‘Print Form
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Cycle Report

8232
CWNERS
COURNOYER, CATHERINE
8417 SPRING MILL ROAD
INDIANAPOLIS, IN 462560
Prop. Locaticn: 105 E 18T ST Number of Units/Structures: 1 / 1
Date Inspected: 04/27/2011 - Number of Redrocoms: 2
Inspectors: Mike Arnold Max # of Occupants: 3
Primary Heat Source: Gas Foundation Type: Basement
Property Zoning: CD Attic Access: No
Number of Stories: 1 Accessory Structure: none

The Monroe County Assessor’s records indicate this structure was built in 1930. There
were no requirements for emergency egress at the time of construction.

Interior:
Basement:
Note: No space in the basement is approved for sleeping purposes.

Every door available as an exit shall be capable of being opened easily from the inside and without
the use of a key. PM-702.3 (Door on the stairway landing).

Provide operating power to smoke detector. PM-704.1

Temperature/pressure relief (IPR) valve discharge tubes:

e shall not be reduced in size from the valve outlet

shall be rigid galvanized, rigid copper, or any CPVC pipe
shall not have a threaded discharge end

drain by gravity

shall have a minitoum 17 air gap where dischatging into a sanitary drain, or an approved air
break

e shall extend to within 6" of floor. PM-505.4

Main Level:

Living Room (14-0 x 12-0):

Every window shall be capable of being easily opened and held in position by its own hardware.
PM-303.13.2 (All windows):

Repair window to latch securely, PM-303.13.2 (South wall — west window).

95



Dining Room (15-¢ x 10-6):
Every window shall be capable of being easily opened and held in position by its own hardware.
PM-303.13.2 (west wall — South and center windows).

Kitchen (15-8 x 8-0):

All fire extinguishers must be inspected every 30 days and a record of that inspection shall be kept.
Metal head extinguishers shall be subjected to maintenance at intervals of not more than one (1) year
and shall have a tag or label secutely attached that indicates the month and year the maintenance was
petformed as well as the identity of the petson/company petforming the service. Metal head
extinguishers must be recharged every six years and hydro-tested every 12 years per NFPA-10.
Plastic head extinguishers must be replaced every 12 years per NFPA-10. PM-704.3

NE Bedroom (12-0 x 11-6):
Existing Egress Window Measurements:
Height: 25 inches
Width: 27 inches
Sill Height:  23.5 inches
Openable Area: 4.69 sq. ft.

Note: These measutements are for reference only. There is no violation of
the emergency egress requirements.

Repair the broken window. PM-303.13 (East wall).

SE Bedroom (12-0 x 11-6):
Existing Egress Window Measurements:
Height: 25 inches
Width: 27 inches
Sill Height:  23.5 inches
Openable Area: 4.69 sq. ft.

Note: These measurcments are for reference only. There is no violation of
the emergency egress requirements.
No violations noted

Bathroom:
No violations noted

Exterior:
No violations noted

Required Documentation:

A completed copy of the Tenants & Owners Rights and Responsibilities Summary must be
provided to the office or reviewed with the inspector within 60 days of the date of the
inspection or a $25.00 fine will be levied. BMC16.12.050 (d).
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A completed copy of the Inventory & Damage List must be provided to the office or reviewed with
the inspector within 60 days of the date of the inspection or a $25.00 fine will be levied.
BMC16.12.040

Show documentation that the fireplace has been inspected within the last twelve months, or
permanently and visibly seal the fireplace to prevent its use. Service and inspection shall include the
firebox, damper, chimney and/or flue. Cleaning by a professional setvice s highly recommended.
PM-603.1

Thotroughly clean and service the furnace, inspect and test shut off valves for proper operation.
Documentation from a professional HVAC contractor for this service is acceptable and encouraged.
-Servicing shall include a test for carbon monoxide. Acceptable levels of carbon monoxide ate as
foliows:

Desired level: 0 patts pet million (ppmy)
Acceptable level in a living space: 9 ppm

Maximum concentration for flue products: 50 ppm

PM-603.1

When issued, a copy of the new Rental Occupancy Permit shall be posted as required by BMC
16.12.080 (b): All rental units shall be required to have a current occupancy permit displayed in
an accessible location inside the unit. The permit shall contain the name of the owner or his
agent and the expiration date of the permit. BMC 16.12.080 (b)
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City of Bloomington
H.AN.D.
Board of Housing Quality Appeals
Staff Report: Petition for Extension of Time
Meeting Date: 10 August 2011
Petition Type: An extension of time to complete repairs

Petition Number: 11-TV-105

Address: 2432 W. Marlene Dr.
Petitioner: Kelly Harding
Inspector: Michael Arnold
Staff Report: 09 June 2011 Tenant filed a complaint
13 June 2011 Complaint inspection; sent report
21 June 2011 Sent remaining violations report
22 June 2011 Tenant filed a second complaint
23 June 2011 Complaint inspection
28 June 2011 Sent second complaint report
30 June 2011 Spoke with tenant;
05 July 2011 Received documentation from owner and plumber
regarding the repairs required
06 July 2011 Spoke with owner regarding kitchen sink plumbing
08 July 2011 Rec’d copy of eviction notice

During the initial complaint inspection, it was noted that the kitchen sink did not
drain properly along with some other code issues. The repair for the sink was
given a deadline of 20 June 2011.

The sink was not finished and a remaining violations report was issued. The
following day a second complaint inspection was conducted concerning

additional items. A second report was issued with a separate due date.

30 June 2011 I spoke to the tenant. He stated that the plumber showed up but did
not stay to fix the sink.
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05 July 2011 I spoke to the owner. She stated that the first plumber could not fix
the problem. The second plumber did not stay because he felt threatened (letter
was provided).

08 July 2011 the court asked if the owner could have more time to fix the repairs
and was told that the owner could file for an extension of time to complete the
repairs. The eviction notice states a deadline for vacating the property of 22 July
2011.

Staff recommendation: Grant the extension of time.

Conditions: All repairs must be completed and re-inspected no later than the deadline
stated below, or this case will be turned over to the City of Bloomington
Legal Department for further action including the possibility of fines.

Compliance Deadline: 10 September 2011 or before new tenants occupy the unit

Attachments: Remaining violations report, Complaint inspection, Application, letter
from plumber, eviction notice

Complaint Inspection
Remaining Violations Report

675

HARDING, KELLY A.
608 W KIRKWOOD AVE
BLOOMINGTON, IN 47404

Prop. Location: 2432 W MARLENE DR Number of Units/Structures: 2 [/ 1
Date Inspected: 06§/13/2011 Number of Bedrooms: 2 each
Inspectors: Mike Arnold Max # of Occupants: 3 each
Primary Heat Source: Foundation Type: Crawl Space
Property Zoning: RM Attic Access:

Number of Stories: 1 Accessory Structure: none

The following items are the result of a complaint inspection conducted on 06/13/2011. It is your
responsibility to repair these items and to schedule a reinspection within fourteen (14) days of
the receipt of this report, unless noted otherwise.. Failure to comply with this inspection report
will result in this matter being turned over to the City Legal Department. If you have questions
regarding this report, please contact this office at 349-3420.
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Interior:
Repair the ait conditioner to function as intended. PM-603.1

Kitchen:
Repair the kitchen sink to drain as intended. PM-5041 (This item has a deadline of 06/20/2011)

Make the necessaty repairs to eliminate the soft spots in the flooring. This may requite stabilizing
the floor structure and/or replacing subflooting. PM-304.2 and PM-304.4 (at the entry to the uality
room and in front of the kitchen sink).

Utility Room: -
Eliminate the source of the leak causing the floor to be wet and tepair/replace the water damaged

flooring. PM-304.1

Make the necessary repairs to eliminate the soft spots in the flooring. This may require stabilizing
the floor structure and/or replacing subflooting. PM-304.2 and PM-304.4 (at the water heater).

Haliway, Bathroom:
Make the necessary repairs to eliminate the soft spots in the flooring, This may require stabilizing
the floor structure and/or teplacing subflooring. PM-304.2 and PM-304.4

Complaint Inspection Report

675
OWNERS
HARDING, KELLY A.
608 W KIRKWOOD AVE
BLOOMINGTON, IN 47404
Prop. Location: 2432 W MARLENE DR Number of Units/Structures: 2 / 1
Date Inspected: 06/23/2011 Number of Bedrooms: 2 each
Inspectors: Mike Arnold . Max # of Occupants: 3 each
Primary Heat Source: Gas ‘ Foundation Type: Crawl Space
Property Zoning: RM Attic Access: Yes
Number of Stories: 1 Agcessory Structure: none

The following items are the result of a complaint inspection conducted on 06/23/2011. It is your
responsibility to repair these items and to schedule a reinspection within fourteen (14) days of
the receipt of this report. Failure to comply with this inspection report will result in this matter
being turned over to the City Legal Department. If you have questions regarding this report,
please contact this office at 349-3420.
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Interior:

NE Bedroom:

Secure the carpeting at the door and at the seem in the middle of the room to eliminate the trip
hazard. PM-304.4

Bathreom:
Repair/replace the loose/damaged toilet paper holder. PM-304.1

Exterior:
Verify that the front porch light is functioning properly and repair/replace as needed. PM-605.1

Replace the missing down spouts and turnouts. PM-303.7
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Application for Appeal

i ‘ To The - ' ;
: BLOOMINGTON S - . Board of Housing Qﬂaﬁfy A-PP eals E @ E Ev E

‘ K s Bloomington, IN 47402 _
- 812-349-3420 =3 FR

Petitioner’s Name: é{&]% \’*’Md? 1/ ?5 : » - LSS GKIR

I’etif;ioner’s Address & Phone Number:

Owner’s Name: | VJMM if_{‘wd/f.-'!ﬁ’
o SRR

Ovwner’s Add[‘ess&PhonéNumberz AL NG u/.;"iLwL-sud }4\/\&' Blebn, TN Y O

Address of Property: PPl Aa] - M&rh_m_ b\". B

Occupant(é)Name(s): E:]f)r‘an MGS:“—{‘ + M chelde D avidsen

The following conditions must be found in each case in order for the Board to consider the request:

1. 'That the value of the area about the property to which the exception is to apply will not be adversely affected.

9. That the exception is consistent with the infent and purpose of the housing code and promotes public health,
safety, and general welfare. - ' )

Identify the variance type that you are requesting from the following list and attach the required infor.mation.

A. An extension of time to complefe repairs. (Petition type: TVY)
L Specify the items that need the extension of time to complete
L+  Bxplain why the extension is needed o
L+ Specify the time requested
B. A modification or exception fo the Housing Property Maintenance Code, (Petition type: V)
L+ Specify the code teference nuimber you are appealing :
£+ Detail why you are requesting the variance i
. +  Specify the modifications and or alterations you are suggesting
C. Relief from an administration decigion. (Petition type: AA) g
' "+ Specify the decision being appealed and the relicf you are seeking .
. Rescind a variance, (Petition type: RV} .
L+ Detail the existing variance
s  Specify the reason the variance is.no longer needed

I certify that ail information submifted with this request is correct and T have enclosed the $20.00 filing fee. - 7

: ) / . .
Signajcure: WW “%MW ) T (Wil be assigucdrby BHQA) |
AR 1H-TV- 10§
Name (print): KM:&J H or Jaa ,:O{ _ Petitions Number:

(Please use the reverse side for farther explanation and/or request)
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Application for Appeal

- ' To The -
gﬂm DMIHGIO@ ' _ Board of Housing Quality Appeals _
; . P.0O. Box 100 A
_ — Bloomington, IN 47402

812-349-3420

elow. Be specific as to what you are requesting, the reasen(s) or

(Please write a brief namrative in the space provided b
eded to bring the property into comphance as well a8 any

justification(s) for your request, the amount of time ne
modlﬁcatlons and/or alterations you are suggestmg)

s S rLs‘P‘a_ng)f“ iy o ondlarat mﬂpédﬁon B ol Moo rblaﬂkr% o Hon it s

\q‘n Mlﬂ.ﬁﬂﬂ LS *t»[b-@ hn’ N nn,(’? st eye 1“'4.6'09 T beck r\i-m"; 0d Lubvch e

\e,y\mf” (‘_Léluf += wﬂﬂbi T i e f’b tﬂ{w UM S‘H‘M(f‘l/w’\-&"‘\“lhvf

TL{D&;I‘SA ‘W’IH] b 4. ean \Lnuﬁf’k Tjrub’h Will h:wt -ilc by ot S Twix,,- 3=,

o _-l—. S ﬂﬁk&'f‘lh(,;ﬂm.lﬂ( Q’L\é 36'}4\ “}‘> CMM!DLLK F‘Z—D&{rﬁ—

\ﬁr\n Tenert™ 15 heshile \i— hes o MMWS_BLWFB ("lanx; 4n (fv.s cLeeral y >

H’ T 'E\_ap d_r:\_.p.jg_(r,u"\, 'I’\U( "'\‘l’\"\ '\"k—\ !)i— S‘h!f i‘VJ"‘—%r W—» d/VWﬂ“’S( Mﬂ(ﬂ))

H‘L ols= hes m-;nyc@ @Vlh“onc_y, Nb MWL.\(,LR ﬂ&é UHV,( r\(,,pow‘\ +>

'mn& w0 admente. Vinde - (S/@L hoLg ra L‘,_(L\

s extinsion Sheidd AV el t\tgm'zrs f“—&taLS‘j’“’—d -bi,j AN

Signature: %J_[/lp( M aﬂfém—j | ‘ Da;ce: C"(LL/ b
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BY:

’;}?E@EEWE

TO: HOUSING AND NEIGHBORHOOD DEVELOPMENT
FROM: KELLY HARDING (HARDING RENTALS)
This letter is in response to the two complaint inspections for 2432 Marlene Dr.

This Tenant ewes gver $3800 in back rent as of July 1%, (The only reason | had let him stay this long is
because his mother has been a client of mine in my hair salon for over 20 years.) Upon receiving notice
of imminent eviction, it became his personal goal to try and cause me as much trouble as humanly
possible. Admittedly, they have a clogged sink in the kitchen, which the lease clearly states is the Tenant
responsibility if Tenant caused. However, | sent my maintenance man to unclog it with two different
types of drain cleaner and a 15 ft snake. His two attempts were unsuccessful. After | received a copy of
the complaint from your office, I sent him back to check to see what else needed to be done. The
Tenant refused to let him iock at the problem and said that he wanted to wait until after the inspection
the following day. (You have this documentation in your office already on file.) | scheduled another
plumber to take care of the problem last Tuesday, June 28", He worked for 4 hours, disconnected
plumbing and used 3 different size snakes and still could not unclog the compacted grease, caused by
the Tenant. ' '

Yesterday, June 29" 1 had “Aim to Please” Plumbing Company come to work on the problem again. |
was not sure when they could come, s0 [ was on site in case they needed admittance into the unit.
Since the Tenant was home and sitting on the front porch, | did not accompany them into the unit. 1 am
enclosing the letter they emailed me concerning their experience . Basically, the Tenant was so hostile
to them that they now refuse to work under those conditions.

Today, | received yet ANOTHER report for more things wrong with this unit. | have already filed an
extension and paid $20 so that [ do not have to be subject to this hostile Tenant. He has a felony arrest
on his record for assault and battery, and weighs at least 275 Ibs. He has threatened everybody who
tried to work in this unit, with the exception of my plumber who was scheduled with his girlfriend, who
took off from work so that he could be there. It is obvious that he s “searching” to find things wrong.

1 am asking {again} that you honor my request for an extension to not make ANY repairs to this upit until
he is out; his eviction is scheduled for July 22. All repairs can be completed within one week of his
departure, but NOBODY will work with him still in this unit, including all three maintenance men | have
sent for repairs. Due to his hostility and prior record, | do not feel it is safe for me to enter his

apartment without protection at any time. Thank you,

1o
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Print Page lof 1

Print - Close Window ‘

) ECEIVIER
Subject:2432 W Marlene Dr. & [ - '
From: Alan (alan@aimtoplease.biz) + JUL 0o 201
To: hardingkellya@yahoo.com; BY:

Date: Wed, 29 Jun 2011 12:14:19 7 T e

29 June, 2011

Ms. Harding,

We arrived to do a service cali at 2432 W. Mariene Drive and met the
tenant. He expressed displeasure about us arriving without his knowledge.
We assured him that we had spoken with the landlord and were told to
come right over and someone would be waiting for us. The tenant showed
us the problem with the kitchen sink, and we mentioned that we would also
like to check the drain line from the crawl space.

The tenant was holding a pack of cigarettes and | asked him to please
not smoke in the house while we were here because of our asthma. The
hostile tenant told us, ”First of all you come to my house without me
knowing about it, and second you can’t come in to my house and tell me
what to do. This is my god damned house and I'll do what | want in it.” He
then told us that he would smoke outside, but because of his consistent
hostile attitude throughout the duration of our time there, we decided to
remove ourselves from the situation.

Regards,

Malachi — Aim To Please
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AMENDMENT TO AGREEME

On this date

known as 315
Thousand Nine

In Witncss W
amendment ta the Agre

Jan Sorby,

Bloomington Restorations, Inc.

—-—

Purchaser \

SN
éﬁ%mWths

, June 30, 2011, Justin William
Restorations, Inc. (the Vendor) agree {0 red
w. 15" St., Bloomington, in
Hundred Dollars {$99,900) i

hereof, Purchaser and Venda
ement for Sale of Real Estate daged May 19,2011

T FOR SAL
(the Pumhajgr) and Bloomingion

t OF REAL ESTATE

e <l

ce the price f the property commonly
jana. The ng price shall be Ninety-Nine

r on June 301‘ P11 have executed this

jo?



ORDER
IN THE MOMNROE CIRCUIT COURT

CAUSE NO. 53C0_J. -
| A S
,......a——'-',""" - o ‘ ';_ N K Vi RRE Moy
. ! ] i . : f .
4ot ﬁj L £ -J-r{ el : L "'f‘:'ﬁfui'; Pl b ;‘:, ANt \.'=
7 i , s
i VS " o
AT AL LR e o T (e
PLAINTIFF(S) DEFENDANT(S)
The parties appear for hearing as follows:- - L oot
Plaintiff(s) ATy B WAL el e sd Defendant: Ao A
in person by representative e in person .-~ by representative
by counsel Y by counsel
fails to appear fails to appear
' DOB: - SSN: XXX
pefendant: pefendant: R e
in person by representative nperson  __ _ae” by representative
by counsel ' by counsel :
fails to appear fails to appear
DOB: SSN: XXX-XX- DOB: SSN: OO

and the Court makes the following ORDERS:
1. Plaintiff (failed to apoear/filed motion to dismiss/moved to dismiss) and the case is dismissed.

, at a.m./p.m.

2. Case reset for : on ‘

—_—

a.m./p.m. and summons shail

3. There is no proof of service. The case is reset for at
be served by (Sheriff/Certified Mail).

4. There is no proof of service and Plaintiff has 30 days to provide a new address for Defendant{s). If Plaintiff fails to do
so, the case will then be dismissed.

=,

&5, The Court finds for plaintiff(s} and Defendant(s) must vacate the premises by R dae Soidat B
ST ey .a.‘m.[?'p;.vrr};}he Sheriff shall assist Plaintiff, if necessary, to gbtain possessiopﬂ.of the premise%-w’?’f R Yo
r fora )

. AT
parfies shall appea money damages hearing on i fzi? o w:f .~ AF at S Ded ¢ @ M e
i RN

»
&. The Court finds for Plaintiff(s) and against Defendant(s). Plaintiff(s) chall have a judgment against Defendant(s) for
. plus pre-judgment interest of $ , attorney fees of $ and court costs. Interest

$
<hal!l be added o the judgment at the statutcry rate.

7. Defendant(s) shall pay the money judgment through the CLERK OF THE MONROE CIRCUIT COURT:

$ per (month/week/bi-weekly) beginning .
Other: ) . Failure to pay may result in garnishment of wages

without the necessity of further hearing.

8. The Court finds for Defendant(s) and against Piaintiff(s}.
9. The Court takes the matter under advisement.

10, Defendant has filed Notice of pankruptcy and the Court STAYS all proceedings. The same shall be stayed untit

jurisdiction of the subject matter, gf’g,i}is action, is rrej}.ﬁquished bx{the Unitgd.-States District Court. ’ . ) L

fv-’/” 11 ,{ i J‘r, ,r"t/: Pl ﬂ e A _3‘{--! /‘/ ,,l’:'sr"f A.'! it <. oo F -_.—-".-;',;H ﬂf 5 La“': e ,,-t;’)-{",.r' - ,}—{v: K : 4"?:

— v Lo — SR . ai_# . - T e
Y LT A A R

# T

:vr' ey ‘{ Fs R "_m:'!" I

‘,;;:- % PRy
So afireed by the

s

I f w5 3 " i -
Paf’,ﬂ{és'- Plaintiff (S)MDefendant(s)M

DATED: ? " z e JUDGE___. -

. « al
You may mail payments to thé Clerk or pay in person. The Clerk does NOT accepft personal checks. By mail you may
pay by money order or certified check. In person you may pay in cash or by money order or certified check. Payments
should be made payabte to Monroe County Clerk and mailed to p.0. Box 547 Bloomington IN 47402. If you have
questions about your balance you may call the Clerk at 349-2600.
(03
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City of Bloomington
H.AN.D.

Meeting Date:
Petition Type:
Petition Nﬁmber:
Address:
Petitioner:
Inspector:

Staff Report:

Board of Housing Quality Appeals

Staff Report: Petition for Extension of Time
August 10, 2011
An extension of time to complete repairs.
11-TV-106
2511 E. 2" st.
Brian Lappin
Norman Mosier

April 14, 2011 — Conducted Cycle Inspection
June 20, 2011 - Received BHQA Appeal

Tt was noted during the cycle inspection that the fireplaces needed to be inspected by a

professional service company. Upon the service company’s inspection, more in depth repairs are
needed. (See Petitioner’s Letter) Once these repairs are completed, then the exterior painting can

be finished.
Staff recommendation: Grant the extension of time.
Conditions: All repairs must be completed and re-inspected no later than the

deadline stated below, or this case will be turned over to the City
of Bloomington Legal Department for further action including the
possibility of fines.

Compliance Deadline: November 10, 2011

Attachments: BHQA Appeal, Cycle Report, Petitioner’s Letter.
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Application For Appeal
To The
Board of Housing Quality Appeals
P.C.Box 100
Bloomington, IN 47402
812-349-3420
hand@bloomington.in.gov

Property Address: 0?5 / ‘ 8 M %@7{: iﬁ@ﬁ; 4 ’7“2 @ ]
Petitioner’s Name: /gz (AN L AP/ A
- Address: j Ll{ O/ 8 &)M

City: Mj State: XA’{ Zip Code: J{ 7 LL/@ l
R T Riz-

Phone Number: 9 j_ 0 879_( E-mail Address: %W@W O)ij
owners Name: (71 ¢ ST iuo (5 cbsor, @ngﬂ:ﬁmw@f%;@@p&p Llc
Address: 5X (PM(B&M w gwt Q-GO

City: M State: _“sz— Zip Code: 34 fOX
I 28 -
Phone Number: g@;[ -(13%_). E-mail Address: deﬁ;@m} @ {?}M&- e Coara__

Occupants: )/ it l/ Sdrmss 1,2 3 / M:&M:ﬂw%; 2 2,4 %ﬁ’

The following conditions must be found in each case in order for the Board to consider the request:

1. That the exception is consistent with the intent and purpose of the housing code and promotes public
health, safety, and general welfare.

2, That the value of the area about the property to which the exception is to apply will not be adversely
affected.
.

[ e e e e e e e S -
Identify the variance type that you are requesting from the following drop down menu;

verencs Vb (NG ff Zie T Complicts pprcns G&%@n:w}

Reminder: . .

A $20.00 filing fee must be submitted with the Appeal (Will be assigned by BHQA)
Application or the application will not be considered to be : :
complete! A cornpleted application has to be submitted / / :’ V/“’ { d G

prior to the meeting application deadline in order to be .
placed on that months agenda! Petition Number:

fzﬂ é/:;?a/// %JO q“'j” 10
gy P A At SRS
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requesting, the reason(s) or justification(s) for your request, the amount of time needed to bring the property into
1, Specify the items that need the extension of time to complete.
1. Specify the code reference number you are appealing.
1. Specify the decision being appealed and the relief you are seeking.

compliance, as well as any modifications and/or alterations you are suggesting. The following information must be
indude .“ sendent upon the type of variance you are requesting:
- 2. Explain why the extension is needed.
3. Spedfy the time requested.
2. Detail why you are requesting the variance.
3, Specify the modifications and or afterations you are suggesting.
D. Rescind a variance. (Petition type: RV)
i 1. Detzil the existing variance.
mM AE

fn the space provided below please write a brief narrative regarding your request. Be specific as to what you are -
n extension of time to complete repairs. (Petition type: TV)
B. A modification or exception to the Housing Property Maintenance Code. (Petition type: V)
€. Relief from an administration decision. (Petition type: AA)
‘ 2. Specify the reason the variance is no longer needed.
G?”Z"'

‘ %\J e_iﬂ*ﬁ/m““ J
Signature (Required):

Name (Print): “TSriAN LA P/i\/ A . Date: 6/17.111'

Important information regarding this application format:

1. This form is designed to be filled out electronically, printed, then retumed/submitted manua!ly
{e.g. postal mail).

2. This document may be saved on your computer for future use, however, any data that you have
entered will not be saved.

Print Form

nm



City of Bloomington
Housing and Neighborhood Development

Cyele Report

2994
OWNERS
GERTRUDE C. GIBSON LIMITED FAMILY PARTNERSHIPS LLC
C/0 5801 PELICAN BAY BLVD. SUITE 200
NAPLES, FL 34108
AGENT
LLAPPIN, BRIAN P.
1401 S. WALNUT STREET
BLOOMINGTON IN 47401
Prop. Location: 2511 E 2ND ST Number of Units/Structures; 16/ 1
Date Inspected: 04/14/2011 A Number of Bedrooms: 1,2, 3
Inspectors: Norman Mosier Max # of Occupants: 2,4 & 5
Primary Heat Source: Electric : Foundation Type: Basement
Property Zoning: RH ‘ Attic Access:
Number of Stories: 2 Accessory Structure: Garages
VARIANCE

03/19/1992 B.H.Q.A. granted a variance to installing a window or a mechanical ventilation
system in the bathroom in Apartments #8, #10, and #12.

GENERAL STATEMENTS:

& All fire extinguishers must be inspected every 30 days and a record of that inspection shall be
kept. Metal head extinguishers shall be subjected to maintenance at intervals of not more than
one (1) vear and shall have a tag or label securely attached that indicates the month and year the
maintenance was performed as well as the identity of the person/company performing the
service. Metal head extinguishers must be recharged every six years and hydro-tested every 12
years per NFPA-10. Plastic head extinguishers must be replaced every 12 years per NFPA-10.
PM-704.3

@ Only Units/Rooms with violations shall be listed on this report.

j12
401 N. Morton Street , City Hall Rental Inspections: (812) 349-3420
Bloomington, IN 47404 Neighborhood Division: (812) 349-3421

Fax: (812) 349-3582 www.bloomington.in.gov Housing Division: (812) 349-3401



fir Epress window measurements are as follows:
Ground Level units:
Existing Egress Window Measurements Dbl hung pop out: Const. Yr. - 1967
Height: 24 inches
Width: 34 inches
Sill Height: 26 inches
Openable Area: 5.67sq. ft.

Note: These measurements are for reference only. There is no vielation of the
emergency egress requirements.
Second Story units:
' Existing Egress Window Measurements: Dbl hung pop out: Const. Yr. - 1967
Height: 20.5 inches
“Width: 34.5 inches
Sill Height: 36.5 inches
Openable Area: 4.91 sq. ft.

Note: These measurements are for reference only. There is no violation of the
emergency egress requirements.
NOTE:
Complete the enclosed registration form. A street address is required for both owner and agent
This form must be signed by the owner. BMC16.12.060

INTERIOR:
UNIT 16
Living Room 22 x 13-5:
Show documentation that the fireplace has been inspected within the last twelve months, or
permanenﬂy and visibly seal the fireplace to prevent its use. Service and inspection shall

include the firebox, damper, chimney and/or flue. Cleaning by a professional serv1ce is
highly recommended. PM-603.1

UNIT 15

Living Room 22 x 13-5;
Show documentation that the fireplace has been inspected within the last twelve months, or
permanently and visibly seal the fireplace to prevent its use. Service and inspection shall

include the firebox, damper, chimney and/or flue. Cleaning by a professional service is
highly recommended. PM-603.1 '

Determine the water leak around the fireplace and repair chimney to be weather tight.
PM-303.11

/113



UNIT 14

Living Room 28-6 x 16-7:
Replace the missing smoke detector. If the missing smoke detector was hard wired it must
be replaced with a hard wired model. PM-704.1

UNIT 12
Main Level
72 Bath:
Seal perimeter of the cracked tile floor covering. PM-304.1

UPSTAIRS

Stairway:
Secure the loose banister so it is capable of withstanding normally imposed loads.
PM-304.5 (interior)

. Hall Bath:
Seal edge of floor covering adjacent to bathtub and behind the toilet. PM-304.1

UNIT 10

Main Level

Living Room 20 x 13-7;
Properly install a weather strip on the entrance door to exclude air infiltration as completely
as possible, and to substantially exclude rain. PM-303.13

UPSTAIRS

Stairway/Hallway:
Secure the loose banister so it is capable of withstanding normally imposed loads.
PM-304.5 (interior)

Repair or replace existing smoke detector in a manner so that it functions as mtended.
PM-704.1

S Bedroom13-7 x 12:
Replace the torn window screen. PM-303.13

Hall Bath:
Seal edge of floor covering adjacent to bathtub and behind the toilet. PM-304.1

UNIT 9

Living Room 20 x 13-7:
Properly install a weather strip on the entrance door to exclude air infiltration as completely
as possible, and to substantially exclude rain. PM-303.13

Repair or replace ex1st1ng smoke detector in a manner so that it functions as intended.
PM-704.1

§1Y



UNIT 9 (continued)
BASEMENT
S. Room:
Provide operating power to smoke detector. PM-704.1

UPSTAIRS
Hall Bath:
Seal edge of floor covering adjacent to bathtub and behind the toilet. PM-304.1

UNIT 8
Living Room 20 x 13-7:
Repair the door casing to be weather tight. PM-303.15

Kitchen:

Repair the faucet sprayer on the sink to function as intended by the manufacturer, or remove

and properly terminate the line for the sprayer. PM-504.1

UPSTAIRS
Hall Bath:
Seal edge of floor covering adjacent to bathtub and behind the toilet. PM-304.1

UNIT 7
MAIN LEVEL
Y2 Bath:
Seal perimeter of the cracked tile floor covering. PM-304.1

UPSTAIRS :
Hall Bath: ,
Seal edge of floor covering adjacent to bathtub and behind the toilet. PM-304.1

UNIT 6
Main Level

Stairway:

Secure the loose banister so it is capable of withstanding normally imposed loads.

PM-304.5 (interior)

TUPSTAIRS
N Bedroom 15-1 x 13-7:

Every window shall be capable of being easily opened and held in position by its own

hardware. PM-303.13.2

115



UNIT 5

Main Eevel

Kitchen: _
A minimum 1A 10BC classification fire extinguisher shall be mounted in a visible,
accessible location, in or adjacent to the kitchen, away from the range, and in the path
of egress. The securing mechanism must be no more than 5 feet above the floor. PM-
704.3.

Stairway:
Secure the loose banister so it is capable of withstanding normally imposed loads.

PM-304.5 (interior)

WESTCOMMON HALLWAY:

Stairway:
Secure the loose banister so it is capable of withstanding normally imposed loads.

PM-304.5 (interior)

UNIT 4
Living Room 28-6 x 16-7:
Provide operating power to smoke detector. PM-704.1

UNIT 3
Living Room 28-6 x 16-7:
Repair or replace existing smoke detector in a manner so that it functions as intended.
PM-704.1

UNIT 2

Living Room 22 x 13-5:
Show documentation that the fireplace has been inspected within the last twelve months, or
permanently and visibly seal the fireplace to prevent its use. Service and inspection shall
include the firebox, damper, chimney and/or flue. Cleaning by a professional service is
highly recommended. PM-603.1

" Dining Room:
Repair the bi-fold doors to stay in the track. PM-304.6

UNIT 1

Living Room 22 x 13-5:
Show documentation that the fireplace has been inspected within the last twelve months, or
permanently and visibly seal the fireplace to prevent its use. Service and inspection shall
include the firebox, damper, chimney and/or flue. Cleaning by a professional service is
highly recommended. PM-603.1

e



EXTERIOR:
. Scrape and paint exterior surfaces where paint is peeling or wood is exposed. PM-303.2

OTHER VIOLATIONS:

Required documentation:

A completed copy of the Tenants & Owners Rights and Responsibilities Summary must be
provided to the office or reviewed with the inspector before the Residential Rental Permit
will be issued for this property. BMC16.12.050 (d)

Required documentation:

The owner or his agent shall contact the tenant and arrange a joint inspection of the
premises to occur within ten days of the tepant’s occupancy of the rental unit. The owner or
his agent and the tenant shall at that time jointly complete an inventory and damage list, and
this shall be signed by all parties to the tenancy agreement. Duplicate copies of the
inventory and damage list shall be retained by all parties and shall be deemed a part of the
tenancy agreement. A completed copy of the Inventory & Damage List must be provided to
the office or reviewed with the inspector within 60 days of the date of the mspection or a
$25.00 fine will be levied. BMC16.12.040

When issued, a copy of the new Rental Occupancy Permit shall be posted as required by BMC
16.12.080 (b): All rental units shall be required to have a current occupancy permit displayed in an
accessible location inside the unit. The permit shall contain the name of the owner or his agent and
the expiration date of the permit. BMC 16.12.080 (b) ‘

JF
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City of Bloomington
H.AN.D.
Board of Housing Quality Appeals
Staff Report: Petition for Extension of Time
Meeting Date: August 10, 2011
Petition Type: An extension of time to complete repairs

Petition Number: 11-TV-107

Address: 424 N. Washington

Petitioner: Fierst Rentals

Inspector: Robert Hoole

Staff Report: January 25, 2011 Cycle Inspection
February 9, 2011 Report sent
June 28, 2011 Received Appeal

During the Cycle inspection the inspector noted a violation of Title 20, the
Unified Development Ordinance, which is the planning and zoning section of the
Bloomington Municipal Code. The petitioner is requesting a variance from the
Board of Zoning Appeals and is asking for an extension on time to deal with this
situation.

Staff recommendation: Grant the extension

Conditions: All repairs must be completed and re-inspected no later than the deadline
stated below, or this case will be turned over to the City of Bloomington
Legal Department for further action including the possibility of fines.

Compliance Deadline: October 10, 2011

Attachments: Cycle Inspection report, Petitioner’s letter

/113



* & Apphcatmn for App eal
' . : - To The '
; mm;m S . Board of Housing Quality Appeals
' : ' ' P.O. Box 100~
_ * K I Bloomington, IN 47402
: ) 812-349-3420 '

Petitioner’s Name: ,4_(;,./\5‘{- Qe_. “ata (g :

© Petitioner’s .Address&Phone Number: 20 Qo jAFE . [Trovw ] LU '.Y7~i{© 2 (sz-) ;5.32’23}/

Owner’s Name: ‘g??j { o~ (1‘"‘ Awu\ ‘/‘:;‘C_I.— 3 r—

Owner’s Address & Ehone Number: }22 02 fe /Ag,utf\ Cr. "f\'?;ﬂou A 2R A

Address of Property: 25 P w&_)/vmh\o\ﬁh S A s« . ,/.70 & ook

Occup ant(é) Name(s):

The following conditions must be found in each case in order for the Board to consider the request:

1. That the value of the area about the property to which the exception is to apply will not be adversely affecied.

2. That the exception is consistent with the intent arid purpose of the housing code and promotes public health,
safety, and general welfare, '

+ Identify the variance type that you are requesting from the following list and attach the required infor;-naﬁon.

( X\ A, An extension of time fo complete repairs. (Petition type: TV)
= Specify the ifems that need the extension of time to compiete
Y Explain why the extension is needed
b+ Specify the time requested
B. A medification or exception to the Housing Property Maintenance Code. (Pefition type: V)
“+  Specify the code feference number you are appeahng
& Detail why you are requesting the varance

% . Y Specify the modifications and or alferafions you are suggesting

C. Relief from an administration decision. {Petition type: AA)
7 L+ Specify the decision being appealed and the relief you are seekmg
© D. Rescind a variance, (Petition type: RY) .
L+ Detail the existing variance
'+ Specify the reason the variance is no longer needed

L

I certify thaf all information subitted his request is correct and I have enclosed the $20.00 filing fee. - '

(Will be assigned by BHQA) |
oy | 07
Name (print): % cAM / [/, f” e S . Petition Number:

(Please use the reverse side for further explanation and/or request)

Slgnature

9



Application for Appeal =

> | < o " ToThe o
@mm@ | Board of Housing Quality Appeals

’ - P.0. Box 100 |
‘ ‘ - C Bloomington, IN 47402

812-349-3420

{Please write a brief narrative in the space provided below. Be specific as to what you are requesting, the reason(s) or
justification(s) for your request, the amount of ime needed to bring the property info compliance, as well as any
miodifications and/or alterations you are suggesting.) - ‘ ' :

C;\je— [0 $7 0 WC&_{&C%SJL(’:‘L"‘\ [ CLLCU/L‘E e, 7“(4_

Pcermbrin o wcﬁr‘clt.%ﬂ‘.-cc/(?wf@&.. /(}L,(,E/( foma. O

QV/‘(.%/ Lot L‘r : (O/-g:r\.mjne. AT S ’!’";; [(oEN .(,L/ICCL;F(T‘-—.

(,_;K'/“._L, Q/CU/’L"UFH,QI O{M pacdd—
o f S ’

Signafure:' ///f 4@' | Dai':e: 6‘;13"*@2@.(/_ |
YA avas - |

2o



City of Bloomington
Housing and Neighborhood Development

Cycle Report

586
OWNERS
FIERST, ROGER L.
2202 BELHAVEN COURT
BLOCMINGTON, IN 47408
AGENT
FIERST, DAN P.
430 N. WASHINGTON STREET
BLOOMINGTON IN 47408
Prop. Location: 424 N WASHINGTON ST Number of Units/Structures: 1/1
Date Imspected: 01/25/2011 . Number of Bedrooms: &
Inspectors: Robert Hoole Max # of Occupants: 5
Primary Heat Source: Gas Foundation Type: Basement
Property Zoning: RM Attic Access: No
Number of Stories: 2 Accessory Structure:

This unit has 5 approved sleeping rooms (1 two bedroom unit and 3 sleeping rooms). During the
cyele inspection it was noted that the building is being used as 1 six bedroom unit. This property
may be in violation of Bloomington Municipal Code Title 20 with regard to sleeping rooms and
density. This unit needs to be brought into compliance with Title 20 within sixty (60) days from
the date of this inspection to. avoid possible legal action by the City of Bloomington Legal
Department. #e City's Planning Department will be the Department which decides whether or not
a violation of Title 20 has occurred and whether or not any vielation of Title 20 has been
remedied. For more information, please contact the Planning Department at 349-3423. Please
note that the City of Bloomington Housing and Neighborhood Development Department will not
jssue a residential rental occupancy permit for any property that is not compliance with Title 20 of
the Bloomington Municipal Code. , ‘

INTERIOR
Entry hallway
No violations noted.
121
401 N. Mortot_l Street , City Hall Rental Inspections: (812) 349-34% {
Bloomington, IN 47404 Neighborhood Division: (812) 349-347 - ¢

Fax: (812) 349-3582 www.bloomington.in.gov '  Housing Division: (812) 349-34



Living room (13 x 22)

Thoroughly clean and service the gas fireplace, inspect and test shut off valves for proper operation.
Documentation from a professional HVAC contractor for this service is acceptable and encouraged.
Servicing shall include a test for carbon monoxide. Acceptable levels of carbon monoxide arc as
follows: '

Desired level: 0 parts per million (ppm)
Acceptable level in a living space: 9 ppm

Maximum concentration for flue products: 50 ppm

PM-603.1

1* floor bath
No violations noted.

1% floor kitchen (9 x 5}

Replace the missing knob on the stove. PM-603.1

A minimum 1A 10BC classification fire extinguisher shall be mounted in a visible, accessible
Jocation, in or adjacent to the kitchen, away from the range, and in the path of egress. The
“ securing mechanism must be no more than 5 feet above the floor. PM-704.3.

All fire extinguishers must be inspected every 30 days and a record of that inspection shall be kept.
Metal head extinguishers shall be subjected to maintenance at intervals of not more than one (1)
year and shall have a tag or label securely attached that indicates the month and year the
_maintenance was performed as well as the identity of the person/company performing the service.
Metal head extinguishers must be recharged every six years and hydro-tested every 12 years per
NEPA-10. Plastic head extinguishers must be replaced every 12 years per NFPA-10. PM-704.3

1% floor rear bedroom (9 x 12)

Replace the missing smoke detector. PM-704.1

This room has an exterior door for egress.

122
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1** floor northeast bedroom (14 x 9)

Existing Egress Window Measurements:
Height: 19 ¥ inches
Width: 32 inches
Sill Height: 29 inches
Openable Area: 4.33 sq. ft.

At the time this structure was built, there were no code requirements for emergency egress for a
sleeping room. The Housing & Neighborhood Development Department strongly recommends that
the sleeping room egress windows be modified or replaced with a larger window to aid in
emergency escape. BMC-16.04.040 (b)

Repair the south window on the east wall. The sash is coming apart. PM-303.13

Replace the smoke detector. PM-704.1

2" floor kitchen (4 x 12)

Propetly repair the stair way handrail to be sturdy and capable of supporting anticipated loads. PM-
304.5

A minimum 1A 10BC classification fire extinguisher shall be mounted 1n a visible, accessible
location, in or adjacent to the kitchen, away from the range, and in the path of egress. The securing
mechanism must be no more than 5 feet above the floor. PM-704.3.

All fire extinguishers must be inspected every 30 days and a record of that inspection shall be kept.
Metal head extinguishers shall be subjected to maintenance at intervals of not more than one (1)
year and shall have a tag or label securely attached that indicates the month and year the
maintenance was performed as well as the identity of the person/company performing the service.
Metal head extinguishers must be recharged every six years and hydro-tested every 12 years per
NFPA-10. Plastic head extinguishers must be replaced every 12 years per NFPA-10. PM-704.3

/23



N

49

2™ floor south central bedroom (11 x 13)

Provide operating power to smoke detector. PM-704.1

Existing FEgress Window Measurements:
Height: 24 inches
Width: 31 inches
Sill ¥leight: 28 inches
Openable Area: 5.17 sq. ft.

Note: These measurements are for reference only. There is no vielation of the
emergency egress requirements.

Sleeping rooms shall not be used as the only means of access to other sleeping rooms or habitable
space. Continued use of this space as a sleeping room shall be contingent upon either providing
proper access to the room in accordance with all applicable rules or securing a variance to the Property
Maintenance Code from the Board of Housing Quality Appezals (BHQA). PM-404.4.2

2™ floor southeast bedroom (12 x 9)

Existing Egress Window Measurements:
Height: 20 inches
Width: 33 inches
Sill Height: 38 inches
Openable Area: 4.58 sq. ft.

At the time this structure was built, there were no code requirements for emergency egress for a
slesping room. The Housing & Neighborhood Development Department strongly recommends that
the sleeping room egress windows be modified or replaced with a larger window to aid in
emergency escape. BMC-16.04.040 (b)

2nd floor northeast bedroom (10 x 15)

Provide operating power to smoke detector. PM-704.1

Existing Egress Window Measurements:
Height: 24 inches
Width: 31 inches
Sill Height: 28 inches
Openable Area: 5.17 sq. ft.

Note: These measurements are for reference only. There is no violation of the
emergency egress requirements.
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2nd floor bath
No violations noted.

2" flpor northwest bedroom (14 x 14)

Existing Egress Window Measurements:
Height: 22 Y inches
Width: 35 inches
Sill Height: 28 inches
Openable Area: 5.47 sq. ft.

Note: These measurements are for reference only. There is no violation of the
emergency egress requirements.

Basement
C Provide a complete directory of all service panels and circuits. PM-605.1
( ' Replace the broken window pane in the exterior door. PM-303.13.1

Install a smoke detector in an approved location. Tf wall mounted, it shall be located between 6 and
( 12 inches from the ceiling. If celling mounted, 1t shall be located at least 4 inches from the wall.
PM-704.1 '

( Properly repair the lowest stair tread. PM-304.4

EXTERIOR

( Properly repair the front screen door. PM-303.15

j25



OTHER REQUIREMENTS

Reguired documentation:

A completed copy of the Tenants and Owners Rights and Responsibilities Summary must be
provided to this office or reviewed with the inspector within 60 days of the date of the mnspection
or a $25.00 fine will be levied. BMC 16.12.050 (d)

Required documentation:
The owner or his agent shall contact the tenant and arrange a joint inspection of the premises to
occur within ten days of the tenant’s occupancy of the rental unit. The owner or his agent and the
tenant shall at that time jointly complete an inventory and damage [ist, and this shall be signed by
all parties to the tenancy agreement. Duplicate copies of the inventory and damage list shall be
retained by all parties and shall be deemed a part of the tenancy agreement. A completed copy of
the Inventory & Damage List must be provided to the office or reviewed with the inspector
withio 60 days of the date of the inspection or a $25.00 fine will be levied. BMC16.12.040

When issued, a copy of the new Rental Occupancy Permit shall be posted as required by BMC
16.12.080 (b): All rental units shall be required to have a current occupancy permit displayed in an
accessible location inside the unit. The permit shall contain the name of the owner or his agent and
the expiration date of the permit. BMC 16.12.080 (b)

/26
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City of Bloomington
H.AN.D.
Board of Housing Quality Appeals
Staff Report: Petition for Extension of Time
Meeting Date: August 10, 2011
Petition Type: An extension of time to corﬁplete repairs

Petition Number: 11-TV-108

Address: 211 S. Kimble Drive Unit C12
Petitioner: Lori A. Raines (for Peter Nguyen)
Inspector: Jo Stong

Staff Report: June 1, 2011: Received complaint

June 2, 2011: Conducted complaint inspection
June 7, 2011: Sent complaint report
June 20, 2011: Received appeal

During a complaint inspection of Unit C12 there was evidence that water had been coming into
the apartment, significantly damaging the kitchen floor. The water heater was also leaking from
both the hot and cold connections. All items on the floor of the kitchen were soaked with water.
The tenants and a caseworker for the tenants stated that water had come in from the common
hallway and into the entrance of the apartment through a back door in the building. The
petitioner is requesting an extension of time to complete repairs to the south wall of the building,
which will likely require extensive work including the relocation of some utilities.

Staff recommendation: Grant the extension of time.

Conditions: All repairs must be completed and re-inspected no later than the deadline
stated below, or this case will be turned over to the City of Bloomington
Legal Department for further action including the possibility of fines.

Compliance Deadline: August 31, 2011

Attachments: Complaint report, photos, floor plan, application for appeal
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‘ * Apphcatmn for Appeal
. . : To The :
o A, S - Board of Housing Quality Appeals
: ' P.O. Box 100
* ‘ R Bloomington, IN 47402
812-349-3420.

Petitioner’s Name:

| 0 "Vokey U%ux/@,m_ |
_éemgnervs'Addreﬁ‘& S 20 S el D, L epmivetm 1P ?F’HW
Owner's Name: POty L, \\qou@ | | |
'OWsAddress&pthmherm@ €. oo M Al sominediv- W doy
Address of Property: N3 ,\uW\LD\)Q] Dy, Ol Pimm t‘wgm\x 10 tadad

Occupani(s) Name(s): \me

The following conditions must be found in each case in order for the Board to cunnder the request:

1. Thatthe value of the area aboui the property to which the exception is to apply will not be adversely affected.

2. That the exception is consistent with the intent arid purpose of the housing code and promotes public health,
safety, and general welfare. ‘

Iden}iy the variance type that you are requestmg from the following list and attach the required mformatlon

\/ A. An extension of time to cumplete repairs. (Pentmn type: TV)
L Specify the items that need the extension of time to ccmpletc
L+ Explain why the extension is needed
Y+  Specify the time requested
B. A modification or exception to the Housing Property Maintenance Code. (Petition type: V}
Y+ Specify the code reference number you are appealmg
'+ Detail why you are requesting the variance
- b Specify the modifications and or alterafions you are suggesting
C. Relief from an administration decision. (Petition type: AA)
' " L+ Specify the decision being appealed and the relief you are scekmg
D. Rescind a variance. (Petition type: RY) .
L+ Detail the existing variance
& Specify the reason the variance is no longer needed

I certify thai;iZ?rmatmn submitted Wlth this request is correct and X have euc[osed the $20.00 filing fee. -

V\/\/jﬁ’ W (Will be assigned by BHQA)
§ -7V =10 %
/Q( EACUL VAN Petition Nutober: __

(Please use the reverse side for further explanation and/or request)

Signature:

Name (print}:
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i l .. ‘ ~ Application for Appeal
' To The
%ﬁmm& ‘ Board of Honsing Quality Appeals
. P.O. Box 100
‘ ‘ . S Bloomington, IN 47402
812-349-3420

(Please write a brief narrative in the space prov:ded below. Be specific as to what you are requesting, the reason(s) or
justification(s) for your request, the amount of time needed to bring the property into comphance .as WeR as any
mod.lﬁoatlons and/or alterai:lons you are suggesting.) -

¥ mllwwﬁm Oud oe_heon Oﬂﬁff%@

h&Ad@nM mhw@%)\ww

%\%\w\r@)\ \DIN&MMW MD W/

Qm«\&m m,ofm, @MMMM o basked

| %mwt 4 Alodons w»r@ GMJ&W:&LL
-(\/\%MM\» g stad /M windd e

&Mﬁkﬁ %M#MW@/

(‘ML@L@\TQ,MJ% Q@Cb(ﬁu-dmr % [ aw&ite,

. Signatllxre: TQ&Q\)% mw | Da"te: (’@‘»wl IR
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211 S. Kimble Drive Unit C12
Complaint Inspection

June 3, 2011
- . Page 1 of 2
City of Bloomington °
Housing and Neighborhood Development
Complaint Inspection Report
855
OWNERS
NGUYEN, PETER 1.
2700 E. BRIGGS BEND
BLOOMINGTON, IN 47401
Prop. Location: 211 S KIMBLE DR Number of Units/Structures: 24 / 2
Date Inspected: 06/02/2011 Number of Bedrooms: 1 & 2
Inspectors: Jo Stong Max # of Occupants: 2 & 4
Primary Heat Source: Gas Foundation Type: Basement
Property Zoning: CA Attic Access: Yes
Number of Stories: 2 Accessory Structure: None

The following items are the result of a complaint inspection conducted on June 2, 2011. It is your
responsibility to repair these items and to schedule a re-inspection within fourteen (14) days of the
mailing of this report. Failure to comply with this inspection report will result in this matter being
referred to the City of Bloomington Legal Department. Failure to comply with this complaint
inspection report may result in fines of up to $100.00/day. If you have questions regarding this
report, please contact this office at 349-3420.

UNIT C12
INTERIOR:

Kitchen:
Find the source of the water coming up through the kitchen floor and eliminate it. PM-304.3

Properly repair floor. This includes but is not limited to replacing or repairing damaged or
deteriorated floor covering, decking and structural members. PM-304.2 & PM-304.4

Mechanical Closet:
Repair all leaks in the water heater. Leaking at both hot and cold connections. PM-504.1

__ /30
401 N. Morton Street - City Hall Rental Inspections: (812) 349-3420
Bloomington, IN 47404 Neighhorhood Division: (§12) 349-3421

Fax: (812) 349-3582 www.bloomington.in.gov Housing Division: (§12) 349-3401



211 S, Kimble Drive Unit C12
Complaint Inspection
Tune 3, 2011
Page 2 of 2
Mechanical Closet (cont’d.)
Properly repair floor. This includes but is not limited to replacing or repairing damaged or
deteriorated floor covering, decking and structural members (floor covering is not required here
and may be removed). PM-304.2 & PM-304.4
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Unit C13

mechanical closet
Kitchen | Bedroom
COMMON
HALLWAY
S I—IL 7 L‘l_l
Bathroom
1 ﬂ
UNIT C12
Bedroom
Living Room
_UP__.._".
——

211 S. Kimbie Drive
Unit C12
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City of Bloomington
H.AN.D.
Board of Housing Quality Appeals
Staff Report: Petition for Extension of Time
Meeting Date: August 10, 2011
Petition Type: An extension of time to complete repairs

Petition Number: 11-TV-109

Address: 2455 Tamarack Trail

Petitioner: Meadowood Retirement Community
Inspector: Mosier/Hewett/Armold

Staff Report: May 31, 2011 — Conducted Cycle Inspection

July 11,2011 — Received BHQA Appeal
It was noted during the cycle inspection that some of the windows will not close and latch
properly and need to be replaced. An extension of time is needed to order and receive the
windows, then time to install the windows.
Staff recommendation: Grant the extension of time.
Conditions: All repairs must be completed and re-inspected no later than the deadline
stated below, or this case will be turned over to the City of Bloomington
Legal Department for further action including the possibility of fines.

Compliance Deadline: October 10, 2011

Attachments: BHQA Appeal, Petitioner’s Letter, Cycle Report, Quote For Windows.

/3%



IECIELIVIE
I L 1 1 Zﬂﬂ Page 1 of 2

BY: e .
Kpplication For Appeal

To The
Board of Housing Quality Appeals
P.0. Box 100
Bloomington, IN 47402
812-349-3420
hand@bloomington.in.gov

|
3 &

Property Address: 2455 Tamarack Trail, Bloomington, IN 47408

Petitioner's Name: Meadowood Retirement Community

Address: 2455 Tamarack Trail

City: Bloomington State: Indiana : Zip Code: 47408

Phone Number: (812)336-7060  E-mail Address: rhornstein@5sge.com

Owner's Name: Five Star Quality Care-IN, LLC

~ Address: 2455 Tamarack Trai

City: Bloomington State; Indiana Zip Code: 47408

Phone Number: 812-336-7060  E-mail Address: rhornstein@ssqc.com

Occupants: Retirement community with rental garden and apartment homes.

The following conditions must be found in each case in order for the Board to consider the request:

1. That the exception is consistent with the intent and purpose of the housing code and promotes public
health, safety, and general welfare.

2. That the value of the area about the property to which the exception is to apply will not be adversely
affected.

Identify the variance type that you are requesting from the following drop down menu:

Variance Type: Anextension of time to complete repairs. {Petition Type: TV)

Reminder:

A $20.00 filing fee must be submitted with the Appeal
Application or the application will not be considered to be
complete! A completed application has to be submitted J-Tv-./0 ?
prior to the meeting application deadline in order to be
placed on that months agendal

(will be'assigned by BHQA)

Petition Number:

/36



Page20f2
in the space provided below please write a brief narrative regarding your request. Be specific as to what you are
requesting, the reason(s) or justification(s} for your request, the amount of time needed to bring the property into

compliance, as well as any modifications and/or alterations you are suggesting. The following information must be
included dependent upon the type of variance you are requesting:

A. An extension of time to complete repairs. (Petition type: TV}
1. Specify the items that need the extension of time to complete.
2, Explain why the extension is needed.
3. Specify the time requested,
B. A modification or exception to the Housing Property Maintenance Code. (Petition type: V)
1. Specify the code reference number you are appealing.
2, Detail why you are requesting the variance.
3, Specify the modifications and or alterations you are suggestlng
C. Relief from an administration decision. (Petition type: AA}
1. Specify the decision being appealed and the relief you are seeking.
D. Rescind a variance, (Petition type: RV)
1. Detail the existing variance.

2. Specify the reason the variance is no longer needed.

Some windows need to be replaced and the lead time to order and receive is approximately four weeks
Installation would require an additional 45 days.
Petition type: TV

Signature (Required): f(’ﬂ/"”’d'? [W —ﬁ/ WW«\)\/

Name (Print); Randy Hornstein for Meadowood

Date: 7M1/

important information regarding this apphcatlon format:

1. This form is designed to be filled out electronically, printed, then retumedlsubmxtted manually
" {e.g. postal mail).

2. This document may be saved on your computer for future use, however, any data that you have
entered will not be saved,

Print Form
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Andersen; Andersen Windows - Abbreviated Cluote Report
§ Project Name: MEADOWOOD HAND CUSTOM
S Quote #1947 Print Date:  07/07/2011 Quote Date:  0747/2011 iQ Version: 111
Dealer. Tommy D's Windows, Doors, and More Ing. Customer;: MEADOWOOD
3148 S. 8t. Rd. 446 Biling
Bloomington, IN, 47401 Address: -
B12-330-8808 Phone: Fax:
Sales Rep:  MIKE CORNS Contach:
CSR Name: Trade D 811510 Promotion Code:
ltem Qty item Size {Operation) lLocation Unit Price Ext. Price
=== 0001 1 C25(R) ) 3 642.24 § 642.24
R i RO Size =4'01/2"Wx 5°03/8”"H UnitSize=4'0"Wx 4" 1178 H .
A Unit, Terratone/White - Faciory Painted, LR Handing, (All Sash) High Performance Low-E4 Glass (Includes 4 9/16" Factory Applied White - Painted
- Complete Unit Extension Jambs})

Insect Screen, White
Hardware Pack, PSG, Contemporary Folding - White

0002 5 C15-P4050-C15 (L-F-R) ‘ $ 114018 § 5700.50
RO Size=8"1"Wx5'03/8"H UnitSize=801/2"W x4 11 7/8"H

Composite Unit, Terratone/White - Factory Painted, High Performance Low-E4 Glass, No Grille(s), Perimeter Extension Jambs 4 916" White - Painted
Gomplete Unit, Factory (Direct) Appfied, Mulling Location: Factory (Direct), Mull Type: Narrow Mull, Mull Priorty: Vertical

insect Screen White

Hardware Pack, PSG, Gontemporary Folding - White

Perimeter Extension Jambs, White - Painted, 4 9/16", Factory {Direct) Applied, Cornplete Unit

0003 4 PSC 2'57/8" x 4 11 7/8"-PSC 2'5 7/8" x 4" 11 7/8" {L-M) 3 91720 & 3668.80
RO Size =5 03/8" WX 5 03/8"H UnitSize=4"11 7/8"Wx 4 117/8"H

4 : Composite Unlt, Terratone/White - Factory Painted, High Performance Low-E4 Glass, No Grille(s), Perimeter Extension Jambs 4 9/16" White - Painted
. .I Cornplete Unit, Factory {Direct) Applied, Mulling Location: Factory (Direct), Mull Type: Narrow Mull, Mull Priority: Vertical
i Insect Screen, White
Hardware Pack, PSC, Contemporary Folding - White
Perimeter Extension Jambs, White - Painted, 4 9/18", Factory {Direct) Applied, Cnmplete Unit

Quote #: 1947 Print Date:  07/07/2011 Page 10 3 iQ Version: 111
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Item Qty Item Size {Operation} Location Unit Price Exi. Price

0004 2 PSCR 578" x4 117/8"(R) $ 464.76 $ 929.52
RO Size=2"63/8"Wx5 03/8"H UnitSize=2'57/8"Wx 4'117/8"H

Linil, Teratone/White - Factory Painted, R Handing, High Performance Low-E4 Glass {Includes 4 8/18" Factory Applied White - Painted Thick Complete
Unit Extension Jambs)

Iinsect Screen, White
Haroware Pack, PSC, Contemporary Folding - Whiie

D005 15 PSC2'57/8"x 4 11 7/8"-PSC 2'5.7/8" x 4" 11 7/8" (L-R) , $ 240.0% $ 14401.35
RO Size=5'03/8"Wx503/8"H UnitSize=4"117/8" W 4" 1178"H

Composite nit, Terratone/White - Factory Painted, High Performance Low-E4 Glass, No Grilla{s), Perimeter Extension Jambs 6 9/1 6" White - Painted
Complete Unit, Factory (Direct) Applied, Mulling Location: Factory (Direct), Mull Type: Narrow Mull, Mult Priosity: Vertical

Insect Screen, White

Hardware Pack, PSC, Contemporary Folding - White

Perimeter Extension Jambs, White - Painted, 6 8/16", Factory (Direct} Appiied, Complete Unit

D006 3 PSC 2 57/8" x4 11 7/8"-P5C 2'57/8" x 4" 11 7/8"-P5C 2 % 1340.19 $ 4020.57
5787 x 411 7/8" (L-5-R)

BOSize =7 6 3/B"Wx 5 03/8"H UnitSlze-T7T'57/8"Wx 4" 11 7/8" H

Composite Unit, TerratoneWhile - Factory Painied, High Performance Low-E4 Glass, No Grille(s), Perimeter Extension Jambs 6 S/16" White - Painted
Complete Unit, Factory (Direct) Applied, Mulling Locafion: Factory (Direct), Mull Type: Narrow Mull, Mull Priority: Vertical

Insect Screen, While

Hardware Pack, PSG, Contempoerary Folding - White

Perimeter Exiension Jambs, White - Painted, 6 §/16", Factory (Direci) Apphed, Complate Unit

Subtotal @ 25,063.34]
Totel Load Factor

Customer Signaiure

T (7000%)  §— zaad
12.709 ( ) 20
) Grand Tore

Dealer Signature

** All graphics viewed from the exterlor

Quote #1947 Print Date;

0MGH2011

Page 20t 3

iQ Version:
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lietn -

aty

Mem Size (Operation)

Location

Unit Price

Ext. Price

** Rough opening dimensions are minimums apd may need te be increased to allow for use of building wraps or flashings or sill panning or brackets or fasteners or

other items.

[Project Comments:

Quote #: 1847

Print Date:  07/07/2011

Page

30O

iQ Version:

1141
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City of Bloomington
Housing and Neighborhood Development

Cyvcle Report
7197

OWNERS

FIVE STAR QUALITY CARE
400 CENTRE STREET
NEWTON, MA 02453

AGENT

TARGET, NANCI
2455 E. TAMARACK TRAIL
BLOOMINGTON IN 47408

Prop. Location: 2455 E TAMARACK TRAIL Number of Units/Structures: 185 /24
Date Inspected: 05/31/2011 Number of Bedrooms: 1,2,3
Inspectors: Mosier/Hewett/Amold Max # of Occupants: 2,3,4,5
Primary Heat Source: Electric/Gas Foundation Type: Crawl Space/Slab
Property Zoning: PUD Attic Access: No

Number of Stories: 2 Accessory Structure: Garages

NOTE:
1 Room dimensions are in the file or listed on the previous cycle inspection report.
@r Only Units/Rooms with violations shall be listed on this report. -

MAIN APARTMENT BLDG:
The Monroe County Assessors records indicate that these structures were built in 1982,
Minimum egress requirements for Multi-Family Dwellings built at the time of construction.

Openable area: 4.75 Sq. Ft.

Clear width: 18 inches

Clear height: 24 inches

Sill height: 48 inches above the finished floor

Y1

401 N. Morton Street City Hall Rental Inspections: (812) 349-3420
Bloomingten, IN 47404 Neighborhood Division: (812) 349-3421
Fax: (812) 349-3582 www.bloomington.in.gov Housing Division; (812) 349-3401



GARDEN HOME APARTMENTS

The Monroe County Assessors records indicate that these structures were buﬂt in 1982.
Minimum egress requirements for One and Two Family Dwellings at the time of construction
Openable area: 4.75 Sq. Ft.

Clear width: 18 inches

Clear height: 24 inches

Sill height: 48 inches above the finished floor

SYCAMORE RIDGE HOMES:
The Monroe County Assessors records indicate that these structures were built in 2009.

Minimum egress requirements for One and Two Family Dwellings at the time of construction.

Openable area: 5.70 Sq. Ft., Exception: Grade Floor Openings shall have 5.0 Sq. Ft.
Clear width: 20 inches

Clear height: 22 inches

Sill height: 48 inches above the finished floor

INTERIOR: :
Egress window measurements for Garden Homes on E. Juniper Place are as follows:
Existing Egress Window Measurements: Casement: Const. Yr. - 1982
Height: 55.5 inches
Width: 20 inches
‘Sill Height: 24 inches
Openable Area: 7.71 sq. ft.

Note: These measurements are for reference only. There is no violation of the

emergency egress requirements.

Garden Homes
E. Juniper Place
UNIT 901

Dining Room:

Every window shall be capable of being easily opened and closed by its own hardware, to

the right and left of doorway. PM-303.13.2

Kitchen:

The water supply system shall be installed and maintained to provide a supply of water to
plumbing fixtures, devices and appurtenances in sufficient volume and at pressures
adequate to enable the fixtures to function properly, safely, and free from defects and leaks
(repair faucet in a manner so that there is adequate water pressure and volume) . PM-505.3

Crawlspace:
Repair the exhaust fan to function as intended. PM-603.1
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UNIT 903
NOTE: Repair all smoke detectors in this unit to be interconnected. PM-704.1

Dining Room:
Repair the fogged window to the right of the exterior door, to function as intended.

"PM-303.13

UNIT 905

Living Room:
Provide a complete directory of all service panels and circuits. PM-605.1

Sun Room: _
Interior walls shall be free of holes, cracks, peeling paint and deteriorated drywall/plaster.
PM-304.3

Kitchen: ,
Seal the backsplash on the counter top. PM-304.3

UNIT 907
Water Heater Closet:
Temperature/pressure relief (TPR) valve discharge tubes:
e shall not be reduced in size from the valve outlet
shall be rigid galvanized, rigid copper, or any CPVC pipe
shall not have a threaded discharge end
drain by gravity
shall have a minimum 17 air gap where discharging into a sanitary drain, or an approved
air break
e shall extend to within 6” of floor. PM-505.4

~ UNIT 913

Living Room:
Repair/replace the defective window crank on the window. PM-303.13

UNIT 919

Garage:
Repair/replace the detertorated entry door, rusted. PM-303.15

UNIT 915
Back Porch: |
Replace the deteriorated storm door and install the missing closing device. PM-303.15

UNIT 917

Dent: .
From May 15th to October 15th of each year, every door opening directly from any rental
unit to the outdoors, and every window or other outside opening used for ventilation
purposes shall be supplied with approved screening. PM-303.14
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UNIT 917 {(continued)

Den: _
Right side window missing set screw for the window crank. PM-303.13
Replace the missing interconnected smoke detector. PM-704.1

Kitchen: ,
A minimum 1A 10BC classification fire extinguisher shall be mounted in a visible,
accessible location, in or adjacent to the kitchen, away from the range, and in the path
of egress. The securing mechanism must be no more than 5 feet above the floor.
PM-704.3.

UNIT 921

Master Bedroom:
Repair the left window to function as intended, won’t close and latch. PM-303.13.2

UNIT 925:
Unit is in process of turn over, will check @ re-inspection.

UNIT 926
Repair all smoke detectors in this unit to be interconnected. PM-704.1

UNIT 927

Den:
Every window shall be capable of being casily opened and closed by its own hardware, left
window, repair the defective window crank to function as intended.
PM-303.13.2

Bedroom:
Every window shall be capable of being easily opened and closed by its own hardware, also
repair the windows to latch properly. PM-303.13.2

UNIT 931

Kitchen:
A minimum 1A 10BC classification fire extinguisher shall be mounted in a visible,
accessible location, in or adjacent to the kitchen, away from the range, and in the path
of egress. The securing mechanism must be no more than 5 feet above the floor.
PM-704.3.

UNIT 932

Basement:

Replace the loud garbage disposal. PM-504.1
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UNIT 933
Kitchen:
A minimum 1A 10BC classification fire extinguisher shall be mounted in a visible,
~ accessible location, in or adjacent to the kitchen, away from the range, and in the path
of egress. The securing mechanism must be no more than 5 feet above the floor.
PM-704.3. ' -

Hallway:
Repair the smoke detector to function as intended. PM-704.1

Bathroom:
Seal edge of floor covering adjacent to bathtub. PM-304.1

Replace the loud exhaust fan. PM-603.1
UNIT 935

Guest Bedroom:
Repair the window to be weather tight and to latch properly. PM-303.13.2

UNIT 940
Repair all smoke detectors in this unit to function and to be interconnected. PM-704.1

UNIT 938
Den: :
Replace the deteriorated storm door. PM-303.15

E Sassafras Circle
Egress window measurements for Garden Homes on E. Sassafras Circle are as follows:
Existing Egress Window Measurements: Casement: Const. Yr. - 1982
Height: 54 inches
Width: 21 inches
Sill Height: 24 inches
Openable Area: 7.87 sq. ft.

Note: These measurements are for reference only. There is no violation of the
emergency egress requirements.

UNIT 1003
Entryway: 7

Properly repair/replace loose, damaged, or missing floor covering. (grout cracked)
PM-304.4

UNIT 1005
Middle Bedroom:
Repair the smoke detector in this bedroom to be interconnected. PM-704.1
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UNIT 1007
Kitchen: '
A minimum 1A 10BC classification fire extinguisher shall be mounted in a visible,
accessible location, in or adjacent to the kitchen, away from the range, and in the path
of egress. The securing mechanism must be no more than 5 feet above the floor.

PM-704.3.

Bathroom:
Repair the sink drain stopper assembly to function as intended, missing clip. PM-504.1

UNIT 1011

Kitchen:
Interior walls shall be free of holes, cracks, peeling paint and deteriorated drywall/plaster.
Repair the nail holes adjacent to the ceiling. PM-304.3

Dining Room: :
Interior walls shall be free of holes, cracks, peeling paint and deteriorated drywall/plaster.
Repair the nail holes at the bulkhead. PM-304.3

Living Room:
Repair the surface of the ceiling to be free of holes, cracks, peeling paint and sagging
materials. Adjacent to ceiling and the entryway. PM-304.3

Bathroom:
Repair the surface of the ceiling to be free of holes, cracks, peeling paint and sagging
materials. PM-304.3

UNIT 1013

Master Bedroom: _
Every window shall be capable of being easily opened and closed by its own hardware.
Repair the right side window to function as intended. PM-303.13.2

UNIT 1015
Replace all of the missing window cranks in this unit. PM-303:13.2

UNIT 1019
Unit is in process of turn over, will check (@ re-inspection.

UNIT 1023

Kitchen:
A minimum 1A 10BC classification fire extinguisher shall be mounted in a visible,
accessible location, in or adjacent to the kitchen, away from the range, and in the path
of egress. The securing mechanism must be no more than 5 feet above the floor.
PM-704.3.
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UNIT 1043
Kitchen:
Repair or replace the peeling linoleum. PM-304.4

Interior walls shall be free of holes, cracks, peeling paint and deteriorated drywall/plaster,
adjacent to the refrigerator. PM-304.3 -

UNIT 1045

Dining Room: .
Finish the drywall repair, sand and paint. PM-304.3

UNIT 1047
Repair all smoke detectors in this unit to function and to be interconnected. PM-704.1

UNIT 1053

Kitchen:
A minimum 1A 10BC classification fire extinguisher shall be mounted in a visible,
accessible location, in or adjacent to the kitchen, away from the range, and in the path
of egress. The securing mechanism must be no more than 5 feet above the floor.
PM-704.3.

UNIT 1014
Kitchen: :
A minimum 1A 10BC classification fire extinguisher shall be mounted in a visible,
accessible location, in or adjacent to the kitchen, away from the range, and in the path
of egress. The securing mechanism must be no more than 5 feet above the floor,
PM-7043. '

UNIT 1016 -

QGarage;
Replace the defective doorknob on entry door to unit, locks inadvertently. PM-304.6

UNIT 1020
Master Bedroom:
Repair all smoke detectors in this room to be interconnected. PM-704.1

Master Bathroom:
Seal edge of floor covering adjacent to bathtub. PM-304.1

UNIT 1026
R Bedroom:
Repair the window to close properly, won’t close under normal operation of hardware.
"PM-303.13.2
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UNIT 1028

Hallway:
Replace the naudible smoke detector. PM-704.1

Hall Bath:
Seal edge of floor covering adjacent to bathtub. PM-304.1

UNIT 1030

Kitchen:
A minimum 1A 10BC classification fire extinguisher shall be mounted in a visible,
accessible location, in or adjacent to the kitchen, away from the range, and in the path
of egress. The securing mechanism must be no more than 5 feet above the floor. PM-704.3

UNIT 1048
L Bedroom:
Repair the windows to latch and be weather tight. PM-303.13.2

UNIT 1050

Living Room:
Repair the left window to be weather tight. PM-303.13.2

Hall Bath:
Seal edge of floor covering adjacent to bathtub. PM-304.1

- Remove the old caulk from the sink counter top and re-seal with new caulk. PM-304.3

UNIT 1652 .
Repair all smoke detectors in this unit to be interconnected. PIM-704.1

UNIT 1056

No access at time of cycle inspection, will check at re-inspection.

E. Linden Dr.
Egress window measurements for Garden Homes on E. Linden Dr. are as follows:
Existing Egress Windew Measurements: Casement: Const. Yr. - 1982
Height: 54 inches
Width: 24 inches
Sill Height: 24 inches
Openable Area: 9.00 sq. ft.

Note: These measurements are for reference only. There is no violation of the
emergency egress requirements.

UNIT 1123

Living Room:
Repair the door to latch properly. PM-303.15
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Master Bathroom:
Repair the toilet to flush properly, insufficient water to bowl. PM-504.1

UNIT 1125
Master Bedroom:
Replace the missing cover plate on receptacle, adjacent to the east door. PM-605.1

Den:
Tighten the loose light switch cover plate. PM-605.1

UNIT 1128
Repair/replace the dishwasher to function as intended. PM-504.1

UNIT 1130
Finish the re-meodeling of unit, check @ re-inspection.

UNIT 1132

Living Room; )
Install a closing device on the entry storm door. PM-303.15

UNIT 1137

Living Room:
Secure the loose flooring @ the bedroom entryway. PM-304.4

UNIT 1147
Finish the re-modeling of unit, check @ re-inspection.

UNIT 1151
Master Bathroom: :
Replace flexible drain pipe with approved rigid piping. PM-504.1

SYCAMORE RIDGE HOUSES
Egress window measurements for Sycamore Ridge Houses are as follows:
Existing Egress Window Measurements: Casement: Const. Yr. - 2009
Height: 54 inches
Width: 24.5 inches
Sill Height: 25.5 inches
Openable Areca: 9.18 sq. ft.

Note: These measurements are for reference only. There is no violation of the
emergency egress requirements.



UNIT 787

Utility Room:
Thoroughly clean and service the furnace, inspect and test shut off valves for proper operation.
Documentation from a professional HVAC contractor for this service is acceptable and
encouraged. Servicing shall include a test for carbon monoxide. Acceptable levels of carbon
monoxide are as follows: | '

Desired level: 0 parts per million (ppm)
Acceptable level in a living space: 9 ppm
Maximum concentration for flue products: 50 ppm
PM-603.1
UNIT 791 «
NOTE:

Repair all smoke detectors in this unit to be interconnected. PM-704.1

Main Floor
1* Bedroom;
Shim the door to function as intended, swings open. PM-304.6

Bathroom:
Shim the door to function as intended, swings open. PM-304.6

Living Room: -
Repair the north window, left side, to latch properly. PM-303.13.2

Kitchen:
Repair the deadbolt to function as intended on entry door to garage. PM-304.6

Repair the pantry door to latch properly. PM-304.6
Master Bedroom:

Repair the sliding glass door to function as intended, out of square, weather tight.
PM-303.15

Replace the missing window screen on south window, right side. PM-303.14

LOWER LEVEL
Family Room:
Repair the north window, left side to latch properly. PM-303.13.2

Utility Room:
Repair the door to fit the door jamb. PM-304.6
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Utility Room: (continued) -
Thoroughly clean and service the furnace, inspect and test shut off valves for proper operation.
Documentation from a professional HVAC contractor for this service is acceptable and
encouraged. Servicing shall include a test for carbon monoxide. Acceptable levels of carbon
monoxide are as follows:

Desired level: 0 parts per million (ppm)

Acceptable level in a living space: 9 ppm
Maximum concentration for flue products: 50 ppm
"PM-603.1

MAIN APARTMENT BUILDING
Existing Egress Window Measurements: Casement: Const. Yr. - 1982
Height: 54 inches
Width: 20 inches
Sill Height: 21 inches
Openable Area: 7.5 sq. ft.

Existing Egress Window Measurements: Casement: Const. Yr. - 1982
Height: 55 inches |
Width: 18 inches
Sill Height: 21 inches
Openable Area: 6.88 sq. ft.

Note: These measurements are for reference only. There is no violation of the
emergency egress requirements.

Common areas:
No violations noted.

LOWER LEVEL
UNIT 001

Living Room:
Repair the windows to be weather tight. PM-303.13

"UNIT 02

Living Living Room:
Replace the missing handle for the shdmg screen door. PM-303.15

2™ Bedroom:
Repair the right window to open and close as intended, taped shut. PM-303.13

UNIT 010

Hallway:
Eliminate all unused openings in service panel/junction box, by installing approved rigid

knockout blanks. PM-604.3



UNIT 018
Bathroom: .
Repair or replace exhaust fan so that it functions as intended. PM-603.1

UNIT 022
R Bathroom:
Repair the toilet not to run constantly. PM-504.1

Bedroom:
Scrape and paint interior surfaces where paint is peeling or bare surfaces are exposed,
- window frame. PM-304.3

UNIT 024
Kitchen:
Repair the 1% light to function as intended, needs new ballast. PM-605.1

Living Room:
Repair the sliding glass door to latch as intended. PM-303.15

Bedroom:
Repair both windows to open and close as intended. PM-303.13

R Bathroom:
Repair the sink drain to function as intended, slow. PM-504.1

1°" FLOOR
UNIT 102
Kitchen:
Repair the 1% light fixture to function as intended, not working. PM-605.1

Living Room:
Repair the far left window to open easily. PM-303.13

UNIT 110
Bedroom:
Repair the windows t6 open and close easily. PM-303.13

UNIT 111

Living Room: '
Secure the smoke detector to its base, hanging down. PM-704.1

UNIT 114

Kitchen:
Repair the garbage disposal to function as intended, jammed. PM-603.1
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UNIT 116
Bedroom:
Repair the windows to fully open and close. PM-303.13

UNIT 117
L Bathroom: o '
Repair the exhaust fan to function as intended, fallen down. PM-603.1

UNIT 119

Living Room:
Repair the sliding glass door to latch properly. PM-303.15

UNIT 121
Kitchen;
Repair the loose trim adjacent to the refrigerator. PM-304.3

UNIT 124

Bedroom:
Repair or replace existing smoke detector in a manner so that it functions as intended.
PM-704.1

UNIT 126
Kitchen: ‘
Repair the leak @ the faucet handle and tighten the loose handle. PM-504.1

UNIT 134
Hall Bath: —
Repair or replace exhaust fan so that it functions as intended. PM-603.1

Far Right Bedroom.
Repair the windows to open and close properly. PM-303.13

Living Room: :
Repair the right window to open and close properly. PM-303.13

Left Bedroom: .
Repair the right window to open and close properly. PM-303.13

UNIT 136

Bedroom:
Rearrange furniture in a manner that does not block or hinder access to emergency egress
window. PM-102.3 & PM-702.1
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2ND FLOOR
UNIT 201
Bedroom:
Repair the right window to open and close properly. PM-303.13

UNIT 203
Bedroom:
Repair the right window to open and close properly. PM-303.13

UNIT 204
Den:
Repair the windows to be weather tight. PM-303.13

UNIT 210
No access. Cheek at re-inspection.

UNIT 211 -
Bedroom:
Repair the left window to open and close properly. PM-303.13

UNIT 214

Living Room; :
Repair the left window on the right wall to unlock and to open and close properly.
PM-303.13

UNIT 216
Kitchen:
Repair the faucet to eliminate the constant dripping. PM-504.1

Bathroom:
Replace the broken or defective toilet seat. PM-504.1

Bedroom:
Every window shall be capable of being easily opened and closed by its own hardware.
PM-303.13.2

Living Room:
Repair the left window to open and close easily. PM-303.13.2

UNIT 217

Hallway: -
Properly install the door that is off of the track. PM-304.6

UNIT 218

Living Room:
Repair the window on the left wall, left side to open and close properly. PM-303.13.2

o
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UNIT 234

Bedroom: _
Every window shall be capable of being easily opened and closed by its own hardware.
PM-303.13.2

UNIT 237
Den: '
Every window shall be capable of being easily opened and closed by its own hardware.
PM-303.13.2 '

Bedroom;
Every window shall be capable of being easily opened and closed by its own hardware.
PM-303.13.2

UNIT 238

~ Living Room:
Provide a complete directory of all service panels and circuits. PM-605.1
Replace the missing window screen for the sliding glass door. PM-303.14
Repair the sliding glass door to latch properly. PM-303.15

3" FLOOR

Common Hallway:
Repair/replace the deteriorated windows on the west end of the hallway. PM-303.13

UNIT 329
Master Bedroom:
Repair the window on the south wall, left side to close and latch properly. PM-303.13.2

UNIT 334 - Note: Repair all smoke detectors in this unit to be interconnected. PM-704.1
1¥ Bedroom:
Replace the missing clip for the hardware on the right side window, to function as intended.

PM-303.13.2

Master Bedroom:
Repair the left window to latch properly and to be weather tight. PM-303.13.2

UNIT 337 - Note: Repair all smoke detectors in this unit to be interconnected. PM-704.1
L Bedroom:
Repair the left window to close properly and to latch properly. PM-303.13.2




: EXTERIOR:
UNIT 901

- Crawlspace:
Repair the exhaust fan to function as intended. PM-603.1

- UNIT 919

(Garage:
Replace the deteriorated and rusted garage door. Pm-303.15

UNIT 1101
Replace the missing shingles on the roof, and repair/replace the trim. PM-303.7

UNIT 1128

Garage: .
Repair the gutter not to leak, water comes into the garage and makes the carpet wet.

PM-303.7

UNIT 1145
- Paint the exterior of structure @ the front door. PM-303.2

UNIT 1156 _
Repair/replace the trim @ the front door and paint. PM-303.2

UNIT 1158
Trim bushes away from the siding and roofline to maintain a 3’ clearance, so that the
windows will open. PM-302.4.1

UNIT 218
Repair the exterior siding on the sun room so that birds will not nest there. PM-303.6

Scrape and paint exterior surfaces where paint is peeling or wood is exposed on the two garages
west of main building. PM-303.2
(The above violation has a one-vear deadline from the date the Cycle Inspection Report.)

When issued, a copy of the new Rental Occupancy Permit shall be posted as required by BMC
16.12.080 (b): All rental units shall be required to have a current occupancy permit displayed in an
accessible location inside the unit. The permit shall contain the name of the owner or his agent and
the expiration date of the permit. BMC 16.12.080 (b)
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City of Bloomington
H.AN.D.
Board of Housing Quality Appeals
Staff Report: Petition for Extension of Time

Meeting Date: August 10, 2011
Petition Type: An extension of time to secure a state variance.
Petition Number: 11-TV-110
Address: 573 E. Graham Place
Petitioner: Mark Kleinbauer, Peek & Assoc. RE & MGMT. Co. LLC
Inspector: Norman Mosier
Staff Report: April 7, 2011 — Conducted Cycle Inspection

Petitioner is requesting an extension of time to secure a state

variance from the Dept. of Homeland Security.
Staff recommendation: Grant the extension of time.
Conditions: All repairs must be completed and re-inspected no later than the deadline

stated below, or this case will be turned over to the City of Bloomington
Legal Department for further action including the possibility of fines.

Compliance Deadline: October 10, 2011

Attachments:

BHQA Appeal, Cycle Report, Remaining Violation Report, Petitioner’s
Letter :
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Application For Appeal

ELOOMINGTON To The
Board of Housing Quality Appeals
' P.O.Box 100 g ‘

Bloomington, IN 47402
812-349-3420
hand@bloomington.in.gov

Property Address: 573 E. Graham Place

Petitioner's Name: Mark Kleinbauer, Peek & Associates RE & MGMT Company LLC

Address: 899 S. College Mall Road #385

City: Bloomington . State: Indiana Zip Code: 47401

Phone Numbar: (812)360-3460  E-mail Address: mkleinba@homefinder.org

Owner's Name: Robert Groelsema

Address: 159 Bark Street ¢/o ARD Inc. Suite 300

City: Burlington State: Vermont Zip Code: 05402

Phone Number: E-mail Address: rgroelsema@gmail.com

Occupants: VACANT Since April 1st

The following conditions must be found in each case in order for the Board to consider the request:

1. That the exception is consistent with the intent and purpose of the housing code and promotes public
hieaith, safety, and general welfare.

2. That the value of the area about the property to which the exception is to apply wilt not be adversely
affected.

—
Identify the variance type that you are requesting from the following drop down menu:

Variance Type: An extension of time to complete repairs. (Petition Type: TV)

Reminder: . .

A $20.00 filing fee must be submitted with the Appeal (Will be assigned by BHOA)
Application or the application will not be considered to be / ] H’l/

complete! A completed application has to be submitted ~1vV- /10

pricr to the meeting application deadline in order to be

" placed on that months agenda! Petition Number:
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In the space provided below please write a brief narrative regarding your request. Be specific as to what you are
requesting, the reason(s) or justification(s) for your request, the amount of time needed to bring the property into
compliance, as wel as any modifications and/or alterations you are suggesting. The following information must be

included dependent upon the type of variance you are requesting:
A. An extension of time to complete repairs. {Petition type: TV)

1. Specify the items that need the extension of time to complete.
2. Explain why the extension is needed.
3. Specify the time requested.

B. A modification or excepticn to the Housing Property Maintenance Code. (Petition type: V)
1. Specify the code reference number you are appealing.
2. Detail why you are requesting the variance.
3. Specify the modifications and or alterations you are suggesting.

C. Relief from an administration decision. {Petition type: AA)
1. Specify the decision being appealed and the relief you are seeking.

D. Rescind a variance. (Petition type: RV)
1. Detail the existing variance.

2. Specify the reason the variance is no longer needed.

The townhouse s currently vacant and has been since April 1st. All of the tepairs are completed and we have
painted and insialled new carpet and vinyl floors. We are in the process of filing an egress variance with the

Department of Homeland Security. You are more than welcome to do an inspection prior to the receipt of our
variance, just let me know. Thank you for your consideration.

Signature (Required): /
Name (Print); Mark Kleinbauer

Date: 7/8/11

Important information regarding this application format:

1. This form is designed to be filled out electronically, printed, then returned/submitted manually
{e.qg. postal mail).

2. This document may be saved on your computer for future use, however, any data that you have
entered will not be saved.

Print Form
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City of Bloomington
Housing and Neighborhood Development

Cycle Report

473

OWNERS

GROELSEMA, BOB J.
6436 FAIRBANKS ST.

NEW CARROLTON, MD 20784

AGENT

PEEK & ASSOCIATES

899 S. COLLEGE MALL ROAD #385

BLOOMINGTON IN 47401

Prop. Location: 573 E GRAHAM PL Number of Units/Structures: 1/ 1

Date Inspected: 04/07/2011 Number of Bedrooms: 3

Inspectors: Norman Mosier Max # of Occupants: 5

Primary Heat Source: Electric Foundation Type: Basement

Property Zoning: RM Attic Access: No

Number of Stories: 2 Accessory Structure: None
NOTE:

Complete the enclosed registration form. A street address is required for both owner and agent.
This form must be signed by the owner. BMC16.12.060

INTERIOR:
. Entryway:

No violations noted.

1, Bath;
Clean and service the exhaust fan. PM-603.1

Kitchen: '
Seal the backsplash on the counter top. PM-304.3

160
401 N. Morton Street City Hall Rental Inspections: (812) 349-3420
Bloomington, 1N 47404 Neighborhood Division: (§12) 349-3421

Fax: (812) 349-3582 www.bloomingfon.in.gov Housing Division: (812) 349-3401



Living Room 15-8 x 14-2:
No violations noted.

Balcony: .
No violations noted.

UPSTAIRS
Stairway/Hallway:
Replace the missing smoke detector. If the II]JSSIIlg smoke detector was hard wired it must
be replaced with a hard wired model. PM-704.1

Front Bedroom 11-9 x 8-10:
Tighten the loose receptacle and replace the missing receptacle cover plate on the north
wall. PM-605.1

The emergency egress window does not meet the minimum requirements for a multi-unit structure
built in 1983: )

Openable area required: 4.75 sq. 1t. Existing area: 4.90 sq. it.

Clear width required: 18 inches Existing width: 30 inches
Clear height required: 24 inches Existing height: 23.5 inches

Maximum sill height: 48” above finished floor Existing sill: 30" above finished floor

The emergency egress window does not meet the minimum code requirements for the time the
structure was built. For that reason, the City will not issue a rental permit until either the window is
altered or replaced to meet the code requirement at the time of construction, or you apply for an
egress variance with the Indiana Fire and Building Safety Commission. BMC-16.02.040 (b).

The State variance application forms are available at the Depariment of Homeland Securify on the
Fire Prevention and Building Safety Commission’s web site at www.in.gov/dhs/2375.htm. Scroll
down to Downloadable Forms and Documents and click on Variance Application and
Instructions. If you need any further clarification, the Commission can be reached at
317.233.5341.

Middle Bedroom 10 x 8-4:
The emergency egress window does not meet the minimum requirements for a multi-unit structure
built in 1983:

Openable area required: 4.75 sq. ft. Existing area: 4.90 sq. ft.
Clear width required: 18 inches Existing width: 30 inches
Clear height required: 24 inches Existing height: 23.5 inches

Maximum sill height: 48” above finished floor Existing sill: 30” above finished floor

The emergency egress window does not meet the minimum code requirements for the time the
structure was built. For that reason, the City will not issue a rental permit until either the window is
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altered or replaced to meet the code requirement at the time of construction, or you apply for an
‘egress variance with the Indiana Fire and Building Safety Commission. BMC-16.02.040 (b).
Middle Bedroom 10 x 8-4: (continued)

The State variance application forms are available at the Deparfment of Homeland Security on the
Fire Prevention and Building Safety Commission’s web site at www.in.gov/dhs/2375.htm. Scroll
down to Downloadable Forms and Documents and click on Variance Application and
Instructions. If you need any further clarification, the Commission can be reached at
317.233.5341.

Closet:
Re-install the closet doors to stay in the track. PM-304.6

Hall Bath:
Seal edge of floor covering adjacent to bathtub. PM-304.1

Rear Bedroom 14-4 x 10:
The emergency egress window does not meet the minimum requirements for a multi-unit structure
built in 1983: '

Openable area required: 4.75 sq. fi. Existing area: 4.90 sq. ft.
Clear width required: 18 inches Existing width: 30 inches
Clear height required: 24 inches Existing height: 23.5 inches

Maximum sill height: 487 above finished floor Existing sill: 30 above finished floor

The emergency egress window does not meet the minimum code requirements for the time the
structure was built. For that reason, the City will not issue a rental permit until either the window is
altered or replaced to meet the code requirement at the time of construction, or you apply for an
egress variance with the Indiana Fire and Building Safety Commission. BMC-16.02.040 (b).

The State variance application forms are available at the Department of Homeland Securify on the
Fire Prevention and Building Safety Commission’s web site at www.ingov/dhs/2375 htm. Scroll
down to Downloadable Forms and Documents and click on Variance Application and
Instructions. If you need any further clarification, the Commission can be reached at
317.233.5341.

BASEMENT

Stairway:
No violations noted.

Main Room:
Replace the missing receptacle cover plate on the south wall. PM-605.1

Bath/Utility Room:
No violations noted.
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EXTERIOR:
No violations noted.

OTHER REQUIREMENTS:

Required documentation. :

A completed copy of the Tenants and Owners Rights and Responsibilities Summary must be
provided to this office or reviewed with the inspector within 60 days of the date of the inspection
or a $25.00 fine will be levied. BMC 16.12.050 (d)

Required documentation: _

The owner or his agent shall contact the tenant and arrange a joint inspection of the premises to
occur within ten days of the tenant’s occupancy of the rental unit. The owner or his agent and the
tenant shall at that time jointly complete an inventory and damage list, and this shall be signed by
all parties to the tenancy agreement. Duplicate copies of the inventory and damage list shall be
retained by all parties and shall be deemed a part of the tenancy agreement. A completed copy of
the Inventory & Damage List must be provided to the office or reviewed with the inspector
within 60 days of the date of the inspection or a $25.00 fine will be levied. BMC16.12.040

When issued, a copy of the new Rental Occupancy Permit shall be posted as required by BMC
16.12.080 (b): All rental units shall be required to have a current occupancy permit displayed in an
accessible location inside the unit. The permit shall contain the name of the owner or his agent and
the expiration date of the permit. BMC 16.12.080 (b)
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City of Bloomihgton
Housing and Neighborhood Development

JUL 0 6 2011 Remaining Violations Report

OWNERS

GROELSEMA, BOB J.

159 BARK STREET C/O ARD, INC. SUITE 300
BURLINGTON, VT 05402

AGENT

KLEINBAUER, L. MARK
899 S. COLLEGE MALL ROAD #385

473

BLOOMINGTON IN 47408

Prop. Location: 573 E GRAHAM PL Number of Units/Structures: 1/ 1

Date Inspected: 04/07/2011 Number of Bedrooms: 3

Inspectors: Norman Mosier Max # of Occupants: 5

Primary Heat Source: Electric Foundation Type: Basement

Property Zoning: RM Attic Access: No

Number of Stories: 2 Accessory Structure: None
REINSPECTION REQUIRED

401 N. Morton Street City Hall

Bloomington, IN 47404

This report is your final notice from the Housing and Neighborhood Development Office that this
rental property continues to be in violation of the Housing-Property Maintenance Code of
Bloomington.

If you have made all of the repairs on this report, contact our office immediately to schedule the
required re-inspection.

Failure to make repairs or to schedule the required re-inspection will result in this matter being
referred to the City Legal Department. Legal action may be initiated against you under Section
16.12.100 of the Bloomington Municipal Code.

It is your responsibﬂity to contact the Housing and Neighborhood Development Office to schedule
the required re-inspection. Our mailing address and telephone number are listed below.

/¢y

Fax: (812) 349-3582 www.bloomington.in.eov

Rental Inspections: (§12) 349-3420

Neighborhood Division: (812) 349-3421

Housing Division: (812) 349-3401



INTERIOR:
Entryway:

No violations noted.

5 Bath:
~ Clean and service the exhaust fan. PM-603.1

Kitchen:
Seal the backsplash on the counter top. PM-304.3

Living Room 15-8 x 14-2:
No violations noted.

Balcony:
No violations noted.

UPSTAIRS

Stairway/Hallway: .
Replace the missing smoke detector. If the missing smoke detector was hard wired it must
be replaced with a hard wired model. PM-704.1

Front Bedroom 11-9 x 8-10:
Tighten the loose receptacle and replace the missing receptacle cover plate on the north
wall. PM-605.1

The emergency egress window does not meet the minimum requirements for a multi-unit structure
built in 1983: ' '

Openable area required: 4.75 sq. ft. - Existing area: 4.90 sq. ft.
Clear width required: 18 inches Existing width: 30 inches
Clear height required: 24 inches Existing height: 23.5 inches

Maximum sill height: 487 above finished floor Existing sill: 30” above finished floor

The emergency egress window does not meet the minimum code requirements for the time the
structure was built. For that reason, the City will not issue a rental permit until either the window is
altered or replaced to meet the code requirement at the time of construction, or you apply for an
egress variance with the Indiana Fire and Building Safety Commission. BMC-16.02.040 (b).

The State variance application forms are available at the Department of Homeland Security on the
Fire Prevention and Building Safety Commission’s web site at www.in.gov/dhs/2375 htm. Scroll
down to Dewnloadable Forms and Documents and click on Variance Application and
Instructions. If you need any further clarification, the Commission can be reached at

317.233.5341.
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Middie Bedroom 10 x 8-4:
The emergency egress window does not meet the minimum requirements for a multi-unit structure
built in 1983:

Openable area required: 4.75 sq. ft. Existing area: 4.90 sq. ft.
Clear width required: 18 inches Existing width: 30 inches
Clear height required: 24 inches Existing height: 23.5 inches

Maximum sill height: 48" above finished floor Existing sill: 30” above finished floor

The emergency egress window does not meet the minimum code requirements for the time the
structure was built. For that reason, the City will not issue a rental permit until either the window is
altered or replaced to meet the code requirement at the time of construction, or you apply for an
egress variance with the Indiana Fire and Building Safety Commission. BMC-16. 02 040 (b).
Middle Bedioom 10 x 8-4: (continued)

The State variance application forms are available at the Department of Homeland Security on the -

Fire Prevention and Building Safety Commission’s web site at www.in.gov/dhs/2375.htm. Scroll
down to Downloadable Forms and Documents and click on Variance Application and
Instructions. If you need any further clarification, the Commission can be reached at
317.233.5341.

Closet: _
Re-install the closet doors to stay in the track. PM-304.6

Hali Bath: .
Seal edge of floor covering adjacent to bathtub. PM-304.1

Rear Bedroom 14-4 x 10:
The emergency egress window does not meet the minimum requirements for a multi-unit structure
built in 1983:

Openable area required: 4.75 sq. ft. Existing area: 4.90 sq. ft.
Clear width required: 18 inches Existing width: 30 inches
Clear height required: 24 inches Existing height: 23.5 inches

Maximum sill height: 48" above finished floor Existing sill: 30” above finished floor

The emergency egress window does not meet the minimum code requirements for the time the
structure was built. For that reason, the City will not issue a rental permit until either the window is
altered or replaced to meet the code requirement at the time of construction, or you apply for an
egress variance with the Indiana Fire and Building Safety Commission. BMC-16.02.040 (b).

The State variance application forms are available at the Department of Homeland Security on the
Fire Prevention and Building Safety Commission’s web site at www.in.gov/dhs/2375 htm. Scroll
down to Downloadable Forms and Documents and click on Variance Application and
Instructions. If you need any further clarification, the Commission can be reached at
317.233.5341.
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BASEMENT
Stairway:
" No violations noted.

Main Room;
Replace the missing receptacle cover plate on the south wall. PM-605.1

Bath/Utility Room:
No violations noted.

EXTERIOR:

No violations noted.

OTHER REQUIREMENTS:

Required documentation:

A completed copy of the Tenants and Owners Rights and Responsibilities Summary must be
provided to this office or reviewed with the inspector within 60 days of the date of the inspection
or a $25.00 fine will be levied. BMC 16.12.050 (d)

Required documentation:

The owner or his agent shall contact the tenant and arrange a joint inspection of the premises to
occur within ten days of the tenant’s occupancy of the rental unit. The owner or his agent and the
tenant shall at that time jointly complete an inventory and damage list, and this shall be signed by
all parties to the tenancy agreement. Duplicate copies of the inventory and damage list shall be
retained by all parties and shall be deemed a part of the tenancy agreement. A ecompleted copy of
the Inventory & Damage List must be provided to the office or reviewed with the inspector
within 60 days of the date of the inspection or a $25.00 fine will be levied. BMC16.12.040

Required documentation:
Complete the enclosed registration form. A street address is required for both owner and agent.
This form must be signed by the owner. BMC16.12.060

When issued, a copy of the new Rental Occupancy Permit shall be posted as required by BMC
16.12.080 (b): All rental units shall be required to have a current occupancy permit displayed in an
accessible location inside the unit. The permit shall contain the name of the owner or his agent and
the expiration date of the permit. BMC 16.12.080 (b)
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City of Bloomington
H.AN.D.

Meeting Date:
Petition Type:
Petition Number:
Address:
Petitioner:
Inspector:

Staff Report:

Board of Housing Quality Appeals
Staff Report: Petition for Extension of Time
August 10, 2011
An extension of time to complete repairs
11-TV-111

809 W. Countryside Ln.

Robert Sheffler

Robert Hoole

June 15, 2011 Cycle Inspection
July 7, 2011 Report sent

July 12, 2011 Received Appeal

During the Cycle inspection the inspector noted that the windows did not meet the
Code at the time of construction. The petitioner is requesting a variance from the

State. He needs additional time to secure this variance from the State.

Staff recommendation: Grant the extension

Conditions:

All repairs must be completed and re-inspected no later than the deadline
stated below, or this case will be turned over to the City of Bloomington

Legal Department for further action including the possibility of fines.

Compliance Deadline: October 10, 2011

Attachments:

Cycle Inspection report, Petitioner’s letter
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* & Apphcaﬁon for Appeal
; ; : To The :
rvoe (T, - . . Board of Housing Quality Appeals
. ' ' P.O. Box 100~ VE .
' o Bloomington, IN 47402 e T
’ ‘ 812-349-3420 E@E‘

o . : .. Wk 12 204
Petitioner’s Name: - ] ] ’K) é@/ 7 v_gég;ﬁ%/»(r -BY;ean;e!\-!‘x!ﬁﬁ*'-"}

,a@uq'.laa'-

Petit_ioner’s‘Address & Phone Number: 3330 . ZW Fes ]?1/ I | - 547&5{ ,//U 77 Y3
. A ’ v ’ . ' - . 3/2_3.?/_4/5-22?
Owner’s Name: _ i A. ﬁéﬂf /\ ég{}é‘;ﬁ/—d‘. '

dwner’s Acidress & P_hbne.Number; 33 20 MW/ ﬁig]iu_{ 4« g//z,_/, , [/\/ Z/?(L/J%
| SR -37rg22g

Address of Propeijty: ) ? ﬂ (7 M”/ CGM g 7:':( S/a‘ﬂt’ ' 44_ b

Occupant(s) Name(s): ' | é’ 7 Lr . A?Z/ ad ¢

The following conditions must be found in each case in order for the Board to consider the request:

I. That the value of the zrea about the property to which the exceptien is to apply will not be adversely affected.

2. That the exception is consistent with the intent azid purpese of the housing code and promotes public health,
safety, and general welface. '

Identify the variance type that you are requesting from the following list and attach the required inforﬁation.

A.  An extension of time to complete repairs. (Petltzon type: TV)

“+ Specify the iters that need the extension of time to completc
t+  Explain why the extension is needed
L+ Specify the time requested

B. A modification or exception to the Housing Property Maintenance Code. (Petition fype: V)
-+ Specify the code reference munber you are appealing :
L+ Detail why you are requesting the variance :

. L Specify the modifications and or alterations you are suggesting ™

C Rellef from an administration decision. (Petition type: AA)
L+  Specify the decision being appealed and the relief you are scekmg

D. Rescind a variance. (Petition type: RV} .
L Detail the existing variance
'+ Specify the reason the variance is.no longer needed

I certify that all information submmitted with this request is correct and I have enclosed the $20.00 filing fee. - '

Signature: W 2 : /d '7% o (Will be assigned by BHQA)
. Pt /
| R [(-TV ~ 111
Name (print). /é é,,(_f ﬁ /S/ . 546 ZK‘// O Petition Number:

(Please use the reverse side for further explanation and/or tequest}
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Application for Appeal =

_ | S - ~ ToThe
- ' _ Board of Housing Quality Appeals
, A P.0O. Box 100 _
* ‘ , S Bloomington, IN 47402

8§12-349-3420

(Please write a brief narrative in the space provided below. Be specific as to what you are requesting, the reason(s) or
justification(s} for your request, the amount of time needed to bring the property into compliznce, s well as eny
micdifications and/or alterations you are suggesting.) - ' '

Qleime A S/?é 74 L roega ¢ %’ : AN%Q' «fi;?/f SS

S

i e[ 40 o)

Signature: ' Date:

/#0



City of Bloomington

Housing and Neighborhood Development

Cycle Report

8685
CWNERS
SHEFFLER, ROBERT & CONSTANCE
3912 YONEKERS STEEET
BLOOMINGTON, IN 47403
AGENT
SHERWOOD, CHRIS
| 6589 MEGAN'S WAY
f ELLETTSVILLE IN 474289
Prop. Location: 809 W COUNTRYSIDE LN Number of Units/Structures: 1 / 1
Date Inspected: 06/15/2011 Number of Bedrooms: 3
Inspectors: Robert Hoole Max # of Occupants: 3
Primary Heat Source: Gas Foundaticn Type: Basement
FPropertfy Zoning: PUD Attic Accesgs: No
Number of Stories: 1 Accessory Structure:

The Monroe County Assessors records indicate that this structure was built in 1994, These are the
minimum egress requirements for one and two family dwellings built or altered between 1990 and

1996.

Clear opening height: 24”

Clear opening width: 18

Sill height: 44” above finished floor
Openable area: 4.75 sq. ft.

INTERIOR

Living room (15 x 14)

No violations noted.

Kitchen (9 x 23)

No violations noted.

17)

401 N. Morton Street

. Bloomington, IN 47404
+ Fax: (812) 349-3582 www.bloomington.in.gov

Rental Inspections: (812) 349-3420
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Family room (11 x 25)

No violations noted,

Attached garage

No violations noted.
Utility room

.NO violations noted.
/2 bath

No violations noted.

Enclosed back porch

No violations noted.

Northeast bedroom {10 x 10)

The emergency egress window does not meet the minimum requirements for a one and two family
dwelling built in 1994:

Openable area required: 4.75 sq. ft. Existing area: 5.72 sq. ft.
Clear width required: 18” Existing width: 15¢

Clear height required: 247 Existing height: 55«
Maximum sill height: 447 above finished floor ~ Existing sill: 24

The emergency egress window does not meet the mininum code requirements for the time the
structure was built. For that reason, the City will not issue a rental permit until either the window is
altered or replaced to meet the code requirement at the time of construction, or you apply for an
egress variance with the Indiana Fire and Building Safety Commission. BMC-16.04.020 (b).

The State variance application forms are available at the Department of Homeland Security on the
Fire Prevention and Building Safety Commission’s web site at www.in.gov/dhs/2375.htm. Seroll
down to Downloadable Forms and Documents and click on Variance Application and
Instructions. If you need any further clarification, the Commission can be reached at
317.233.5341.
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Northwest bedroom (10 x 10)

The emergency egress window does not meet the minimum requirements for a one and two family
dwelling built in 1994:

Openable area required: 4.75 sq. ft. Existing area: 5.72 sq. ft.

Clear width required: 18” Existing width: £5«
Clear height required: 247 Existing height: 55¢
Maximum sill height: 44’ above finished floor ~ Existing sill: 24

The emergency egress window does not meet the minimum code requirements for the time the
structure was built. For that reason, the City will not issue a rental permit until either the window is
altered or replaced to meet the code requirement at the time of construction, or you apply for an
egress variance with the Indiana Fire and Building Safety Commission. BMC-16.04.020 (b).

The State variance application forms are available at the Department of Homeland Security on the
Fire Prevention and Building Safety Commission’s web site at www.in.gov/dhs/2375.htm. Scroll
down to Dewnloadable Forms and Documents and click on Variance Application and
Instructions. If you need any further clarification, the Commission can be reached at
317.233.5341. :

Southwest bedroom /bath {15x 11)

The emergency egress window does not meet the minimum requirements for a one and two family
dwelling built in 1994: -

Openable area required: 4.75 sq. ft. Existing area: 5.07 sq. ft.
Clear width required: 18” Existing width: 17

Clear height required: 247 Existing height: 43«
Maximum sill height: 44" above finished floor  Existing sill: 35

The emergency egress window does not meet the minimum code requirements for the time the
structure was built. For that reason, the City will not issue a rental permit until either the window is
altered or replaced to meet the code requirement at the time of construction, or you apply for an
egress variance with the Indiana Fire and Building Safety Commission. BMC-16.04.020 (b).

The State variance application forms are available at the Department of Homeland Security on the
Fire Prevention and Building Safety Commission’s web site at www.in.gov/dhs/2375 htm. Scroll
down to Downloadable Forms and Documents and click on Variance Application and
Instructions. 1f you need any further clarification, the Commmission can be reached at
317.233.5341.

Bath

No violations noted.
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Basement

Thoroughly clean and service the furnace, inspect and fest shut off valves for proper operation.
Documentation from a professional HVAC contractor for this service is acceptable and encouraged.
Servicing shall include a test for carbon monoxide. Acceptable levels of carbon monoxide are as
follows:

Desired level: 0 parts per million (ppmn)
Acceptable level in a living space: 9 ppm
Maxinmm concentration for flue products: 50 ppm
PM-603.1

Install a smoke detector in an approved location. If wall mounted, it shall be located between 6 and
12 inches from the ceiling. If ceiling mounted, it shall be located at least 4 inches from the wall.
PM-704.1

EXTERIOR

No violations noted.

OTHER REQUIREMENTS

Required documentation:

A completed copy of the Tenants and Owners Rjéhts and Responsibilities Summary must be
provided to this office or reviewed with the inspector within 60 days of the date of the inspection
or a $25.00 fine will be levied. BMC 16.12.050 (d)

Required documentation:

The owner or his agent shall contact the tenant and arrange a joint inspection of the premises to
occur within ten days of the tenant’s occupancy of the rental unit. The owner or his agent and the
tenant shall af that time jointly complete an inventory and damage list, and this shall be signed by
all parties to the tenancy agreement. Duplicate copies of the inventory and damage list shall be
retained by all parties and shall be deemed a part of the tenancy agreement. A completed copy of
the Inventory & Damage List must be provided to the office or reviewed with the inspector
within 60 days of the date of the inspection or a $25.00 fine will be levied. BMC16.12.040

When issued, a copy of the new Rental Occupancy Permit shall be posted as required by BMC
16.12.080 (b): All rental units shall be required to have a current occupancy permit displayed in an

Y



accessible location inside the unit. The permit shall contain the name of the owner or his agent and
the expiration date of the permit. BMC 16.12.080 (b)
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City of Bloomington
H.AN.D.

Meeting Date:
Petition Type:
Petition Number:
Address:
Petitioner:
Inspector:

Staff Report:

Board of Housing Quality Appeals
Staff Report: Petition for Extension of Time
August 10, 2011
An extension of time to complete repairs
11-TV-112
819 W. Graham PI.

Mark Kleinbauer — Peek Associates

Robert Hoole

09 June 2011 Tenant scheduled a complaint inspection
21 June 2011 Complaint Inspection

28 June 2011 Sent Complaint Inspection report

19 July 2011 Received Appeal for Extension of Time

The tenant filed a complaint inspection for water damage basement. During the
complaint inspection it was noted that there was mold in the crawlspace, an
incorrectly installed window air conditioner and damage to the wall and window
due to moisture from the air conditioner. The owner was given 21 days to repair
these issues and file for a re-inspection. The deadline for compliance was 21 July,
2011. The owner is asking for time to complete the installation of a new window
and expects to be completed by 26 July 2011.

Staff recommendation: Grant the extension

Conditions:

All repairs must be completed and re-inspected no later than the deadline
stated below, or this case will be turned over to the City of Bloomington
Legal Department for further action including the possibility of fines.

Compliance Deadline: 10 August 2011

Aftachments:

Cycle Inspection report, Petitioner’s letter
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Application For Appeal
ToThe
T Board of Housing Quality Appeals )
P.0.Box 100
‘ K ' Bloomington, IN 47402
812-349-3420 .
hand@b]oomington.in.gov
Property Address: 819 W. Graham Drive
Petitioner's Name: Mark Kieinbauer, Peek & Associates
Address: 899 S. College Mall Road #385
‘ “ City: Bloomington  State: ldabe~ 7 ndgne Zip Code: &y Lf f
Phone Number: (812) 360-3460 E-maif Address: mkleinba@homeﬁnder.org
Owner's Name: R. Michael Peek
Address: 899 S. College Mail Road #385 .
City: Bloomington State: Indiana ' Zip Code: 47401
: -

Phone Number: 812-336-7713 E-mail Address; mpeek@homefinder.org

—_—

Occupants: Ervin "Ray” Hatch

health, safety, and general welfare.

2. That the value of the area about the property to which the exception is to-apply will not be adversely
affected, :

e
Identify the variance type that you are requesting from the following drop down menu:

Variance Type: /ﬁw\ {K{.eg\c,,;&,\ O\C—{_‘W‘G\E} Cownplefe M f x f%‘{‘c‘;vatﬂr%pe/(u

Reminder: . T S -

A 520.00 filing fee must be submitted with the Appeal (Will be assigned by BHOA)

Application or the application will not be considered to be - —_ ] .
complete! A completed application has to be submitted } / 7 ‘/ / Z

prior to the meeting application deadline in order to be »
placed on that months agendat Petition Number:




Page2of 2

In the space provided below please write a brief narrative re
requesting, the reason(s) or justification(s) for your reqguest, t

included dependent upon the type of variance you are reguesting:
A. An extension of time to complete repairs. (Petition type: TV)
1. Specify the items that need the extension of time to complete.
2. Explain why the extension is needed.

3. Specify the time requested.
B. A modification or exception to the Housing Property Maintenance Code. (Petition type: V)
1. Specify the code reference number you are appealing.
2. Detail why you are requesting the variance.,
3. Specify the modifications and or alterations you are suggesting.
C. Relief from an administration decision, (Petition type; AA)

1. Specify the decision being appealed and the relief you are seeking,
D. Rescind a variance. (Petition type: RV)

1. Detail the existing variance. ] :
2. Specify the reason the variance is no fenger needed.

Just need a short extension to finish up replacing the old window that was dama
conditioner leaking into it. My con

L

garding your request. Be specific as to what you are
he amount of time needed to bring the property into
compliance, as well as any modifications and/or afterations you are suggesting. The following information must be

ged from the window aﬂ

- ]
Signature (Required):”
Name (Print): Mark Kieinbauer Date: 7118/

-
important information regarding this application format:
1. This form is designed to be filled out electronically, printed, then returned/submitted manually
{e.g. postal mail).
2. This document may be saved on your computer for future use, however, any data that you have
entered will not be saved.
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City of Bloomington ‘
Housing and Neighborhood Development

Complaint Inspection Report

6025
OWNERS
PEEK, R. MICHAEL
3316 ROLLING OAX DRIVE
BRLOOMINGTON, IN 47401
AGENT
PEEK & ASSCCIATES
B99 S. COLLEGE MALL ROAD #385
BLOOMINGTON IN 47401
Prop. Location: 819 W GRAHAM DR Number of Units/Structures: 1 / 1
Date Inspected: 06/21/2011 Number of Bedroomsg: 2
Inspectors: Robert Hoole Max # of Occupants: 3
Primary Heat Scurce: Gas Foundation Type: Basement
Property Zoning: RS3 Attic Access: N/A
Number of Stories: 1 - Accessory Structure:

The following items are the result of a complaint inspection conducted on 6/21/2011. It is your
responsibility to repair these items and to schedule a re-inspection within twenty one (21) days of
the mailing of this report. Failure to comply with this inspection report will result in this matter
being referred to the City of Bloomington Legal Department. Failure to comply with this complaint
inspection report may result in fines of up to $100.00/day. If you have questions regarding this
report, please contact this office at 349-3420.

Fliminate the mold on the erawlspace floor. PM-102.8

Correct the installation of the window air g:onditioner on the west end of the south wall.
Condensate water is draining onto and through the wall and window and into the crawlspace.
PM-603.1

Properly repair / replace water damaged elements of the wall and window and remove any
mold present. PM-304.3, PM-303.13, PM-304.2

/%9

401 N. Morton Street m Rental Inspections: (812) 349-3420

Bloomington, IN 47404 Neighborhood Division: (812) 349-3421
Fax: (812) 349-3582 : www.bloomington.in.gov Housing Division: (812) 349-3401



